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ABSTRACT 
The steam-side side operation of a practical air-cooled steam condenser is 
investigated using a combination of CFD, numerical, analytical and experimental 
methods. Particular attention is directed towards the vapor flow distribution in the 
primary condensers and dephlegmator performance.  
Analysis of the vapor flow in the distributing manifold, connecting the steam 
turbine exhaust to the air-cooled heat exchangers, highlights the importance of 
careful design of the guide vanes in the manifold bends and junctions. Improved 
guide vane design and configuration can reduce the steam-side pressure drop over 
the manifold and improve the vapor flow distribution, which may be beneficial to 
condenser operation. 
The vapor flow in the primary condensers is shown to exhibit a non-uniform 
distribution amongst the heat exchanger tubes. The vapor flow distribution is 
strongly linked to the distribution of tube inlet loss coefficients through the heat 
exchanger bundles. The non-uniform flow distribution places an additional 
demand on dephlegmator performance, over and above the demands of row 
effects in the case of multi-row primary condenser bundles. Row effects are 
shown to account for as much as 70 % of available dephlegmator capacity in this 
case. Simultaneously, inlet loss coefficient distributions can account for up to 
30 % of dephlegmator capacity. In some situations then, the dephlegmator is fully 
utilized under ideal operating conditions and there is no margin of safety to cope 
with non-ideal operation of the primary condensers. The upstream regions of the 
primary condensers are therefore exposed to a high risk of undesirable non-
condensable gas accumulation. Reduced dephlegmator capacity due to insufficient 
ejector performance may further compound this problem. Single-row primary 
condenser bundles eliminate row effects and thereby significantly reduce the 
demands on dephlegmator performance. The use of such bundles in the 
dephlegmator would also measurably reduce ejector loading. In light of the 
findings of this study, it is recommended that single-row bundles be considered as 
the primary option for future air-cooled condenser applications. 
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A hybrid (dry/wet) dephlegmator concept is analysed and shown to be able to 
provide measurably enhanced dephlegmator performance when operating in wet 
mode, while consuming only a small amount of water. The enhanced 
dephlegmator cooling translates to an increase in total air-cooled condenser 
capacity of up to 30 % at high ambient temperatures in this case. The benefit of 
this enhanced cooling capacity to steam turbine output may be significant. The 
hybrid dephlegmator concept therefore offers a simple, cost-effective and 
sustainable solution to the issue of reduced air-cooled condenser performance 
during hot periods. Careful design of the first and second stage bundle 
configurations in the hybrid dephlegmator is necessary to avoid flooding in the 
first stage during wet operation of the second. Furthermore, the slightly poorer 
dry-operation performance of the hybrid dephlegmator results in increased risk of 
non-condensable gas accumulation in multi-row primary condensers. Again, 
single-row primary condenser bundles would lay rest to such concerns.  
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OPSOMMING 
Die bedryf aan die stoom-kant van ŉ praktiese lugverkoelde-stoomkondensor 
word ondersoek met behulp van 'n kombinasie van berekeningsvloeimeganika, 
numeriese, analitiese en eksperimentele metodes. ŉ Spesifieke fokus word geplaas 
op die dampvloeiverspreiding in die primêre kondensors asook die deflegmator-
werksverrigting. 
Ontleding van die damp vloei in die verdeelspruitstuk, wat die uitlaat van die 
stoomturbine aan die lugverkoelde-stoomkondensor koppel, beklemtoon die 
belangrikheid van noukeurige ontwerp van die leilemme in die spruitstukdraaie en 
aansluitings. Verbeterde leilemontwerp en opstelling kan die drukval aan die 
stoom-kant van die draaie en aansluitings verminder en die 
dampvloeiverspreiding verbeter. Dit kan gevolglik lei tot verbeterde 
werksverrigting van die kondensor. 
Die studie toon dat ŉ nie-eenvormige dampvloeiverspreiding in die 
warmteruilerbuise van die primêre kondensors bestaan. Die verspreiding van 
buisinlaat-verlieskoëffisiënte deur die bundels van die warmteruiler is sterk 
afhanklik van die voorgenome dampvloeiverspreiding. Die nie-eenvormige 
vloeiverspreiding veroorsaak 'n groter aanvraag na deflegmator-werksverrigting, 
bo-en-behalwe nog vereistes van ry-effekte in die geval waar multi-ry-bundels vir 
primêre kondensors gebruik word. Ry-effekte is verantwoordelik vir so veel as 
70 % van die beskikbare deflegmator kapasiteit. Terselfdertyd kan die 
verspreiding van inlaat-verlieskoëffisiënte verantwoordelik wees vir tot 30 % van 
die deflegmator kapasiteit. In sommige gevalle is die deflegmator dus ten volle 
aangewend onder ideale bedryfstoestande, en bestaan daar geen band van 
veiligheid om nie-ideale werksverrigting van die primêre kondensor te hanteer 
nie. Sekere dele van die stroom-op primêre kondensors word dus blootgestel aan 
'n hoë risiko vir die opbou van ongewenste nie-kondenseerbare gasse. Verder kan 
‘n vermindering in deflegmator kapasiteit, weens onvoldoende werksverrigting 
van die vakuumpompe, dié probleem vererger. Enkel-ry-bundels vir primêre 
kondensors vermy ry-effekte en lei sodoende tot ŉ aansienlike vermindering in die 
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aanvraag na deflegmator-werksverrigting. Die gebruik van sulke bundels in die 
deflegmator sou die vakuumpomplas ook meetbaar verminder. Uit die bevindinge 
van hierdie studie word dit aanbeveel dat enkel-ry bundels beskou word as die 
primêre opsie vir toekomstige lugverkoelde-kondensor aansoeke. 
’n Konsep vir ’n hibriede-deflegmator (droog/nat) word ontleed. Die studie toon 
dat, deur hierdie konsep in die nat-modus te gebruik, ’n meetbare verbetering in 
deflegmator-werksverrigting gesien kan word, ten koste van net ŉ klein 
hoeveelheid waterverbruik. Die verbetering in verkoelingsvermoë van die 
deflegmator beteken ŉ toename van tot 30 % in die totale verkoelingsvermoë van 
die lugverkoelde-kondensor gedurende periodes wanneer hoë 
omgewingstemperature heersend is. Die voordeel van hierdie verbeterde 
verkoelingsvermoë op die werksuitset van die stoomturbine kan beduidend wees. 
Die konsep vir ’n hibriede-deflegmator bied dus 'n eenvoudige, koste-effektiewe 
en volhoubare oplossing vir warm atmosferiese periodes, wanneer die 
lugverkoelde-kondensor se verkoelingsvermoë afneem. Noukeurige ontwerp van 
die eerste en tweede fase bundelkonfigurasies in die hibriede-deflegmator is nodig 
om oorstroming in die eerste fase, tydens nat werking van die tweede fase, te 
verhoed. Verder veroorsaak die effens swakker werksverrigting, gedurende die 
bedryf van die hibriede-deflegmator in die droog-modus, ŉ verhoogde risiko vir 
die opbou van nie-kondenseerbare gasse in multi-ry primêre kondensors. 
Weereens sal enkel-ry-bundels in primêre kondensors hierdie probleem oplos. 
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NOMENCLATURE 
Symbols 
a - constant or dimension, m 
b - dimension, m 
A - area, m
2 
c - chord length, m 
cp - specific heat, J/kgK 
Cd - lateral discharge coefficient 
CT - turning loss coefficient 
Cμ - constant 
d - diameter, m 
DAE - dry air equivalent 
e - heat transfer effectiveness 
E - error 
f - dimensionless friction factor 
FrD - Froude number  
G - mass flux, kg/m
2
s 
h - heat transfer coefficient, W/m
2
K 
H - height, m 
i - enthalpy, J/kg 
I - turbulent intensity, % 
k - turbulent kinetic energy, m
2
/s
2
; or thermal conductivity, W/mK 
K - dimensionless loss coefficient 
l - characteristic turbulent length, m 
L - length, m 
m - mass flow rate, kg/s 
M - total mass flow rate, kg/s 
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n - number 
NTU - number of heat transfer units 
Nu - Nusselt number 
Ny - characteristic heat transfer parameter, m
-1 
Oh - Ohnesorge number 
p - pressure, N/m
2 
P - power, W; or pitch, m  
Pr - Prandtl number 
Q - heat transfer rate, W 
r - radial distance or radius, m 
R - entrainment ratio 
Re - Reynolds number 
RH - relative humidity, % 
Ry - characteristic flow parameter, m
-1 
S - circumference, m 
T - temperature, ˚C or K 
u - header velocity, m/s 
UA - overall heat transfer coefficient, W/K 
v - velocity, m/s 
V - volumetric flow rate, m
3
/s 
W - width, m 
x - two-phase mixture quality or axial distance, m 
y
+
 -  dimensionless wall distance 
z - elevation, m 
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Greek symbols 
α - kinetic energy correction factor or void fraction 
Γ - deluge water flow rate over half a tube per unit length, kg/ms 
Δ - difference or increment 
ε - turbulent energy dissipation rate, m2/s3; or surface roughness, m 
θ - angle, ˚ 
μ - dynamic viscosity, kg/ms 
ρ - density, kg/m3 
σ - area ratio or surface tension, N/m 
ɸ - diameter, m; arrangement factor or two-phase friction multiplier 
φ - parameter 
 
Subscripts 
a - air or ambient 
app - approach 
avg - average 
b - bundles 
bf - backflow 
c - combining header, condensation or contraction 
con - continuity 
conv - conventional dephlegmator 
ct - droplet collecting troughs 
d - dividing header or mass transfer 
de - drift eliminators 
dep - dephlegmator 
dj - downstream jetting 
do - downstream obstacles 
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D - Darcy 
e - effective 
ej - ejection 
eq - equivalent 
evap - evaporated 
f - film 
fg - vaporization 
fr - frontal 
Fs - fan static 
g - geodetic 
gen - generated 
h - header  
he - normal isothermal flow through a finned-tube heat exchanger 
H - steam supply header 
i - inlet, internal or counter 
in - total inlet 
l - longitudinal, lateral or liquid 
L -  heat exchanger lateral 
lam - laminar 
m - momentum or mean 
M - molar weight 
max - maximum 
mb - miter bend 
min - minimum 
mom - momentum 
nc - non-condensables 
o - outlet or free-stream 
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pri - primary condenser 
r - roughness, riser or row 
red - conical reducer 
ref - reference 
req - required 
s - superficial 
t - tube or transverse 
tot - total 
tp - tubes per pass or two-phase 
tr - tubes per row 
ts - tower supports or tube cross-sectional 
turb - turbulent 
up - upstream 
v - vapor or guide vanes 
vp - vapor passes 
vn - normal to bulk vapor flow direction 
w - water film 
θt - overall for a finned-tube bundle 
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1. INTRODUCTION 
1.1 Background and motivation 
The production of electricity is traditionally a water intensive activity. With 
increasing pressure on fresh water supplies around the world (Barker, 2007) there 
is ever increasing pressure on the power producing industry to reduce water 
consumption. Approximately half of all existing thermoelectric power plants in 
the United States make use of evaporative (wet) cooling (Carney et al., 2008). 
This trend is similar in many other parts of the world. At evaporative cooled 
plants, the condenser typically accounts for more than 80 % of the total water 
consumed (DiFilippo, 2008). The use of alternative means of cooling therefore 
holds the greatest potential for reducing water consumption at thermoelectric 
power plants. 
Air-cooled steam condensers (ACCs) are designed to service the cooling 
requirements of power plants using ambient air as the cooling medium. No water 
is directly consumed in the cooling process and the water consumption at an air-
cooled plant is thus significantly less than at a wet cooled plant. Furthermore, 
because no water is required for cooling purposes, the location of an ACC 
equipped power plant is less dependent on the proximity of abundant fresh water 
resources. Plants can therefore be located nearer to load centres and/or fuel/energy 
sources resulting in reduced transmission losses, increased supply reliability and 
reduced transport costs (Gadhamshetty et al., 2006). Independence from water 
resources also renders air-cooled plants particularly suitable for use in arid 
regions, making ACCs an attractive option for use in solar thermal applications in 
South Africa and many other parts of the world. 
ACCs are, however, currently more capital intensive than wet cooling systems 
and typically exact a penalty in terms of plant performance. The energy 
generation cost at air-cooled plants is therefore typically greater than at their wet-
cooled counterparts (Barker, 2007). These cost disadvantages are a result of the 
relatively poor heat transfer characteristics and thermodynamic properties of air 
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relative to water, as well as the sensitivity of ACC performance to meteorological 
and ambient conditions.  
Since air has a low density and specific heat, large volumes must be circulated to 
achieve adequate cooling (Hassani et al., 2003). Fan power consumption in 
mechanical draft ACCs is therefore significant and expensive finned-tube heat 
exchangers are required to maximize the potential for heat transfer. In addition, to 
achieve adequate circulation, the air-side pressure drop across the ACC should be 
as low as possible (Hassani et al., 2003) and air velocities through the system need 
to be minimized. Large cross-sectional air flow areas are therefore necessary, 
resulting in increased capital costs. According to Maulbestch (2008), the capital 
cost of an ACC can be as much as three times greater than the equivalent wet 
cooling system, while the running costs are typically double. Current rapidly 
increasing fresh water prices, however, are beginning to improve the 
competitiveness of ACC operating costs. 
ACCs can experience a decrease in heat transfer rate in excess of 10 % 
(Gadhamshetty et al., 2006) during periods of unfavourable operating conditions 
(high ambient temperatures and/or strong winds for example). ACC performance 
is also sensitive to the proximity and orientation of other power plant structures 
(Goldschagg et al., 1997; Gao et al., 2009). A decrease in the ACC heat transfer 
rate results in a reduction in steam turbine output and ultimately a loss in 
operating income. In extreme cases reduced condenser performance can lead to 
emergency turbine shutdowns.  
The undesirable aspects of ACC performance need to be addressed and mitigated 
if ACCs are to assume the position of the cooling strategy of choice for all 
thermoelectric power plants. In light of ever worsening global water security 
concerns, this they surely must. 
1.2 Existing research regarding ACC performance 
The vast majority of recent research relating specifically to ACC performance has 
focused on the air-side operation of these systems. A number of experimental and 
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numerical investigations using computational fluid dynamics (CFD) have been 
undertaken in an attempt to identify and quantify the negative effects of ambient 
and meteorological conditions, and wind in particular, on ACC effectiveness. 
Examples of relevant publications include Duvenhage and Kröger (1996), 
McGowan et al. (2008) and Liu et al. (2009), amongst a multitude of others. 
Furthermore, numerous studies have attempted to identify measures of mitigating 
the negative effects of wind on ACC performance. Meyer (2005), 
Gao et al. (2010) and Owen and Kröger (2010) are examples of pertinent 
publications. 
Few studies have addressed steam-side performance considerations specific to 
ACCs. A wide range of literature is available regarding the important topics of in-
tube condensation heat transfer and pressure drop. Examples for the former 
include Chato (1962) and Shah (1979). Lockhart and Martinelli (1949), 
Friedel (1979) and Groenewald and Krӧger (1995), amongst several others, are 
examples of the latter. Heat transfer in the presence of non-condensable gases – 
see for example Minkowycz and Sparrow (1966), Al-Shammari et al. (2004) and 
Li et al. (2011) – and flooding in reflux condensers – see Zapke and 
Krӧger (1996), Palen and Yang (2001) and Sacramento and Heggs (2009) – are 
also well researched. Unfortunately, very few of these studies are based on 
parameters and conditions similar to those characteristic of large scale ACCs for 
power plant applications. 
Flow distributions in heat exchanger-type manifold systems have been addressed 
in several texts including Datta and Majumdar (1980), and more recently 
Ablanque et al. (2010). Berg and Berg (1980) investigated vapor backflow due to 
row effects in multi-row, single-vapor-pass, air-cooled condensers with isothermal 
vapor flow. Breber et al. (1982) used Berg and Berg’s method to develop 
equations describing the effect of backflow on the cooling performance of air-
cooled heat exchangers. Fabbri (2000) modified Berg and Berg’s model to 
account for the influence of changing vapor temperature and non-uniformities in 
the air-flow distribution over the heat exchanger. Berg and Berg, and 
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subsequently Breber et al. and Fabbri, ignore inlet/outlet and acceleration effects 
caused by condensation inside the tubes in their models. Zipfel and Krӧger (1997) 
experimentally investigated lateral inlet loss coefficients in a manifold system 
representative of a typical ACC primary heat exchanger bundle. They report a 
variation in the inlet loss coefficient along the header flow direction. Such 
variations in inlet loss coefficients cannot be ignored in the analysis of vapor flow 
distribution trends in ACCs. Zapke (1997) experimentally investigated the 
characteristics of gas-liquid counter-flow in inclined flattened tubes typical of 
modern ACCs. His results and subsequent publications (Zapke and Krӧger, 1997) 
are an important contribution to this field. 
Also of interest are studies by Shi et al. (2009) and Shi and Shi (2009), whose 
CFD results indicate room for improvement in the design of the steam distributing 
manifold upstream of the ACC heat exchangers. Improved manifold design may 
reduce steam-side pressure losses and improve the uniformity of the vapor flow 
distribution amongst the ACC streets.  
Specific information regarding the vapor flow distribution through ACC heat 
exchanger bundles and subsequent dephlegmator performance and design 
considerations could not be found in the literature. 
1.3 Objectives 
As the use of ACCs becomes more widespread, the importance of ensuring 
adequate and predictable cooling performance becomes critical to the efficient 
operation of individual plants and ultimately the entire energy network 
(Maulbetsch and DiFilippo, 2007). The objectives of this study are therefore to 
investigate the steam-side operation of an ACC with particular emphasis on vapor 
flow distribution in the heat exchanger bundles and dephlegmator performance. A 
practical hypothetical condenser is considered as a case study. Details of this ACC 
are included in Appendix A.  
A combination of CFD, numerical, analytical and experimental methods is used to 
analyse the vapor flow distribution upstream of and through the heat exchanger 
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bundles, and to quantify dephlegmator performance requirements. In addition, an 
alternative dephlegmator concept, expected to enhance overall condenser 
performance, and subsequently increase operating income, is to be evaluated. 
1.4 Outline 
Chapter 2 provides background knowledge necessary to support the remainder of 
the work presented in this study. The basic operating principles of an ACC in a 
direct dry-cooled thermoelectric power plant are briefly described, along with the 
operation of an individual ACC cell. The relationship between condenser 
performance and steam turbine output is then discussed before the chapter 
concludes with a discussion of the role of the dephlegmator in ensuring safe and 
reliable ACC performance. 
Chapter 3 addresses the flow of vapor in the distributing manifold between the 
turbine exhaust and the air-cooled heat exchangers.  
The vapor flow distribution in the primary condenser heat exchangers themselves 
is addressed in Chapter 4. A numerical calculation procedure is described. This 
procedure makes use of CFD predictions of steam-side inlet loss coefficient 
distributions to calculate the distribution of vapor amongst the tubes in the 
primary condenser bundles. 
The demands on dephlegmator capacity to prevent the accumulation of non-
condensable gases in the primary condensers are examined in Chapter 5 and vapor 
backflow in the dephlegmator itself is discussed. 
A hybrid (dry/wet) dephlegmator concept is described, developed and analysed in 
Chapter 6. The performance of the concept is evaluated using a one-dimensional 
calculation procedure based on empirical correlations. Various plain-tube bundle 
configurations are analysed for the wet/dry component of this concept and 
recommendations are made regarding the most favourable tube configuration. 
Chapter 7 offers concluding remarks and recommendations. 
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2. OPERATING PRINCIPLES 
2.1 The operation of an ACC in a direct air-cooled power plant 
In a direct air-cooled power plant, illustrated schematically in Figure 2.1, a heat 
source is used to generate high pressure steam. This steam is then expanded in a 
turbine to produce power. The low pressure steam leaving the turbine exhaust is 
condensed in an ACC to complete the cycle.  
 
The ACC of a direct air-cooled power plant is made up of several “streets” of A-
frame condenser units or cells, as shown in Figure 2.2. Steam is fed via a 
distributing manifold to the dividing header of the primary condenser units which 
are connected in parallel in a street. Partial condensation takes place in a co-
current vapor/condensate flow arrangement in the primary condenser cells. Excess 
vapor leaving these cells is condensed in the secondary reflux (counter-current 
vapor/condensate flow) condenser, or dephlegmator. The dephlegmator is 
connected in series with the primary condenser units, as illustrated in the steam 
flow diagram of Figure 2.3. 
The following sections describe the operating principles of an ACC cell 
(Section 2.2) and discuss the role of the dephlegmator in ensuring safe and 
Heat input 
(solar, nuclear, 
fuel combustion) 
Power 
output 
Heat 
rejection 
Condensate tank 
Condensate pump 
Boiler/HRSG 
Steam turbine 
Generator 
ACC 
Figure 2.1: Schematic representation of a direct air-cooled power plant 
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reliable ACC performance (Section 2.3). The relationship between ACC 
effectiveness and steam turbine output is discussed in Section 2.4. 
 
Figure 2.2: ACC street with five primary condensers and one dephlegmator 
 
2.2 The operation of an air-cooled condenser cell 
A schematic of a typical primary condenser cell is illustrated in Figure 2.4. During 
operation, ambient air at (1) is accelerated towards the fan platform supports (2) 
under the influence of the axial flow fan. The air flows through the fan inlet 
screen (3) into the inlet shroud, through the fan, and into the plenum chamber (4). 
Heat is transferred from the condensing steam to the air as it is forced through the 
finned-tube heat exchanger (5 to 6), which may consist of one or more tube rows, 
Figure 2.3: ACC street steam flow diagram 
ACC ACC ACC ACC 
To condensate pump 
From steam turbine To ejector nozzles for 
non-condensable gas 
removal 
ACC ACC Primary condenser cell 
Dephlegmator cell 
A-frame 
Steam 
Primary condensers 
Primary condensers 
Dephlegmator 
Steam duct 
(dividing header) 
Condensate drain 
(collecting header) 
To ejector 
Fans 
Stellenbosch University  http://scholar.sun.ac.za
2.3 
 
after which it is exhausted into the atmosphere (7). Windwalls are installed along 
the periphery of the ACC to reduce plume recirculation. 
 
Figure 2.4: A-frame air-cooled condenser cell 
2.3 The role of the dephlegmator 
In an ACC with multi-row heat exchanger bundles, the vapor temperature is 
essentially constant in all the tubes in the primary condenser cells. However, the 
cooling air is progressively heated as it moves past successive tube rows. 
Different condensation rates therefore exist in each tube row.  Non-ideal operating 
conditions - such as non-uniform air flow rate and fan inlet temperature 
distributions caused by winds, or localized decreases in heat transfer effectiveness 
due to tube fouling, for example - can also result in varying condensation rates 
between tubes in the same row. Differing rates of condensation, coupled with non-
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uniform inlet loss coefficient distributions (discussed in Chapter 4), result in each 
heat exchanger tube tending towards a different steam-side pressure change. 
However, the tubes in the primary condenser bundles are connected in parallel 
between common headers. The steam-side pressure drop over the tubes is 
therefore dictated by the pressure distributions in the headers. These pressure 
distributions vary with axial position as flow is added to or removed from the 
respective headers. 
If an ACC street consisted of primary condenser units only, all connected in 
parallel, then variations in individual tube steam-side pressure changes, due to 
different condensation rates, would be normalized by the manifestation of vapor 
backflow into some of the tubes. Vapor backflow is discussed in detail in 
Chapter 5. Backflow results in regions of stagnation forming within certain tubes. 
Non-condensable gases - which leak into the system from the atmosphere since 
the ACC operates at sub-atmospheric pressures - are transported to these 
stagnation regions where they accumulate. The accumulation of non-condensables 
forms so-called “dead zones” where no heat transfer takes place. The presence of 
dead zones is detrimental to ACC performance since they reduce the effective 
heat transfer surface area. Furthermore, condensate can be trapped in these dead 
zones resulting in enhanced risk of tube corrosion and the potential for 
catastrophic tube damage due to condensate freezing during cold periods (Berg 
and Berg, 1980). 
One way of reducing the likelihood of vapor backflow in multi-row heat 
exchangers is to install tubes with different and increasing heat transfer 
characteristics in successive tube rows (Berg and Berg, 1980). This is typically 
achieved by reducing the fin pitch on the tubes in downstream rows. The varying 
heat transfer effectiveness strategy is employed in most modern multi-row ACCs 
but has the disadvantage of working well at only a single value of effectiveness 
(Berg and Berg, 1980). Since heat transfer effectiveness is also a function of the 
air-flow rate through the heat exchanger, this method does not guarantee 
protection against backflow. 
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Backflow due to different condensation rates in successive rows of a multi-row 
heat exchanger (termed row effects) can be avoided entirely by using single tube 
row heat exchanger bundles. Advances in tube technology have seen such bundles 
become increasingly popular in modern applications. Single-row heat exchangers 
remain susceptible to backflow due to transverse variations in condensation rates 
brought about by non-ideal operating conditions. 
The most widely employed strategy to prevent non-condensable gas accumulation 
is the use of a secondary condenser connected in series with, and downstream of, 
the primary condensers (Berg and Berg, 1980). This secondary condenser, 
commonly referred to as a dephlegmator, facilitates additional vapor flow through 
the primary condensers, flushing them of non-condensables and preventing the 
formation of dead zones. The dephlegmator must be adequately sized to account 
for row effects, in the case of multi-row heat exchanger bundles, as well as the 
influence of transverse variations in tube inlet loss coefficients and non-ideal 
operating conditions. 
2.4 The relationship between ACC and steam turbine performance 
Consider a power plant cooled by an ACC (Figure 2.1). Energy is supplied to the 
steam cycle at a constant rate. Some of this energy is captured and removed in the 
steam turbine. To complete the cycle, the remaining energy must be rejected to 
the atmosphere by the ACC.  
Steam turbine efficiency, and subsequently turbine power output, is a function of 
the turbine exhaust pressure, referred to as backpressure. The performance 
characteristic of a particular steam turbine is shown in Figure 2.5. Since the input 
from the boiler is constant, the required ACC heat rejection rate must exhibit an 
inverse trend to that of the turbine characteristic so that the sum of the turbine and 
ACC output is also constant. The required ACC heat rejection rate is also 
illustrated in Figure 2.5. 
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Figure 2.5: Steam turbine performance characteristic and required ACC heat 
rejection rate 
For this particular turbine an optimum operating point exists at a certain turbine 
backpressure where the turbine extracts the most amount of energy from the 
cycle. Plant output can therefore be maximised by maintaining the backpressure 
as close as possible to this optimum. The turbine backpressure is, in turn, 
determined by the performance of the ACC. ACCs are therefore typically 
designed to maintain near optimum backpressure at a specific ambient condition. 
The amount of heat that can be rejected by an ACC is a function of the ACC 
configuration (finned tube performance characteristics, fan performance etc.), and 
the approach temperature difference between the condensing steam and the 
ambient air (ΔTapp = Tv – Ta). Neglecting steam-side pressure changes through the 
heat exchangers for the time being, the ACC is operating at an approximately 
constant vapor temperature corresponding to the saturation temperature of steam 
at the turbine backpressure. Consider the case where a power plant is operating at 
its optimum design point (certain ambient temperature and near-optimum 
backpressure). If the ambient temperature increases, the ACC can no longer reject 
the required amount of heat at the existing vapor temperature. Since the ACC can 
no longer condense enough steam, the pressure in the ACC (backpressure) begins 
to rise causing a corresponding increase in vapor temperature. As the 
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backpressure increases, the turbine output decreases and even more heat must be 
rejected by the ACC for a constant heat input in the boiler. The backpressure and 
corresponding vapor temperature therefore continue to rise until some new 
equilibrium is reached where the vapor temperature is high enough that the ACC 
is able to reject the required amount of heat at the higher ambient temperature. 
Since the new operating point is at a backpressure greater than the optimum, the 
turbine output is reduced. 
As mentioned in Chapter 1, ACCs can experience measurable performance 
reductions when operating conditions are unfavourable. In addition, the 
accumulation of non-condensable gases and high steam-side losses (due to poorly 
designed systems) can further degrade cooling effectiveness. As explained here, 
reduced ACC performance is detrimental to turbine output and subsequently plant 
reliability and profitability. It is therefore critical that the steam-side performance 
of ACCs be examined to ensure reliable and predictable cooling performance. 
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3. VAPOR FLOW IN A DISTRIBUTING MANIFOLD 
3.1 Introduction 
In an air-cooled power plant, the turbine exhaust is connected to the ACC by a 
distributing manifold. Manifold configuration differs from plant to plant and 
affects the cooling effectiveness of the ACC by influencing both the vapor 
temperature and flow distribution upstream of the heat exchangers. 
Shi et al. (2009) investigated the flow of wet steam in a distributing manifold, 
similar in configuration to the one considered in this study, and found there to be 
an uneven vapor flow distribution amongst the ACC streets. Their model did not 
account for the suction effect of the heat exchangers but nonetheless identified the 
need for further investigation of the flow in such distributing manifolds. In a 
subsequent investigation, Shi and Shi (2009) investigated a “tree-branch” type 
manifold. This manifold offers reduced steam-side losses and more uniform flow 
distribution. Shi and Shi found that it is possible to further enhance the flow 
distribution benefits of the tree-branch manifold by improving the guide vane 
configuration at the branch points. 
The flow in a typical distributing manifold is investigated here by means of a CFD 
analysis. Although interesting in itself, the primary purpose of the manifold 
simulation is to generate appropriate inlet boundary conditions for use in the 
subsequent simulation of the heat exchanger bundles. Figure 3.1 illustrates the 
manifold considered in this study. Steam from the turbine exhaust enters the 
manifold at (1) and is then transported to the inlet of each of the four ACC streets 
the make up the condenser considered here at (14), (15), (16) and (17) via 
horizontal and vertical sections of circular duct. The duct diameter is reduced after 
each branching point by a conical reducer in an attempt to maintain near constant 
vapor velocity through the system. 
The CFD model used in this investigation is described in relative detail in 
Sections 3.2 – 3.4. Much of the modelling strategy applied here is also of 
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relevance to the detailed modelling of the heat exchanger bundles (Chapter 4). A 
verification of the accuracy of the model is discussed in Section 3.5 before the 
CFD results are presented in Section 3.6. 
 
 
3.2 CFD model 
The nature of the vapor flow in an ACC system renders a detailed three-
dimensional numerical representation using CFD quite difficult. The scale of the 
system being considered requires large flow domains while the high vapor flow 
rates, and associated fully turbulent flow, suggest that the boundary layers being 
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Figure 3.1: Schematic of the distributing manifold (not to scale) 
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dealt with are relatively thin. A high grid resolution is therefore required in order 
to accurately represent the flow using a numerical turbulence model with wall 
functions. The computational expense of simulating the vapor flow in an ACC is 
thus substantial.  
In order to handle the numerical modelling with the available computational 
resources, the ACC distributing manifold was divided into the three sections 
described below (all position references, given in brackets, refer to Figure 3.1). 
 Lower duct – extending from (1) to 1.5 duct diameters upstream of the 
miter bend at (5). 
 Middle duct – extending from the outlet of the lower duct (5) to 1.5 
diameters upstream of the miter bends that mark the beginning of the air-
cooled heat exchanger dividing headers (13). 
 Upper ducts – extending from the middle duct (13) to the inlet of the first 
finned-tube bundles in each ACC street (14, 15, 16 and 17). 
A “march-through” solution procedure was followed whereby the flow 
distribution in the lower duct was solved first. Fully developed turbulent flow was 
assumed at the model inlet as a first approximation. Profiles of velocity, turbulent 
kinetic energy and turbulent energy dissipation rate were extracted at a cross-
section corresponding to the inlet of the middle duct model. The middle duct flow 
distribution could then be computed using the aforementioned profiles as the inlet 
boundary conditions. Similar profiles were extracted from the middle duct model 
at locations corresponding to the inlet of the upper duct models. Finally, the upper 
duct flow distributions could be solved with the appropriate inlet conditions to 
predict the nature of the vapor flow immediately upstream of the heat exchangers 
in each of the four ACC streets. 
ANSYS FLUENT, a commercially available CFD software package, was used in 
this study. Turbulence was accounted for using the realizable k-ε turbulence 
model (Shih et al., 1995) with standard wall functions. Non-equilibrium wall 
functions, sensitive to pressure gradient effects, were investigated and found to 
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have a negligible effect on the results while requiring measurably finer near-wall 
grid resolution, and thus significantly greater computational expense. The 
SIMPLE algorithm for pressure-velocity coupling (Patankar, 1980) was applied 
with second order upward differencing schemes for the discretization of the 
momentum and turbulence parameter conservation equations. 
3.3 Assumptions and simplifications 
The following assumptions and simplifications were made in the CFD model of 
the distributing manifold:  
a) The flow is incompressible, with constant fluid properties, through each 
section (lower, middle and upper) of the manifold system. The fluid properties 
differ from section to section and are calculated based on the absolute pressure 
predicted at the inlet of the relevant section model. 
b) The flow is steady. While it is highly likely that secondary flow patterns, 
which may be transient in nature, will develop as a result of transverse 
pressure gradients through the various bends (Ito, 1960), the significant 
additional computational expense of modelling transient flow is not justified 
here. A suitable representation of the flow pattern immediately upstream of 
the finned tubes should be achievable using a steady flow representation of the 
problem in question. 
c) The turbine exhaust steam is dry (x = 1) and is subsequently modelled as a 
single-phase fluid with physical properties determined according to the 
equations described in Appendix B.2. In reality, turbine exhaust steam is often 
slightly wet (x < 1). Considering a single-phase fluid significantly simplifies 
the solution procedure as modelling two-phase flow would require measurable 
additional computational expense.  For a first approximation analysis this 
simplification is justified since the quality of the steam is typically high and so 
any inaccuracies should be relatively small. The presence of liquid in the 
turbine exhaust steam is known to have important consequences in some 
contexts including corrosion considerations and feedwater chemistry. Such 
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issues fall outside the scope of this analysis and the assumption of dry steam 
remains valid. 
d) The flow is adiabatic and therefore no condensation takes place in the 
distributing manifold. This again negates the need for multi-phase flow 
modelling. 
e) The flow in the manifold is mathematically parabolic in nature. The individual 
components of the system (bends, reducers etc.) therefore do not influence the 
flow upstream of their location. Ito (1960) shows that the influence of a bend 
extends a few diameters upstream, but a measurably larger distance (30 – 50 
diameters) downstream of its location. Bearing this in mind the interfaces 
between the lower/middle and middle/upper duct models were chosen to be as 
far downstream of the last flow altering component as reasonably possible.  
f) The values of the turbulence parameters applied at the lower duct inlet 
boundary were derived based on the average velocity in the duct (v) according 
to Equations (3.1) – (3.4) (FLUENT, 2006). 
81160  Re.I  (3.1) 
d.l 070  (3.2) 
251 )vI(.k   (3.3) 
lkC .. 51750   (3.4) 
In the equations above I is the turbulent intensity, l is the characteristic 
turbulent length, k is the turbulent kinetic energy, and ε is the turbulent energy 
dissipation rate. According to FLUENT (2006), Cμ = 0.09.  
g) Pressure outlet boundary conditions represent the outlets of each section. In 
each model, the flow domain was extended 1.5 duct diameters downstream of 
the location of the interface boundaries connecting successive section models. 
The pressure specified at the outlet boundaries was calculated using a one-
dimensional theoretical approximation, with friction losses in the extended 
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sections accounted for by the correlation of Haaland (1983), shown in 
Equation (3.5). 
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In Equation (3.5) the roughness of the duct surface was assumed to be 
εr = 0.001 m. 
h) The rounded inlet sections at the T-junctions between the horizontal duct 
section and the vertical risers (see Figure 3.1) were not modelled. The risers 
therefore join the horizontal duct with a sharp edge. This simplification was 
necessary to allow for a good quality mesh to be generated in the vicinity of 
these junctions. The guide vanes in the rounded section of the T-junction were 
subsequently also not considered. 
3.4 Meshing 
The flow domain in each of the manifold section models was discretized using a 
polyhedral grid. In order to generate such a grid, an unstructured mesh consisting 
of tetrahedral elements was initially generated in the ANSYS meshing platform 
GAMBIT. The highest possible grid resolution was used considering the available 
computational resources. The tetrahedral mesh was able to capture the relatively 
complex geometry in the vicinity of the vaned miter bends and the 
horizontal/vertical duct junctions. Unfortunately, the resulting mesh consisted of a 
very large number of cells (approximately 6.1 x 106 for the lower duct model) 
with arbitrary alignment and a relatively high average skewness. The likelihood of 
the numerical results exhibiting measurable numerical diffusion and poor stability 
was therefore high. 
The quality of the mesh was improved by converting it to a polyhedral structure 
using FLUENT’s built-in tetrahedral-to-polyhedral mesh converter. The converter 
identifies clusters of tetrahedral cells that share a common vertex and combines 
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them into a single cell with an arbitrary number of faces. An example of a 
tetrahedral-to-polyhedral mesh conversion is illustrated in Figure 3.2. 
 
Figure 3.2: Comparison of tetrahedral and polyhedral meshing schemes 
The advantages of a polyhedral grid include: 
a) Reduced cell count (approximately five times fewer cells in this case), and 
subsequently reduced computational expense, while still maintaining 
sufficiently high resolution in the near-wall region. 
b) Flexibility to adapt to complex geometry. The resulting mesh was therefore 
able to capture the same geometry as the unstructured tetrahedral mesh with 
significantly fewer cells. 
c) Orthogonality. In a polyhedral mesh the cell faces are always perpendicular to 
the connecting line between two cell centroids. The non-orthogonal terms in 
the discretization equations can therefore be neglected (Tritthart and 
Gutknecht, 2007). 
d) Reduced numerical diffusion. Polyhedral meshes have an increased number of 
cell faces which, combined with the orthogonality of the grid, means that the 
mesh is largely aligned with flow in any direction. Numerical diffusion is 
therefore reduced when using a polyhedral grid as opposed to its tetrahedral 
counterpart. In this case, where the flow undergoes several changes in 
Tetrahedral Polyhedral 
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direction and secondary flow patterns will be present, the reduction in 
numerical diffusion associated with a polyhedral mesh is of particular 
significance. 
e) Reduced skewness. Skew cells (with a high aspect ratio) that share a common 
vertex with one or more cells are combined to form larger cells with lower 
aspect ratios. 
Every effort was made to achieve sufficient grid resolution in the near-wall region 
while still remaining within the computational limits and maintaining acceptable 
aspect and expansion ratios in the axial and radial directions.  Upon inspection of 
the grid, however, it was found that the wall adjacent cell heights fall slightly 
beyond the upper limit of y
+
 ≤ 300 (y+ ≤ 2000 everywhere with y+ ≈ 500 in the 
critical regions in this case) for the k-ε turbulence model with standard wall 
functions (FLUENT, 2006). Additional grid refinement was unfortunately not 
possible due to computational limitations. 
A grid sensitivity analysis was nonetheless executed considering less refined 
meshes (several cases down to approximately 33 % fewer cells than the reference 
case). Little grid dependence was found near the upper limit of grid resolution 
considered here. Additional refinement of the grid beyond the maximum achieved 
in this case is therefore expected to have a negligible effect on the results despite 
the somewhat inadequate existing near-wall resolution. 
3.5 Verification 
The accuracy of the distributing manifold CFD model was verified in a piece-wise 
fashion by comparing the predicted flow through each of the manifold 
components (straight circular duct, miter bends, conical reducers and T-junctions) 
to existing empirical data and correlations. 
Dry vapor at Tv = 60 ˚C was considered and the simulations were based on a 
turbine exhaust mass flow rate of mv = 200 kg/s (Rev ≈ 4.6 x 10
6
). 
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3.5.1 Fully developed turbulent flow in a circular duct 
A circular duct with a diameter of di = 4.99 m and a length of L = 50di was 
considered. A uniform velocity profile was specified at the inlet of the duct and 
the flow was allowed to develop along its length. According to Nikuradse (1933), 
flow becomes fully developed after a distance of 25 to 40 diameters downstream 
of a uniform velocity inlet. Velocity profiles were extracted 35 diameters 
downstream of the inlet boundary in this model. 
The predicted velocity profile downstream of the inlet boundary compares well 
with the empirical correlation of Zucrow and Hoffman (1976) for fully developed 
turbulent flow in a circular duct, as shown in Figure 3.3. 
 
Figure 3.3: Fully developed flow in a circular duct 
Profiles of the fully developed velocity, turbulent kinetic energy and turbulent 
energy dissipation rate were extracted from this model for use as inlet conditions 
in subsequent single component models. 
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3.5.2 Miter bend 
Duct bends made by angle cutting (mitering) and joining the ends of ducts are 
referred to as miter bends. Such bends offer a convenient way, in terms of 
manufacturing and installation, to change the direction of flow.  
Single 90° miter bends are often found in ACC distributing manifolds. These 
bends typically have cascades of guide vanes, as shown in Figure 3.4, to reduce 
their loss coefficient and improve the uniformity of the flow downstream of their 
location.  
 
 
According to Krӧger (2004), insufficient systematic data exists to provide detailed 
information on pressure losses in miter bends with cascades of guide vanes, 
however, the probable range of loss coefficient is 0.15 ≤ Kmb ≤ 0.40. 
Jorgensen (1961) suggests that the loss coefficient for a single 90˚ miter bend with 
guide vanes is Kmb = 0.28, while Lindgren et al. (1998) mentions Kmb ≈ 0.2 for 90˚ 
c 
P1 
P2 
Pn 
di 
c 
rv 
c = (di + 0.254)/8 
P1 = 0.3c 
nv = 2.6di/c – 1 
Δ = [2.83d/(nv + 1) – 2P1]/nv 
Pn = P1 + (n – 1)Δ 
rv = c/1.59 
 
Figure 3.4: Single miter bend with a cascade of circular-arc guide vanes  
(Krӧger, 2004) 
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bends with simple quarter-circle profile guide vanes with a prolonged trailing 
edge. 
A CFD model of the miter bend used in the distributing manifold considered in 
this study (di = 4.99 m) was created and the loss coefficient over the bend 
predicted using, as closely as possible, the method described by Ito (1960). The 
predicted loss coefficient is shown as a function of the number of guide vanes in 
the bend in Figure 3.5. Based on Figure 3.4, the miter bend in the manifold under 
consideration here should have 19 guide vanes. The corresponding bend loss 
coefficient is predicted to be Kmb = 0.35. This compares well with that suggested 
by Jorgensen (1961) and is within the probable range identified by Krӧger (2004). 
 
Figure 3.5: Predicted miter bend loss coefficient 
An interesting trend in the relationship between miter bend loss coefficient and 
the number of guide vanes is evident in Figure 3.5 with the loss coefficient 
beginning to increase for a high number of vanes. This trend is discussed in 
greater detail in Appendix C. 
3.5.3 Conical reducer 
Fried and Idelchick (1989) suggest Equation (3.6) to determine the loss coefficient 
over a conical reducer based on the velocity in the smaller section of the duct (do). 
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(3.6) 
 
In Equation (3.6), σ is the ratio of the smaller to larger duct area and θ is the 
reduction angle, shown in the CFD model schematic of Figure 3.6. 
For the reducer shown in Figure 3.6, the loss coefficient is calculated from 
Equation (3.6) to be Kred = 0.0079. The loss coefficient predicted by the CFD 
model is within 2 % of this value. 
 
Figure 3.6: Schematic of the conical reducer CFD model 
A comparison of the theoretically and numerically predicted pressure distribution 
through the conical reducer is illustrated in Figure 3.7. Friction effects in the 
theoretical model were accounted for using Equation (3.5). It is clear that the CFD 
model is able to accurately represent the flow through the conical reducer. 
 
Figure 3.7: Comparison of the predicted pressure distribution in the conical 
reducer: CFD versus empirical 
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3.5.4 T-junction 
The geometry of the T-junction model is shown in Figure 3.8. The outlet 
boundary conditions were set such that the flow splits in a 3:1 ratio with 25 % 
exiting through the vertical riser (r). This model is therefore representative of the 
upstream vertical riser in the distributing manifold. 
 
 
According to Figure 3.9, with a volumetric flow ratio of V1/V3 = mr/mi = 0.25 and 
a riser/duct cross-sectional flow area ratio of A1/A3 = (dr/di)
2
 = (2.50/4.99)
2
 ≈ 0.25, 
the loss coefficient between the supply duct and the vertical riser is Kir = 1.16. 
The corresponding loss coefficient over the bend in the supply duct is, from 
Figure 3.10, Kio = - 0.017. 
The theoretical prediction of the pressure distribution through the T-junction 
model, with friction losses accounted for using the Equation (3.5), is compared to 
the CFD result in Figure 3.11.  
The CFD and theoretical predictions correspond well in the supply duct (i-T-o). In 
the vertical riser (T-r) there is a discrepancy between the numerical and theoretical 
results near the junction while the predictions converge further downstream. In the 
theoretical model, the loss coefficient between the supply duct and the vertical 
riser describes the change in pressure between the last point of attachment 
upstream of the junction and the first point of re-attachment in the riser. 
di = 4.99 m 
dr = 2.50 m 
4di 
4di 2di 
i T o 
r z 
x 
Figure 3.8: Schematic of the T-junction CFD model 
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Figure 3.9: Loss coefficeint in a sharp cornered T-junction between the supply 
duct and the perpendicular branch (Krӧger, 2004) 
 
Figure 3.10: Loss coefficient in the supply duct of a sharp cornered T-junction 
(Krӧger, 2004) 
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Figure 3.11: Comparison of the predicted pressure distribution through the T-
junction: CFD versus empirical 
Flow separation at the junction is not explicitly accounted for in the theoretical 
model. The agreement in the eventual pressure change over the junction is 
therefore an indicator of the accuracy of the CFD model. 
3.6 Results 
While the results of the CFD analysis of the distributing manifold were used 
primarily to generate inlet boundary conditions for the heat exchanger analysis, 
they nonetheless serve to illustrate some interesting flow considerations. All 
position indicators in the figures that follow refer to Figure 3.1. 
3.6.1 Flow patterns in the distributing manifold 
Figure 3.12 shows contours of velocity magnitude on the mid-plane of the lower 
duct model. A degree of separation is evident after the miter bends despite the 
presence of the guide vanes. Simple quarter-circle guide vanes with a constant 
thickness are considered in this investigation.  
Shi et al. (2009) and Shi and Shi (2009) found that guide vane shape can have a 
measurable impact on the flow distribution downstream of a bend. The 
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importance of appropriate guide vane profile is well documented in the field of 
closed-circuit wind tunnel design - see for example Mehta and Bradshaw (1979), 
Lindgren et al. (1998) and Lindgren and Johansson (2002). Careful design of 
more sophisticated guide vanes for application in ACC distributing manifolds 
would result in improved flow distribution and reduced losses. 
 
Figure 3.12: Contours of velocity magnitude on the mid-plane through the lower 
duct model 
Figure 3.13 shows contours of velocity magnitude on the mid-plane of the middle 
duct model. Despite their simple profile, guide vanes still have a positive 
influence on the flow through the bends. This positive influence is clearly 
illustrated by the difference in the flow distribution in the final vertical riser (12 – 
17 in Figure 3.1 and furthest right in Figure 3.13), connected to the horizontal 
manifold by a vaned bend; and the upstream risers, connected to the manifold at 
Separation 
1 
2 
3 4 
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vaneless T-junctions. Separation is evident downstream of the T-junctions 
resulting in highly distorted flow distributions in the vertical risers. 
 
Figure 3.13 : Contours of velocity magnitude on the mid-plane through the middle 
duct model 
In reality the separation in the vertical risers will be less severe than indicated in 
Figure 3.13 since the actual risers connect to the manifold with a rounded inlet 
and have some guide vanes installed. Nonetheless, the simulation results serve as 
an indicator of the potential severity of separation that may occur if careful 
thought is not applied to the design of these junctions. 
The vaned miter bends connecting the vertical risers to the steam headers (section 
13 in Figure 3.1) improve the uniformity of the flow upstream of the heat 
exchanger bundles. However, a degree of secondary flow remains evident 
between the bends and the heat exchanger bundles as illustrated in Figure 3.14. 
Mild separation 
after vaned bend 
Severe separation after 
vaneless junction 
5 
12 
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Some separation also exists on the inside of the bend, as shown in the velocity 
magnitude contour plot of Figure 3.15. These undesirable flow patterns could be 
mitigated through the use of improved guide vane configuration and profile. 
 
Figure 3.14: Pathlines illustrating the flow through the miter bend upstream of the 
heat exchangers 
 
Figure 3.15: Contours of velocity magnitude on the mid-plane through the miter 
bend upstream of the heat exchangers 
Separation 
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3.6.2 Vapor pressure change over the distributing manifold 
The absolute pressure distribution through the distributing manifold, as predicted 
by the CFD simulations, is illustrated in Figure 3.16 for dry steam at a turbine 
backpressure of pv = 19925.12 N/m
2
 (Tv = 60 ˚C). Cross-section numbers refer to 
Figure 3.1. 
 
Figure 3.16: Pressure distribution in the distributing manifold 
The pressure drop across the manifold, depending on which ACC street is 
considered, is approximately Δpv = 1400 N/m
2
. The bends and branches account 
for 70 % – 80 % of this pressure change. The corresponding decrease in vapor 
temperature is ΔTv ≈ 1.4 ˚C. Lindgren et al. (1998) reports that bend loss 
coefficients can be reduced by a factor of five through careful design of the guide 
vanes (relative to a bend with simple quarter-circle vanes). The losses over the 
distributing manifold could therefore be measurably reduced through the use of 
more sophisticated guide vanes. A cost analysis relating the turbine output 
benefits of lower manifold losses, and the subsequent increase in vapor 
temperature at the heat exchanger inlets, to the increased manufacturing cost of 
more sophisticated guide vanes would be valuable. 
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3.6.3 Boundary conditions for the heat exchanger models 
Radial velocity profiles in the dividing header upstream of the first heat exchanger 
bundles are shown for the first and last ACC streets (respectively sections 17 and 
14 in Figure 3.1) in Figures 3.17 and 3.18 respectively. The distorted nature of the 
velocity profile upstream of the heat exchangers is clearly visible in these figures 
and the result of separation at the inner bend corner can be seen in the profile for 
θ = 180°. 
 
Figure 3.17: Radial velocity profiles in the distributing duct upstream of the heat 
exchanger bundles in the first street (17) 
The velocity profiles in the last street (14 in Figure 3.1)  resemble fully developed 
flow more strongly as a result of the more uniform flow in the vertical riser 
preceding this street (caused by the vaned miter bend as opposed to the T-
junctions at the upstream risers). Inlet conditions for the heat exchanger models 
are subsequently extracted from this location. Again, the use of more 
sophisticated guide vanes would improve the uniformity of the flow distribution 
upstream of the heat exchangers by reducing separation at the inner bend surface. 
Such an improvement may be beneficial to ACC performance and warrants 
further investigation. 
0 
10 
20 
30 
40 
50 
60 
70 
80 
90 
100 
0.0 0.2 0.4 0.6 0.8 1.0 1.2 
V
el
o
ci
ty
 v
, 
m
/s
 
Radial distance from duct center r, m 
θ = 0° 
θ = 45° 
θ = 90° 
θ = 135° 
θ = 180° 
θ = 225° 
θ = 270° 
θ = 315° 
Fully developed flow 
z 
y 
θ 
Rev = 2.3 x 10
6 
Stellenbosch University  http://scholar.sun.ac.za
3.21 
 
 
Figure 3.18: Radial velocity profiles in the distributing duct upstream of the heat 
exchanger bundles in the final street (14) 
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4. VAPOR FLOW DISTRIBUTION IN THE PRIMARY CONDENSERS 
OF AN ACC 
A numerical modelling procedure has been developed to investigate the vapor 
flow distribution in the condensing section of an ACC. The procedure consists of 
CFD models of the heat exchanger bundles belonging to each primary condenser 
cell, as well as a numerical calculation code that predicts the flow distribution in 
parallel and reverse flow manifolds. 
This chapter describes the modelling procedure (Section 4.1) and the details of the 
CFD model (Section 4.2) and numerical calculation code (Section 4.3). Steam-
side heat exchanger tube inlet and outlet loss coefficient distributions are then 
presented (Sections 4.4 and 4.5) before the vapor flow distribution in the 
condensing section of an ACC is discussed (Section 4.6). 
4.1 Modelling procedure 
An iterative modelling procedure is implemented as follows: 
a) Tube inlet loss coefficients in the ACC primary heat exchanger bundles are 
determined from CFD data generated assuming a uniform vapor flow 
distribution amongst the tubes. The flow rate entering each tube is taken as 
being equal to the condensation rate for the relevant tube row. 
b) These inlet loss coefficients are implemented in the numerical flow 
distribution calculation code and an updated vapor flow distribution is 
determined. 
c) The updated flow distribution is applied in the CFD model and new inlet and 
outlet loss coefficients are predicted. 
d) Steps (b) and (c) are repeated until the inlet loss coefficient and vapor flow 
distributions predicted in subsequent iterations converge. Typically only a 
single iteration was required. 
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4.2 CFD model 
4.2.1 Description 
The CFD model considers the steam-side operation of a street of six A-frame air-
cooled condenser cells, as shown in Figure 4.1 (see Appendix A for 
specifications). Each cell is modelled separately, starting with the upstream cell 
(Cell 1) and moving to the downstream cell (Cell 6) in a sequential manner. Cells 
1, 2, 4, 5, and 6 are primary condenser units (co-current flow condensers) while 
Cell 3 is a dephlegmator unit (counter-current or reflux condenser). Cells 1 and 2 
have parallel (Z-type) manifold configurations while Cells 4, 5 and 6 have reverse 
(U-type) manifold configurations. Details of the dividing and combining headers 
are given in Figure 4.2. 
 
 
 
Figure 4.1: ACC cell numbering scheme 
Cell 1 Cell 2 Cell 3 
(Dephlegmator) 
Cell 4 Cell 5 Cell 6 x 
z 
A 
A 
A-A 
B 
B 
B-B 
Dividing header 
Combining header 
do = 2.5 m 
do = 1.98 m 
do = 0.41 m 
do = 0.58 m do = 0.71 m 
Figure 4.2: Details of the dividing and combining headers 
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Each cell consists of eight heat exchanger bundles arranged in pairs about the     
x-axis. Inlet loss coefficients are assumed to vary only with axial position          
(x-direction) in the heat exchanger, and as such, corresponding tubes in opposing 
bundle pairs will have equal mass flow rates. Tubes are therefore only modelled in 
detail on one side of the heat exchanger as shown schematically in Figure 4.3 for 
the dividing header model of Cell 1. The dividing and combining headers of each 
cell are modelled individually, and the header models connected by an analytical 
representation of the flattened tubes between them. Modelling the entire length of 
the tubes in each bundle is thus avoided, considerably reducing computational 
expense. 
In the bundle under consideration in a particular simulation, tubes are modelled to 
50 hydraulic diameters beyond the tube inlet to allow for full development of the 
flow after the inlet disturbances. In this manner, outlet boundary conditions are 
also prevented from affecting the flow in the vicinity of the region of interest. The 
remaining tubes in a cell are represented simply as velocity outlets with the 
appropriate velocity magnitudes applied according to their location. 
In addition, each of the tube bundles in a given cell is modelled separately due to 
computational limitations. Eight simulations are thus carried out for each cell: one 
for each of the four bundle pairs in the dividing and combining header models 
respectively. 
Pertinent CFD solution settings, models, assumptions and simplifications are 
discussed in Sections 3.2 and 3.3. 
4.2.2 Meshing 
A polyhedral meshing scheme, as discussed in Section 3.4, was employed. The 
mesh in this case differs from that described previously only in the vicinity of the 
heat exchangers.  
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Figure 4.3: Schematic of the CFD model of the dividing header of Cell 1 with 
the first bundle under investigation 
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Figures 4.4 and 4.5 respectively show examples of the polyhedral mesh on the 
inlet of a flattened tube and across the dividing header cross-section. Each bundle 
model consists of approximately 4 x 106 cells with 215 cells spanning the cross-
section of each tube. 
 
Figure 4.4: Mesh in the heat exchanger tubes 
 
Figure 4.5: Mesh in the heat exchanger dividing header 
4.2.3 Verification 
The accuracy of the CFD model was verified through a comparison to the flow 
distribution experiments conducted by Zipfel (1997). Zipfel’s experimental setup 
is shown in Figure 4.6.  
The experimental setup consisted of a lateral box (see Figure 4.7 for more detail) 
installed perpendicular to the outlet section of a wind tunnel. Ambient air is forced 
past the lateral inlets under the action of a centrifugal fan. A second centrifugal 
fan sucks air through the laterals via calibrated pipes. 
 
z 
y 
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Figure 4.6: Zipfel’s (1997) experimental setup 
 
 
Figure 4.7: Lateral box 
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Zipfel used a pitot tube to measure the average velocity in the header (vhi). The 
mean velocity through each lateral (vl) was determined using the calibrated pipes. 
The flow through the laterals was controlled using the suction fan flow adjustment 
valve as well as flow adjustment valves on each of the calibrated pipes. A mean 
velocity of 10 m/s ≤ vl ≤ 11 m/s was maintained in all laterals during each 
experiment. 
Zipfel measured the pressure difference between points in the centre of the header 
top surface, directly opposite each lateral inlet (ph) as illustrated in Figure 4.6, and 
the average of two pressure readings taken on opposite sides of the lateral walls at 
distances of roughly 10 and 18 (pl) lateral hydraulic diameters downstream of the 
lateral inlets (see Figure 4.6) 
The CFD modelling procedure described previously was used to simulate Zipfel’s 
experiment. The predicted pressure difference (ph – pl) is compared to the 
experimental results in Figure 4.8 for a header-to-lateral velocity ratio of 
vhi/vl = 0.89. A comparison of the results for different velocity ratios is included in 
Appendix D. 
 
Figure 4.8: Comparison of the CFD and experimental results for vhi/vl = 0.89 
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The CFD results generally compare well with Zipfel’s data. A strong correlation 
is evident for header-to-lateral velocity ratios in the region of unity while 
discrepancies increase somewhat for high velocity ratios (see Appendix D). At 
high velocity ratios the flow at the entrance to the laterals is highly distorted and 
separation will be severe. It is likely that in this case the experimental 
measurements may have been taken in a region of distorted flow, before the flow 
was able to develop fully, resulting in inaccurate readings. 
In large ACCs, header-to-lateral velocity ratios in the region of unity are common. 
The model predicts the experimental data best in this region and is therefore 
considered to be able to accurately represent the flow in the ACC heat exchangers. 
4.3  Numerical flow distribution calculation code 
The finite difference procedure presented by Datta and Majumdar (1980) for 
predicting the flow in parallel and reverse flow manifolds is applied in a 
numerical calculation code implemented in SCILAB (an open source numerical 
computation software package similar to the commercially available MATLAB). 
Datta and Majumdar propose an elliptical formulation to represent the flow in the 
headers, allowing for downstream influences to propagate upstream in the 
solution. The elliptical formulation offers an improvement on earlier methods 
such as those by Enger and Levy (1929), Van der Hegge Zijen (1952), 
Markland (1959) and Acrivos et al. (1959); which use a parabolic formulation for 
the header flow and therefore cannot account for the influence of downstream 
conditions on the lateral flow distribution. 
4.3.1 Description of the numerical code 
An iterative numerical scheme solves the governing differential equations for 
momentum and continuity in the axial direction in the headers, Equations (4.1) 
and (4.2) respectively, while an integral equation for momentum, Equation (4.3), 
is solved in the lateral direction. 
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H
D
T
A
Suρf
dx
dp
dx
du
uρC
2
8
  (4.1) 
  muA
dx
d
P
Hl
  (4.2) 
 
ρ
pp
Cv cd
d

  (4.3) 
In Equation (4.1), u is the average local header velocity, p the local header 
pressure, S represents the header circumference and AH is the header cross-
sectional area. The turning loss coefficient, CT, accounts for changes in pressure in 
the headers due to turning of the flow towards the laterals. Based on experimental 
data, Bajura (1971) recommends CT = 1.05 for dividing headers and CT = 2.66 for 
combining headers.  
The second term on the right hand side of Equation (4.1) represents friction losses 
in the headers. Equation (4.4) is used to calculate the Darcy friction factor, fD, for 
laminar flow, while the Blasius equation - shown in Equation (4.5) - is used to 
calculate fD for turbulent flow (these equations were used instead of 
Equation (3.5) as they are easier to implement in the numerical code). 
;Ref
vD
64  2300vRe  (4.4) 
;Re.f .
vD
25031640  2300vRe  (4.5) 
In Equation (4.2), Pl is the tube pitch and m represents flow entering or leaving 
the header via the laterals and is defined by Equation (4.6). This lateral mass flow 
term behaves as a sink/source term in the header continuity equation with a 
negative value in the dividing header and a positive value in the combining 
header, due respectively to the removal or addition of vapor. 
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L
vAρm   (4.6) 
In Equation (4.3), v is the vapor velocity at the lateral inlets, while pd and pc 
represent the pressure in the dividing and combining headers at the lateral inlet 
and outlet respectively. Cd is the discharge coefficient of the laterals and is 
calculated according to Equation (4.7).  
  50.
etleqd
dLfKC

  (4.7) 
The loss coefficient Keq in Equation (4.7) takes into account inlet/outlet, 
acceleration and gravitational effects. The value of Keq is determined from 
Equation (4.8).  
 
 
2
2
2
vi
mg
vi
vo
oieq
vρ
pΔpΔ
v
v
KKK







  (4.8) 
Here, the inlet and outlet loss coefficients for the tubes, Ki and Ko, are determined 
from the CFD results. The pressure changes due to gravitational and 
momentum/acceleration effects, Δpg and Δpm respectively, are calculated from 
Equations (4.9) and (4.10). 
zΔgρpΔ
g
  (4.9) 
 22
vovim
vvρΔp   (4.10) 
In Equations (4.8) – (4.10), vvi and vvo are the vapor velocities at the inlet and 
outlet of the lateral tubes respectively, while Δz represents the change in elevation 
between the dividing and combining headers. 
The second term on the right hand side of Equation (4.7) represents friction losses 
in the lateral tubes with Lt the lateral tube length and de the tube hydraulic 
diameter. The lateral friction factor fl must account for multi-phase flow and 
condensation in the laterals. Equations (4.4) and (4.5) are not suitable in this case 
and the correlations of Groenewald and Krӧger (1995) are used instead. These 
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correlations, described hereafter, were determined specifically for condensing 
steam in inclined flattened tubes with similar geometries to those considered in 
this study. 
Groenewald and Krӧger (1995) use the separated flow approach (discussed in 
more detail in Section 6.3.3) to express the single-phase friction factor with wall 
suction in terms of an effective interfacial friction factor (fDe). The effective 
friction factor is based on the Darcy friction factor (fD) – Equations (4.4) and (4.5) 
– as shown in Equations (4.11) and (4.12) for laminar and turbulent flow 
respectively. 
 ;Re.ff
vnDDe
24105661   2300vRe  (4.11) 
 ;Reaaff
vDDe 21
  2300
v
Re  (4.12) 
Here, Revn is the condensation Reynolds number and is expressed in terms of the 
vapor Reynolds number at the tube inlet (Revi) as shown in Equation (4.13) where 
Wt is the tube width. 
ttvivn LWReRe 2  (4.13) 
For high aspect ratio flattened tubes, as used in the primary condenser bundles, 
the parameters a1 and a2 in Equation (4.12) are given respectively by 
Equations (4.14) and (4.15).  
373
1 10011210041106491 vnvn Re.Re..a
   (4.14) 
32
2 10599513153591479290 vnvn Re.Re..a
  (4.15) 
Using upwind differencing, Equation (4.1) can be expressed in finite difference 
form as shown in Equation (4.16). 
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 1111
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Here, 
  
1

iHT
u
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uAρCA  (4.17) 
 
iHT
u
i
uAρCB   (4.18) 
iii
Di
u
xΔSuρ
f
C 2
8
  (4.19) 
u
i
u
i
u
i
BAD   (4.20) 
and Δx represents an incremental distance along the header. 
The finite difference representation of the continuity equation in the headers, 
Equation (4.2), is shown in Equation (4.21). 
0
1

iHiiH
uAρmuAρ  (4.21) 
Datta and Majumdar (1980) apply the SNIP (Start New Integration of Pressure) 
algorithm (Spalding, 1976), a modification of the widely used SIMPLE (Semi-
Implicit Pressure Linked Equation) algorithm (Patankar and Spalding, 1972), in 
which Equation (4.21) is not solved directly but is instead used in the derivation 
of a pressure correction equation. The SNIP algorithm is described in the 
following section.  
4.3.2 SNIP calculation procedure 
The iterative SNIP calculation procedure is implemented as follows: 
a) The total mass flow (M) entering the dividing header is initially assumed to be 
uniformly distributed amongst the n lateral tubes (i.e. mi = M/n). 
b) The guessed lateral flow distribution is used to solve for the velocity and 
pressure distribution in the dividing header. To do this: 
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i) Equation (4.16) is solved using the Tri-diagonal Matrix Algorithm 
(TDMA) to generate an approximate header velocity distribution u
* 
based initially on a uniform header pressure distribution. The pressure 
distribution from the previous step is used in the calculation of u
*
 in 
each subsequent iteration. 
ii) The approximate velocity distribution is used to calculate a pressure 
correction term p’ described by Equation (4.22). 
p
i
'
i
p
i
'
i
p
i
'
i
p
i
CpBpApD 
 11
 (4.22) 
       With, 
 
i
u
H
p
i
DAρA 2  (4.23) 
 
1
2


i
u
H
p
i
DAρB  (4.24) 
   
ii
*
Hi
*
H
p
i
muAρuAρC 
1
 (4.25) 
p
i
p
i
p
i
BAD   (4.26) 
 
iii) Equation (4.22) is solved using the TDMA and the results used to 
correct the velocity distribution as shown in Equations (4.27) and 
(4.28). 
   '
i
'
ii
u
H
'
i
ppDAu
1

 
(4.27) 
'
i
*
ii
uuu   (4.28) 
iv) The pressure distribution is now recalculated from Equation (4.16). 
v) Steps (i) to (iv) are repeated until the momentum and continuity errors, 
calculated according to Equations (4.29) and (4.30), fall below a 
predefined limit. 
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 1
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 (4.30) 
c) Step (b) is repeated for the combining header, starting with the same lateral 
flow and pressure distribution as calculated for the dividing header and 
accounting for the vapor condensed in each tube. 
d) Based on these results a new lateral flow distribution, m*, is calculated using 
Equations (4.6) and (4.3). 
e) A flow rate error term, relating the predicted flow distribution to the total inlet 
flow rate, is calculated according to Equation (4.31). 



n
ii
*
iM
mME  
(4.31) 
f) The lateral flow distribution is now corrected as shown in Equation (4.32) and 
the pressure distribution in the dividing header is recalculated from 
Equation (4.3). 
nEmm
M
*
ii
  (4.32) 
g) Steps (b) – (f) are repeated until EM becomes sufficiently small. 
The total mass flow rate entering the dividing header (M) is chosen such that the 
minimum flow entering any tube is equal to the condensation rate in that tube 
(i.e. mvi = mc). 
4.3.3 Verification 
The experimental data of Bajura and Jones (1976) was used to verify the accuracy 
of the numerical flow distribution calculation code. Bajura and Jones 
experimentally investigated the air flow distribution in parallel and reverse flow 
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manifolds in which the lateral resistances were controlled using orifice plate 
inserts. Tests were conducted for manifolds with 10 and 20 lateral branches. The 
pressure distribution in the headers was measured by means of pressure taps 
installed mid-way between branch points in the header walls opposite the lateral 
inlets. The static pressures in the headers were referenced to a pressure at one end 
of the headers, depending on the manifold configuration. Reynolds numbers in the 
headers and laterals were in the range of 60 000 ≤ ReH ≤ 80 000 and 
8 000 ≤ Rel ≤ 10 000 respectively. 
A comparison of the predicted pressure distributions in the headers, and the 
pressure difference between the dividing and combining headers, of a 10 branch 
parallel manifold with a lateral discharge coefficient of Cd = 0.4155 is illustrated 
in Figure 4.9.   
 
Figure 4.9: Comparison of header pressure distributions for a parallel flow 
manifold 
Figure 4.10 shows a similar comparison for a reverse flow manifold. Comparisons 
for other lateral configurations are included in Appendix D.  
0.0 
0.2 
0.4 
0.6 
0.8 
1.0 
1.2 
1.4 
1.6 
1.8 
1 2 3 4 5 6 7 8 9 10 
D
im
en
si
o
n
le
ss
 p
re
ss
u
re
 p
H
/p
re
f 
Lateral number 
B&J: Dividing header Code: Div. header 
B&J: Combining header Code: Comb. header 
ΔP Code: ΔP 
pa = 101 325 N/m
2
 ReH = 60 000 
Ta = 25 °C         Rel  = 6 000 
 
 
Baj.  Jones: Div. header 
Baj.  Jones: Comb. ea er 
Baj.& Jones: Press. diff. Press. diff. 
Stellenbosch University  http://scholar.sun.ac.za
4.16 
 
 
Figure 4.10: Comparison of header pressure distributions for a reverse flow 
manifold 
The header pressure distributions determine the flow distribution through the 
laterals. The ability to accurately predict these distributions is therefore indicative 
of the code’s ability to accurately represent the flow distribution in manifold 
systems. As can be seen in Figures 4.9 and 4.10, a good correlation exists between 
the CFD predictions and the experimental data. 
4.4 Steam-side primary condenser tube inlet loss coefficient distribution 
4.4.1 Determining inlet loss coefficients from CFD data 
The total pressure drop at a sudden contraction in the flow is caused by a 
combination of acceleration of the flow and separation of the boundary layer, as 
illustrated in Figure 4.11. 
The inlet pressure loss is described as the change in total pressure between the last 
point of attachment upstream of the tube inlet (point 1 in Figure 4.11) and the first 
point of re-attachment downstream of the inlet (2). This loss can be described as 
shown in Equation (4.33), where Ki is the inlet loss coefficient. 
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Figure 4.11: Static pressure distribution in a duct with a sudden contraction 
(Krӧger, 2004) 
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i
  (4.33) 
In order to determine the inlet loss coefficient distribution from the CFD results, 
total pressure distributions are extracted from the results along a line surface 
through the centre of each tube and extending through the header to the opposite 
header wall. A post-processing code identifies the last point of attachment 
upstream of each tube inlet, and the first point of re-attachment in each tube, by 
comparatively examining the gradient in the pressure distribution between 
consecutive data points along the line. The pressures at the relevant points are 
recorded and Ki is subsequently calculated from Equation (4.33). 
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4.4.2 Results 
The predicted steam-side tube inlet loss coefficients in the primary condenser 
bundles are illustrated here. Figures 4.12 and 4.13 show the inlet loss coefficient 
distributions in Cell 1 while Figures 4.14 – 4.17 show the corresponding 
distributions for Cells 2, 4, 5 and 6 in succession. The dephlegmator (Cell 3) was 
not considered in the analysis. The results shown below are based on a steam 
turbine backpressure of pv = 19 925.12 N/m
2
 (Tv = 60 ˚C). Simulations conducted 
at several vapor temperatures (40 ˚C ≤ Tv ≤ 60 ˚C) proved the inlet loss 
coefficients to be largely independent of vapor properties. 
 
Figure 4.12: Inlet loss coefficients in the first and second bundles of Cell 1 
 
Figure 4.13: Inlet loss coefficients in the third and fourth bundles of Cell 1 
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Figure 4.14: Inlet loss coefficients in Cell 2 
 
Figure 4.15: Inlet loss coefficients in Cell 4 
 
Figure 4.16: Inlet loss coefficients in Cell 5 
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Figure 4.17: Inlet loss coefficients in Cell 6 
The inlet loss coefficient distributions in Cells 1, 2, 4 and 5 (Figures 4.12 – 4.16) 
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with the steam header axis in the region between cells, and hence more oblique to 
the tube inlets. 
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upstream tubes in Cell 1 are exposed to the most adverse inlet flow conditions due 
to a combination of the magnitude and strong axial alignment of the header flow 
upstream of their location. Slightly increased inlet losses are also evident in the 
upstream tubes of the first bundle in Cell 4 (Figure 4.15) where strong axial 
header flow alignment is found after the long section of header with no suction 
above Cell 3. The effect is less pronounced in Cell 4 however, since the 
magnitude of the axial component of the flow is smaller here after approximately 
40 % of the vapor entering the header is removed in Cells 1 and 2. 
In Cell 1, the inlet loss coefficients for the upstream tubes in the second row are 
larger than those in the first tube row (Figure 4.12). This occurrence is isolated to 
the first bundle in Cell 1 and is caused by the presence of a vertical step upstream 
of this bundle, as illustrated in Section C-C of Figure 4.3. The distance between 
the step and the upstream row of tubes (dimension b in Figure 4.3), as well as the 
height of the step (dimension a), is larger for the first row than for the second. 
Zipfel (1997) investigated the influence of a step upstream of a bundle of tubes in 
an essentially two dimensional flow situation. One of his experiments was 
conducted with b = 0.1 m which is very similar to this case (see Figure 4.3 for 
values of a and b). In his experiment, Zipfel considered step heights of a = 0.01 m 
and a = 0.02 m, comparable to the step heights in the heat exchanger considered 
here, and found that the tube inlet loss coefficient was smaller for the higher step. 
In general, Zipfel found a decrease in inlet loss coefficient with increasing 
distance between the step and the upstream tube (i.e. increasing b). The numerical 
results in Figure 4.12 correspond with Zipfel’s observations. Figure 4.18 shows a 
vector plot on planes through the middle of the first and second tube rows, and 
clearly illustrates the better alignment of the flow at the inlet of the upstream tubes 
in the first tube row caused by the greater step height. 
The CFD prediction of the inlet loss coefficients in Cell 6 (Figure 4.17) shows a 
measurable degree of scatter. No discernible pattern is evident in the results and 
the trend present in the upstream cells is not repeated here.  
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Figure 4.18: Vector plot on the tube row mid-plane illustrating the influence of the 
step on the flow entering the upstream tubes of Cell 1 
The simulation of Cell 6 proved problematic due to the lack of passing flow in the 
dividing header which resulted in solution instability. Despite this fact, the results 
seem to indicate lower loss coefficients than in the upstream cells. This is 
expected since the axial component of the bulk flow in the dividing header is 
much reduced here and the flow is subsequently more aligned with the tubes.  
The magnitude of the loss coefficients predicted in Cell 6 approach that of a 
sudden contraction with a cross-sectional area ratio of σ = 0.5, as defined by 
Equation (4.34) (Kays, 1950). 
 211
ci
σK   (4.34) 
In Equation (4.34), σc is the contraction ratio defined by Equation (4.35) for 
parallel plates (Rouse, 1946), which are representative of the flattened heat 
exchanger tubes. 
654
32
558944396316956720412
40827430336651004566493061445170
σ.σ.σ.
σ.σ.σ..σ
c


 
(4.35) 
Based on Equations (4.34) and (4.35), a constant value of Ki = 0.29 was 
prescribed for all the tubes in Cell 6. 
Row 1 Row 2 
Improved 
alignment Poor alignment 
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4.5 Steam-side tube outlet loss considerations 
The predicted tube outlet loss coefficients (Ko) for the first tube row in Cell 1 are 
shown in Figure 4.19. These losses are calculated in a similar manner to that 
described for the inlet losses in Section 4.4.1, with the outlet loss defined as the 
pressure change between the last point of flow attachment inside the tubes and the 
first point of “re-attachment” in the combining header. 
 
Figure 4.19: Outlet loss coefficients in the first tube row of Cell 1 
In the first bundle the outlet loss coefficients are very small and are predicted to 
be negative for the upstream tubes (Ko → 0
-
), indicating a slight pressure recovery 
at the outlet of these tubes. Further downstream the outlet loss coefficients 
increase (i.e. the loss coefficients in Bundle 3 are slightly larger than in Bundle 2) 
and are mostly positive for Bundles 2 – 4, indicating a loss at the tube outlets. 
Figures 4.20 and 4.21 illustrate the flow patterns at the outlet to the tubes in 
Bundle 1 and Bundle 4 respectively through the use of velocity vectors 
superimposed on a contour plot of velocity magnitude. Examination of these 
figures offers some insight into the reasons for the outlet loss coefficient trends. 
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Figure 4.20: Flow patterns in Bundle 1 at the outlet of the (a) upstream tubes, (b) 
centrally located tubes, (c) downstream tubes 
 
 
Figure 4.21: Flow patterns in Bundle 4 at the outlet of the (a) upstream tubes, (b) 
centrally located tubes, (c) downstream tubes 
In the combining header upstream of Bundle 1 there is initially no axial flow since 
this header is closed at its upstream end. The axial component of the flow in the 
combining header is therefore weak in the upstream regions of this bundle, and 
has little effect on the flow leaving the upstream tubes, as can be seen in 
Figure 4.20 (a). The flow is therefore able to expand as it leaves the tubes in the 
upstream region of Bundle 1 resulting in a static pressure recovery. At the same 
time, separation occurs at the tube outlet edges and the resultant eddies cause a 
pressure loss which acts in opposition to the expansion-related recovery. In the 
     (a)    (b)            (c) 
     (a)      (b)            (c) 
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first bundle, the aforementioned opposing effects seem to be of similar magnitude 
resulting in very small net tube outlet pressure changes. 
Further downstream, the axial component of the flow in the combining header 
increases steadily as more flow enters the header. The higher axial flow in the 
header restricts the expansion of the flow leaving the tubes and the amount of 
recovery experienced by the flow as it leaves the tubes is therefore reduced. 
Simultaneously, the higher axial header flow causes enhanced separation at the 
tube outlets and hence increased losses. 
Figure 4.19 also reveals a similar trend in the outlet loss coefficients as is present 
in the inlet loss coefficient, where the upstream tubes have higher loss coefficients 
than the downstream tubes in each bundle. A similar argument as for the inlet loss 
coefficeints holds in this case with the greater axial alignment of the flow at the 
upstream tubes causing greater seperation and suppressed expansion, resulting in 
increased losses. 
The outlet loss coefficients in Cells 2, 4 and 5 are similar to those in the 
downstream bundles in Cell 1. Cell 6 exhibits a similar trend to Cell 1 with a 
slight recovery at the outlet of the tubes near the closed end of the header.  
In general, the outlet loss coefficients are measurably smaller than the 
corresponding inlet loss coefficients in each tube. This, combined with the much 
smaller vapor velocity at the tube outlets, results in the pressure changes at the 
tube outlets being an order of magnitude or more smaller than the corresponding 
inlet pressure losses. Outlet effects therefore have little influence on the flow 
distribution in the condenser bundles. 
4.6 Vapor flow distribution in the primary condensers 
The vapor flow distribution in the primary condensers is a function of the pressure 
changes over the heat exchanger tubes. As mentioned previously, the pressure 
change over a tube comprises of inlet/outlet, frictional, geodetic and acceleration 
effects and is constrained by the pressure distributions in the dividing and 
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combining headers. The header pressure distributions are in turn influenced by 
momentum effects as flow enters or leaves via the branching tubes. 
The geodetic effect is small compared to the other losses and is equal for all tubes. 
Geodetic effects therefore do not influence the flow distribution amongst the 
tubes. Losses due to friction and pressure recovery due to deceleration of the flow 
with condensation are significant, but in most cases have largely similar 
magnitudes and therefore balance one another. Also, the magnitude of the 
aforementioned effects is similar in all tubes in a given row and they therefore do 
not play a major role in determining the axial flow distribution. Outlet effects 
were found to be significantly smaller than inlet effects and are of little 
consequence. Inlet effects and the header pressure distributions therefore remain 
as the primary factors that may influence the vapor flow distribution.  
The predicted flow distribution in the first tube row of the upstream bundle in 
each of the primary condenser cells is shown in Figure 4.22. The ratio of the inlet 
vapor mass flow rate (mvi) to the condensation rate (mc) for ideal ACC operation is 
plotted for each tube. Again, note that the total flow rate entering the dividing 
header of the primary condenser was scaled such that the minimum inlet flow rate 
to any tube is equal to the condensation rate in that tube. 
The flow distribution pattern is the same in the parallel flow manifolds of Cells 1 
and 2 as in the reverse flow manifolds of Cells 4, 5 and 6. It was expected that the 
parallel and reverse flow manifolds would have different flow distribution 
patterns due to the differing nature of the pressure distributions in the dividing and 
combining headers for these different manifold configurations.  
In the experimental results of Bajura and Jones (1976), discussed in Section 4.3.3, 
the flow distributions were strongly related to the pressure distribution in the 
headers and followed the trends of increasing flow rate in the axial direction in the 
parallel manifold, but decreasing flow rate in this direction in the reverse flow 
manifold.  
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Figure 4.22: Vapor flow distribution in the first row of the first bundle of the 
primary condenser cells 
In their experiment, Bajura and Jones controlled the loss coefficient for each 
lateral tube by means of orifice plate inserts which dominated the other losses 
across the tubes. Their experimental results are therefore representative of an 
approximately uniform lateral loss coefficient distribution. While the pressure 
distributions in the header of the ACC primary condensers follow the expected 
trends, as illustrated in Figure 4.23, the lateral tube loss coefficient is dominated 
by the inlet loss coefficient distribution. It is obvious from the results that the flow 
distribution in this case is strongly linked to the inlet loss coefficient distributions 
shown in Figures 4.12 – 4.16. It can therefore be concluded that the inlet loss 
coefficient distribution is the dominant factor determining the flow distribution 
through the primary condensers of an ACC. 
From Figure 4.22 it can be seen that in order for the worst affected tube, in this 
case the upstream tube in the second tube row of Cell 1, to have complete 
condensation, additional flow must be drawn through the remaining tubes. This 
additional flow must be provided by the dephlegmator. The implication of inlet 
loss coefficient distributions on dephlegmator requirements is discussed in the 
next chapter. 
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Figure 4.23: Pressure distribution in the dividing header of an ACC street 
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5. DEPHLEGMATOR CONSIDERATIONS 
The dephlegmator must provide additional flow through the primary condensers 
to prevent vapor backflow, and the subsequent accumulation of non-condensable 
gases, in the primary condenser tubes. 
This chapter begins by describing the mechanism of vapor backflow in the 
primary condensers (Section 5.1) before examining the implications of the results 
presented in Chapter 4 on dephlegmator sizing (Section 5.2). The final section of 
this chapter addresses vapor backflow in the dephlegmator itself. 
5.1 Vapor backflow in the primary condensers 
As an illustrative example, consider a pair of tubes in different rows of a two-row 
primary condenser heat exchanger bundle, as shown in Figure 5.1. 
 
mvi(2) + 
mnc(2) 
mvo(2) 
+ 
mnc(2) 
mc(2) 
Lbf 
1
st
 tube row 
2
nd
 tube row 
Dividing header 
Combining header 
Stagnant accumulation of 
non-condensable gases 
mvi(1) + 
mnc(1) 
mc(1) + mc(2) 
Lt 
mc(1) 
Air flow 
Le 
Figure 5.1: Primary condenser tubes with vapor backflow 
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The tube in the upstream row (first tube row in Figure 5.1) is exposed to cool 
ambient air. This air is heated as it moves past the upstream row and the 
downstream row (second row) is subsequently exposed to warmer air. The vapor 
temperature is the same in both rows and the condensation rate per unit length of 
tube is therefore greater in the upstream row. If condensation occurs along the 
entire length of both tubes (100 % effective operation) then the vapor flow rate 
entering the upstream tube will be greater than in the downstream tube.  
In most multi-row heat exchangers, the heat transfer effectiveness of the tubes in 
the downstream row is enhanced (typically by reducing the fin pitch and thus 
creating greater heat transfer surface area) in an attempt to match the condensation 
rate in the first row despite the higher cooling air temperature. As mentioned in 
Section 2.2, however, such strategies are only effective over a limited range of 
operating conditions. 
As a result of the generally higher vapor flow rates in the upstream row, the 
steam-side pressure drop over the upstream tube will tend to be greater than the 
corresponding loss over the downstream tube. This cannot be, however, since the 
tubes share common headers. Consequently, vapor must enter the upstream tube 
from both ends and a stagnation point is formed at some distance before this 
tube’s outlet (Lbf in Figure 5.1). The effective length (Le) of the upstream tube is 
thus reduced such that the steam-side pressure change over the effective lengths of 
both tubes is the same. A similar argument to that above applies to tubes in the 
same row but with different inlet loss coefficients (see Chapter 4). 
The undesirable phenomenon of vapor entering a tube from both ends is known as 
vapor backflow and is detrimental to heat transfer effectiveness. Non-condensable 
gases that leak into the system are transported to the stagnation regions where 
they accumulate and form “dead zones” which reduce the effective heat transfer 
surface area of the ACC. During hot periods, when ACCs typically experience 
poor performance, dead zones cause further reductions in heat transfer rate. 
During cold periods, condensate trapped in the stagnation region may freeze. The 
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significant expansion of the condensate during freezing can rupture the heat 
exchanger tubes with obvious catastrophic consequences.  
Continuing with the example from above, if additional vapor can be drawn 
through the downstream tube so that its steam-side pressure drop increases to 
match that over the upstream tube when operating at full effectiveness 
(i.e. Lbf = 0 m), then backflow can be avoided. The role of the dephlegmator is to 
provide this additional suction. 
5.2 Dephlegmator sizing requirements 
The dephlegmator must account for the combined demands of row effects and 
inlet loss coefficient distributions under ideal operating conditions (i.e. uniform 
flow through all fans and all finned tubes operating at full effectiveness). Non-
ideal primary condenser operation due to, for example, non-uniform air flow 
through the fans, recirculation of hot plume air, and localized reduced tube 
effectiveness due to fouling; places additional demand on the dephlegmator. 
The dephlegmator sizing requirements to overcome row effects and inlet loss 
coefficient distributions are predictable and are discussed in the sections that 
follow. The effects of non-ideal primary condenser operation are less predictable 
and require a safety margin to be included in the dephlegmator design.  
5.2.1 Inlet loss coefficient distribution requirements 
Section 4.5 discussed the distribution of vapor amongst the heat exchanger tubes 
in the primary condenser. The vapor flow distribution was shown to be strongly 
linked to the distribution of inlet loss coefficients, with the upstream tubes of 
Cell 1 experiencing the highest inlet losses and correspondingly the lowest vapor 
flow. These tubes therefore experience the greatest risk of vapor backflow. High 
inlet losses are also experienced at the upstream tubes in each of Cells 2, 4 and 5. 
These locations are also at risk of experiencing vapor backflow, although less so 
than in Cell 1. Figure 5.2 illustrates the areas most at risk of non-condensable 
accumulation in the primary condenser units. 
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Figure 5.2: Primary condenser regions at greatest risk of non-condensable gas 
accumulation 
The ratio of total inlet vapor flow to total condensation rate in the primary 
condensers, required to prevent backflow in the upstream tubes, is shown in 
Figure 5.3.  
  
Figure 5.3: Additional vapor flow required in the primary condensers to overcome 
inlet loss coeffcient distributions 
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The results in Figure 5.3 take into account all eight bundles in each of the five 
primary condenser cells. The effects of both vapor temperature and approach 
temperature difference (ΔTapp = Tv – Ta), on the dephlegmator requirement are 
illustrated. 
Over the range of vapor temperatures and approach temperature differences likely 
to be experienced in a practical ACC, between 5 % and 6 % additional vapor flow 
(i.e. flow over and above that condensed) is required through the primary 
condenser cells to prevent backflow due to inlet loss coefficient distributions. 
The effect of vapor temperature is illustrated by the solid line in Figure 5.3. Vapor 
temperatures of 50 ˚C ≤ Tv ≤ 70 ˚C were considered with a constant approach 
temperature difference of ΔTapp = 40 ˚C. The required additional vapor flow can 
be considered almost independent of vapor temperature with a decrease of only 
0.06 % between Tv = 50 ˚C and Tv = 70 ˚C. The reason for this independence can 
be explained by noting that the heat transfer rate in the tubes is proportional to the 
approach temperature difference. For a fixed ΔTapp, the heat transfer rate (and 
hence the condensation rate in the heat exchanger tubes) changes very little over 
the range of vapor temperatures considered. However, vapor density increases 
with increasing vapor temperature and the velocities in the tubes therefore 
decrease. The steam-side tube inlet losses are proportional to the square of the 
tube inlet velocity. As inlet velocities decrease so does the magnitude of the 
difference in inlet pressure drop between tubes with different inlet loss 
coefficients. This effect is counteracted by the slight changes in vapor densities 
that serve to increase the inlet losses somewhat. As a result, the difference in tube 
inlet losses for complete condensation remains almost constant as the vapor 
temperature changes at a fixed ΔTapp. 
Now consider the effect of the approach temperature difference (dashed line in 
Figure 5.3). For this purpose the vapor temperature was fixed at Tv = 60 °C while 
the ambient temperature was altered to achieve 20 °C ≤ ΔTapp ≤ 40 °C. The 
condensation rate in the tubes increases with increasing ΔTapp, resulting in greater 
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vapor velocities and steam-side losses. Since the losses are proportional to the 
square of the velocity, the difference between the inlet losses in tubes with 
different loss coefficients diverges with increasing ΔTapp. The required additional 
vapor flow therefore increases along with the approach temperature difference. 
5.2.2 Row effect requirements 
As discussed previously, different condensation rates in subsequent tube rows in 
the multi-row primary condenser heat exchanger bundles lead to additional vapor 
flow requirements in the downstream rows. Slight variations in the inlet loss 
coefficients of corresponding tubes in different rows also play a role in 
exacerbating the row effect.  
Figure 5.4 shows the additional vapor flow required in the primary condenser 
units to prevent backflow due to row effects only. 
  
Figure 5.4: Additional vapor flow required in the primary condensers to overcome 
row effects 
The additional flow requirement of between 8 % and 12 % of the condensation 
rate in the primary condensers is roughly double the requirement to overcome 
inlet loss coefficient distributions. This requirement increases with increasing 
vapor temperature but decreases with increasing approach temperature difference 
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in this case. The reason for these trends is illustrated in Figure 5.5 where it can be 
seen that the condensation rates in the first and second tube rows diverge with 
increasing vapor temperature and converge with increasing approach temperature 
difference. Diverging condensation rates lead to diverging losses and 
subsequently additional vapor flow requirements, and vice versa. 
  
Figure 5.5: Ratio of second row to first row condensation rate 
5.2.3 Total dephlegmator requirement under ideal operating conditions 
The total additional vapor flow required in the primary condensers can be 
determined by superimposing the requirements to overcome inlet loss coefficient 
distributions and row effects as shown in Figure 5.6. The dephlegmator must 
provide between 14 % and 17 % of the total condensation rate in all five primary 
condensers to prevent vapor backflow.  
The corresponding fraction of the dephlegmator capacity required to provide the 
total necessary additional vapor flow in the primary condensers is shown in 
Figure 5.7. With its shorter finned tubes, the dephlegmator has roughly 85 % of 
the heat transfer potential of a primary condenser cell. The 17 % additional vapor 
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operating conditions and there is no safety margin to account for non-ideal 
primary condenser operation.  
  
Figure 5.6: Total additional vapor flow requirement to prevent backflow in the 
primary condensers 
  
Figure 5.7: Fraction of the dephlegmator capacity required to provide sufficient 
additional primary condenser vapor flow  
The design condition for the particular ACC considered here is Tv = 60 ˚C at 
Ta = 20 ˚C (ΔTapp = 40 ˚C). At this condition, 91 % of the dephlegmator capacity 
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is required to prevent backflow in the primary condensers under ideal operating 
conditions. At off-design operating points (high Tv and/or low ΔTapp) the demand 
on the dephlegmator may approach 100 %. This is undesirable since any non-ideal 
operating conditions in the primary condensers, which are highly likely at off-
design operating points, may then cause the additional vapor flow requirements to 
exceed the dephlegmator capacity; resulting in backflow in the primary 
condensers. 
As mentioned in Section 5.2.2, the additional vapor flow required to overcome 
row effects is roughly double that required to account for inlet loss coefficient 
distributions in this particular case. The 8 % to 12 % additional primary condenser 
flow requirement identified in Section 5.2.2 translates to between 45 % and 70 % 
of total dephlegmator capacity. It therefore stands to reason that the greatest 
potential strategy for reducing dephlegmator loading would be to minimize row 
effects.  
The demand on the dephlegmator to cope with row effects in the primary 
condensers can be mitigated in one of three ways: 
a) Eliminating the row effect altogether by using a single tube row heat 
exchanger. As mentioned in Section 2.3, advances in tube technology have 
resulted in this strategy becoming increasing popular in modern applications. 
b) Further decreasing the difference in condensation rate between tubes in 
subsequent rows of the multi-row heat exchanger. As mentioned previously, 
this is most often accomplished by increasing the heat transfer effectiveness of 
the downstream tube row. In some cases, however, further attempts to enhance 
the second row heat transfer effectiveness by decreasing fin pitch is not 
practical and may lead to excessive air-side pressure losses that act in 
opposition to the enhanced heat transfer characteristics. 
c) Affecting different steam-side loss characteristics such that the steam-side 
pressure change over tubes in subsequent rows converges despite different 
condensation rates. Decreasing the losses in the upstream row is the most 
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attractive option of achieving such a change in steam-side losses. One method 
of achieving this is to round the inlets of the tubes in the upstream rows more 
than those in the downstream rows so that the inlet losses in the former are 
decreased. Such a modification is examined for the dephlegmator in 
Section 5.3.3. 
The use of single-row primary condenser bundles holds the greatest potential for 
reducing the demands on the dephlegmator. By eliminating the row effect in the 
primary condensers, dephlegmator loading can be reduced by up to 70 %. The 
resultant large margin of safety to cope with non-ideal operation is highly 
desirable in light of the well documented negative effects of wind on fan 
performance and recirculation at large ACCs (see for example: Goldschagg et al., 
1997; Meyer, 2005; Maulbetsch and DiFilippo, 2007; and Gao et al., 2009). 
5.3 Vapor backflow in a conventional dephlegmator 
In the case of a multi-row heat exchanger bundle, the dephlegmator itself is 
subject to row effects. The ejector, connected to the dephlegmator collecting 
header to remove the non-condensable gases, must therefore also eject sufficient 
vapor to prevent backflow in the upstream dephlegmator tube row.  
Consider a pair of dephlegmator tubes as shown in Figure 5.8. An amount of 
vapor and entrained non-condensable gas enters each tube (mvi(1) + mnc(1) and 
mvi(2) + mnc(2) respectively). The vapor is condensed in the tubes and the non-
condensables collect in the combining header where they are removed in the 
ejector stream (mej). As for the example described in Section 5.1, if complete 
condensation were to take place (i.e. mvo(2) = 0 kg/s) with both tube rows operating 
at full effectiveness (Lbf = 0 m), then the steam-side pressure drop over the 
respective tubes would be different, which cannot be. Subsequently, sufficient 
additional vapor must be drawn through the downstream tube (mvo > 0 kg/s) or 
vapor backflow will occur in the upstream tube. The ejector is the final 
component downstream of the dephlegmator tubes and must therefore facilitate 
the necessary additional vapor flow. 
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Figure 5.8: Dephlegmator tubes with backflow 
Vapor backflow in the dephlegmator is highly undesirable as the subsequent 
reduction in dephlegmator suction, due to the reduced heat transfer surface area, 
may become severe enough to cause backflow in the primary condensers as well. 
The following sections address the adequate sizing of the ejector to prevent 
backflow in a two-row dephlegmator unit (Section 5.3.1). The implications of 
insufficient ejector suction are examined in Section 5.3.2. Finally, the use of 
different tube inlet roundings is discussed as a potential method of reducing 
ejector loading in a multi-row dephlegmator (Section 5.3.3). 
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5.3.1 Required ejector capacity 
The ejector capacity required to prevent backflow in the dephlegmator of the ACC 
under consideration is shown in Figures 5.9 and 5.10 as a function of vapor 
temperature and approach temperature difference respectively.  
 
Figure 5.9: Required ejector suction as a function of vapor temperature 
 
Figure 5.10: Required ejector suction as a function of approach temperature 
difference 
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sample calculation showing the derivation of these results is included in 
Appendix E. The calculation assumes a uniform inlet loss coefficient distribution 
amongst the dephlegmator tubes (see Section 4.4.2) and a non-condensable gas 
concentration of 1:10
4
 (i.e. 1 kg of non-condensables per 10
4
 kg of vapor) based 
on the steam turbine outlet condition. 
It is evident in Figures 5.9 and 5.10 that the vapor that must be ejected accounts 
for the vast majority of the required ejector capacity. Changing the assumption of 
a non-condensable gas concentration of 1:10
4
 based on the turbine condition, even 
by several orders of magnitude, will have little effect on the results. The demand 
on the ejector increases with increasing vapor temperature as well as with 
increasing approach temperature difference. 
The ejector requirement increases with vapor temperature as a result of the 
increasing difference in condensation rate between subsequent tube rows, as 
described in Section 5.2.2. The influence of approach temperature difference on 
the ejector requirement is simply due to the greater amount of steam entering the 
tubes as this temperature difference increases. Even though the row effect 
diminishes somewhat with increasing ΔTapp (see Section 5.2.2 and Figure 5.4), the 
total amount of vapor to be ejected still rises by virtue of the growing 
condensation rate. 
The predicted ejector capacity requirements shown in Figure 5.9 and 5.10 are 
compared to the performance characteristic of a practical holding ejector (the 
ejector designed to remove non-condensables during normal operation) in 
Figure 5.11. The characteristic of a typical ACC holding ejector is used here as an 
illustrative example. Two holding ejectors are specified per ACC street such that 
the demand per ejector is half of the values shown in Figures 5.9 and 5.10. 
Figure 5.11 shows the ejector in question to be incapable of meeting the suction 
requirements to prevent vapor backflow from occurring in the dephlegmator. 
Although only an illustrative example, practical experience has shown this to 
indeed be the case at several operating ACCs.  
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Figure 5.11: Comparison of required and available ejector capacity 
Consider for example Figure 5.12, which shows a thermographic image of 
operating condenser units in an existing ACC.  
 
Figure 5.12: Thermographic imagery of an operating ACC street with severe 
accumulation of non-condensable gases in the dephlegmator 
The purple regions, found only in the dephlegmator unit, indicate regions of low 
tube surface temperature. These regions are caused by the formation of dead 
zones due to the accumulation of non-condensable gases in the dephlegmator 
tubes. The case shown in Figure 5.12 is an extreme example where excessive air 
leakage into the ACC was experienced due to tube damage in the primary 
condensers. The holding ejectors are not sized to handle excessive leakage and are 
thus incapable of preventing the formation of dead zones in this case (left-most 
image in Figure 5.12). While out of the ordinary, this scenario nonetheless 
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illustrates the potential for ACC heat transfer effectiveness reduction due to 
inadequate ejector performance. When the larger hogger ejector - designed to 
flush the system of non-condensable gases and create sufficient vacuum during 
plant start-up - is in operation, the ejection rate is significantly enhanced and the 
non-condensable gases are removed resulting in the dephlegmator operating 
effectively (middle image). As soon as the hogger ejector is turned off, backflow 
is re-established in the dephlegmator due to the inadequate holding ejector 
capacity. 
The effect of an undersized ejector on the severity of non-condensable gas 
accumulation in a dephlegmator during normal operation is discussed in the 
following section. 
5.3.2 Backflow trends in a multi-row dephlegmator due to inadequate ejector 
performance 
For the dephlegmator/ejector combination considered in this study, the ejector 
was shown to be undersized (see Figure 5.11) and backflow will occur in the 
dephlegmator tubes. The severity of vapor backflow due to the inadequate ejector 
suction is shown in Figure 5.13. Appendix E illustrates the method used to 
determine the extent of the vapor backflow by means of a sample calculation. 
 
Figure 5.13: The effect of inadequate ejector sizing on backflow in a conventional 
dephlegmator 
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According to Figure 5.13, in the worst case, backflow in the first row of the 
dephlegmator may extend to a distance equivalent to 7 % of the tube length. This 
corresponds to a loss in heat transfer rate of approximately 2 % for the entire 
dephlegmator unit (taking into account that a portion of the second row tubes, 
with greater heat transfer surface area per unit length, is now exposed to cooler 
air). 
In light of the results shown in Figures 5.7 and 5.13 it seems that, despite loss in 
efficiency due to backflow, the dephlegmator is still capable of providing 
sufficient suction to protect the primary condenser tubes from experiencing 
backflow under ideal operating conditions. Under non-ideal operating conditions, 
however, the inadequacies of an under-sized ejector will be further exposed and 
the operation of the primary condensers may be jeopardized. Careful examination 
of the left-most image in Figure 5.12 provides an example of such a situation. 
Here, regions of lower temperature are visible at the outlets of some of the 
primary condenser tubes. This is evidence of non-condensable gas accumulation 
in these tubes due to insufficient ejector capacity. 
As mentioned in Section 5.2.3, it is possible to reduce row effects by one of three 
methods. Applied in the dephlegmator, any one of these three methods would 
result in reduced ejector loading. The benefits of single-row heat exchanger 
bundles with regards to dephlegmator loading concerns are relevant to ejector 
loading as well. By eliminating row effects in the dephlegmator itself, the vapor 
component of the ejection mixture is theoretically eliminated entirely. In practice, 
a small amount of excess vapor will always be ejected (regardless of the bundle 
configuration) to account for non-ideal dephlegmator operation (non-uniform air 
flow and temperature distributions for example), and to prevent high 
concentrations of non-condensable gases in the final portion of the heat exchanger 
tubes since high non-condensable concentrations have an adverse impact on heat 
transfer rates (Krӧger, 2004).  
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Increasing the rounding of the tube inlets in the upstream tube row is discussed in 
the following section. 
5.3.3 The effect of inlet rounding on backflow in a multi-row dephlegmator 
According to Fried and Idelchick (1989) contraction loss coefficients at the inlet 
of round tubes can be reduced by rounding the edges of tubes as shown in 
Figure 5.14. Fried and Idelchick’s data was adapted to scale the inlet loss 
coefficients for the flattened tubes in the dephlegmator bundles as shown in 
Table 5.1. 
 
 
Table 5.1: The effect of inlet rounding on the contraction loss coefficient 
r/di 0 0.02 0.04 0.06 0.08 0.16 
Kc/Kc(90) 1.0 0.74 0.52 0.40 0.30 0.12 
 
The effect of rounding the inlets of the upstream tubes on the severity of non-
condensable gas accumulation in the dephlegmator is illustrated in Figure 5.15. 
The extent of vapor backflow can be reduced by more than 60 % relative to the 
theoretical case of r/di = 0 (in practise the tube-to-header welding seem creates a 
small rounding effect) for large inlet roundings. In the dephlegmator considered 
here, the hydraulic diameter of the tube is de = 0.02975 m and the tube width is 
d 
r 
Rei > 10 000 
r/d Ki 
0.00 0.5 
0.02 0.37 
0.04 0.26 
0.06 0.20 
0.08 0.15 
0.16 0.06 
Figure 5.14: Contraction loss coefficient for a rounded inlet (Fried and Idelchik, 1989) 
Stellenbosch University  http://scholar.sun.ac.za
5.18 
 
Wt = 0.017 m. An inlet rounding of r/d = 0.08 would require r = 0.002 mm which 
can be readily achieved in this case.  
 
Figure 5.15: The effect of inlet rounding in the upstream tubes on vapor backflow 
Considering the data presented in Figure 5.15, the severity of backflow can be 
decreased by roughly 50 %. While this in itself is not sufficient to overcome the 
accumulation of non-condensable gases in the dephlegmator, it does present a 
simple method of reducing ejector requirements in multi-row dephlegmators. 
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6. HYBRID (DRY/WET) DEPHLEGMATOR 
6.1 Introduction 
ACCs are known to experience reduced cooling effectiveness at high ambient 
temperatures and dry-cooled plants often experience performance penalties on hot 
days. In some cases dry/wet or wet/dry condensers are used in an attempt to 
provide improved cooling performance while still using less water than an all-wet 
evaporative cooling tower. Such condensers utilize characteristics of both dry- 
and wet-cooling systems arranged in a variety of configurations that differ 
markedly in terms of capital cost and operating capabilities. Dry/wet or wet/dry 
systems offer a performance advantage over all-dry systems in that they are not 
subject to the dramatic performance reduction experienced during hot periods. 
Furthermore, they typically have an overall water consumption rate of between 
20 % and 80 % of an all-wet system of equivalent capacity (Maulbetsch, 2002). 
However, the initial capital costs, as well as the operating and maintenance costs 
of these systems are relatively high since they consist of both dry- and wet-
cooling towers. Utilization of the wet-cooling tower only during short periods of 
high ambient temperatures tends to reduce the lifecycle economic viability of 
these cooling systems (Maulbetsch, 2002). 
In addition to dry/wet or wet/dry condensers, strategies that attempt to enhance 
the performance of ACCs during periods of high ambient temperatures are 
sometimes employed. Two of the most common strategies are deluging of the 
finned-tube heat exchanger bundles and adiabatic spray cooling of the inlet air. In 
deluge systems, the air-side of the heat exchanger is flooded with cooling water 
causing a significant increase in the air-side heat transfer coefficient (Krӧger, 
2004). Unfortunately, wetting the finned tubes carries a high risk of unacceptable 
fouling and corrosion. Adiabatic spray cooling involves spraying a fine water mist 
into the air upstream of the heat exchanger. The air is subsequently cooled to near 
its wet-bulb temperature as a result of evaporation. Maulbetsch and 
DiFilippo (2003) investigated various spray nozzles for use in this method and 
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found that a small amount of water is always deposited on the finned tubes, 
resulting in an increased risk of corrosion. Undesirable rain-back, which causes 
surface and ground water contamination, was also found to be unavoidable. 
Deliberate over-sizing of the ACC has also been employed in some cases as a 
strategy to address the issue of reduced cooling capacity at high ambient 
temperatures. The rationale behind this approach is that the additional 
performance, and subsequent profit gains associated with over-sizing the ACC, 
will eventually outweigh the substantial additional capital and operating costs. A 
case study investigating the economical feasibility of this approach at two sites in 
the United States found over-sizing to be impractical (Boulay et al., 2005). 
Heyns and Krӧger (2012) propose a novel hybrid (dry/wet) dephlegmator 
(HDWD) concept for use in ACCs. This concept involves replacing only the 
conventional all-dry dephlegmator unit in an ACC with a hybrid component, 
capable of operating in wet or dry mode. In their paper, Heyns and Krӧger 
compared the performance of a steam turbine cooled by a conventional all-dry 
ACC to the performance of a turbine with the same ACC but using the HDWD. 
The effect of spray cooling enhancement and over-sizing the ACC by 33 % on 
turbine performance was also investigated. The decrease in turbine output at high 
ambient temperatures experienced by the air-cooled plant could be mitigated 
somewhat by over-sizing the ACC, employing spray cooling enhancement, or 
replacing the conventional dephlegmator with a HDWD. The turbine output 
benefits were similar for all cases. The HDWD, however, will be considerably 
less expensive than over-sizing the ACC to such an extent, and was shown to 
consume roughly 20 % less water than spray cooling enhancement. 
The HDWD concept therefore has the potential to measurably enhance the 
thermal performance of an ACC during hot periods while consuming only a 
relatively small amount of water. In addition, it is estimated that the capital cost of 
the proposed HDWD will not be significantly more than that of a conventional 
air-cooled dephlegmator cell. The cost of an ACC equipped with a HDWD will 
Stellenbosch University  http://scholar.sun.ac.za
6.3 
 
therefore be similar to that of its all-dry counterpart and the HDWD offers a 
measurable economic advantage over existing dry/wet systems.  
This chapter begins by describing the HDWD concept (Section 6.2). Various 
configurations of the hybrid dephlegmator concept are evaluated in Section 6.3 
and recommendations are made regarding specific design parameters and 
configurations for best performance. The effect of the HDWD on turbine output is 
examined in Section 6.4. 
6.2 Description of the HDWD concept 
Heyns and Krӧger (2012) proposed that the conventional air-cooled dephlegmator 
unit be replaced by a forced draft hybrid (dry/wet) dephlegmator. The HDWD 
consists of a dry first stage and a second dry/wet stage connected in series in the 
same condenser unit. The concept is illustrated schematically in Figure 6.1.  
 
Figure 6.1: Schematic of the forced draft HDWD concept 
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The first stage of the HDWD is an air-cooled condenser with inclined finned 
tubes, similar to those used in the conventional A-frame configuration. The tubes 
in this stage are shorter than in the conventional dephlegmator to create space for 
the dry/wet second stage.  
The second stage consists of a near horizontal, dry/wet heat exchanger. The tubes 
are plain, or smooth on the outside (no fins), and are made from galvanized steel 
or a similar corrosion resistant material. This stage can be operated either dry, as 
an air-cooled condenser, or the air-side surface of the plain-tube bundle can be 
deluged with water to operate as an evaporative condenser. The use of plain tubes 
reduces the risk of fouling and corrosion during deluge operation. The deluge 
water is collected under the tube bundle in droplet collecting troughs. Drift 
eliminators installed above the second stage reduce water loss due to droplet 
entrainment in the air flow. 
The operating mode of the second stage can be controlled in response to changing 
ambient conditions and/or demand/price patterns. During periods of low ambient 
temperature, when air-cooling is sufficient, the second stage is operated dry. 
During hotter periods, deluge water is sprayed over the plain tubes and the second 
stage is operated as an evaporative condenser. Similarly, during low demand 
periods when the price of electricity is low, the HDWD is operated in dry mode. 
During peak demand periods, the HDWD can be operated wet to provide 
additional dispatchable clean power (no additional fuel needs to be burnt at fossil 
fuelled plants) at a high price.  
6.3 Performance evaluation 
A detailed analytical evaluation of the performance of the HDWD was carried out 
in this study. The purpose of the evaluation was to identify a second stage 
configuration that provides the best overall performance. Heat transfer rate, 
steam-side pressure drop and ejector loading were identified as critical 
performance measures. Water consumption was also considered. The best 
configuration would offer a high heat transfer rate, low steam-side pressure drop, 
Stellenbosch University  http://scholar.sun.ac.za
6.5 
 
and minimal ejector loading. The air-side pressure drop was found to be similar 
for all configurations and was therefore not considered as a selection criterion. 
Eleven second stage tube bundle configurations were considered. These 
configurations are described in Table 6.1. The bundle configurations were 
identified based on geometrical constraints and the availability of suitable 
experimental data regarding critical performance parameters. In all cases, the 
configuration of the first stage is the same, with inclined finned tubes shortened 
from the conventional length of Lt1(conv) = 7.52 m to Lt1(HDWD) = 4.5 m. 
Table 6.1: HDWD second stage tube bundle configurations 
Config. Tube outside 
dia. do, m 
Tube rows 
nr 
Tubes per row 
ntr 
Vapor passes 
nvp 
Tube rows 
per pass 
ntp 
(1
st
/2
nd
/3
rd
) 
A 0.0381 16 156 3  12/3/1 
B 0.0381 16 156 2  14/2 
C 0.0381 16 156 2  15/1 
D 0.0381 16 156 1  16 
E 0.019 16 314 3  12/3/1 
F 0.019 16 314 2 14/2 
G 0.019 16 314 2 15/1 
H 0.019 16 314 1 16 
I 0.019 25 314 3 20/4/1 
J 0.019 25 314 2 20/5 
K 0.019 25 314 1 25 
6.3.1 Heat transfer rate 
Calculation of the heat transfer performance of a HDWD requires simultaneous 
solution of the energy and draft equations. These equations are described in the 
following sections for both dry and wet operation of the HDWD second stage. 
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An iterative solution procedure is used to solve the controlling equations. Initial 
assumptions are made regarding the solution parameters for the system. The 
calculations are then executed and the results compared to the initial assumptions. 
The problem is solved once the calculation results and initial assumptions 
converge sufficiently. A detailed sample calculation is included in Appendix F. 
6.3.1.1 Energy equation 
The energy equation expresses the balance between the air- and steam-side heat 
transfer rates. For the energy equation to be solved the heat transferred from the 
condensing vapor must equal the heat absorbed by the passing air. 
In the first stage of the HDWD, the heat transfer rate (Q) between the condensing 
steam inside the inclined finned tubes (one or more tube rows) and the passing 
ambient air is described by Equation (6.1). 
   


rr n
i
iaiviipaa
n
i
iaiiaoipaa TTecmTTcmQ
1
)()()(
1
)()()(  
(6.1) 
Here Tai(i) and Tao(i) are respectively the air inlet and outlet temperatures for tube 
row i, ma is the air mass flow rate through the heat exchanger bundle, and cpa is 
the specific heat of the air stream.  Tv is the vapor temperature and e(i), calculated 
from Equation (6.2), is the heat transfer effectiveness of the finned-tube bundle. 
 
)()()( exp1 ipaaii cmUAe   (6.2) 
The overall heat transfer coefficient between the steam and the air, UA(i), is 
primarily dependant on the air-side heat transfer characteristics of the finned-tube 
bundles (see Appendix A.1). The air-side heat transfer resistance is usually more 
than an order of magnitude greater than the steam-side heat transfer resistance for 
the flattened finned tube (in this case, the effective air-side heat transfer 
coefficient is less than 10 % of the steam-side heat transfer coefficient). The 
thermal resistance of the condensate film is therefore much smaller than the air-
side resistance and UA(i) is approximated considering only the experimentally 
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determined characteristic air-side heat transfer parameter, Nya, as shown in 
Equation (6.3). 
)i(a)i(frb
.
)i(a)i(a)i(
NyAnPrkUA 3330=  (6.3) 
In Equation (6.3), ka is the thermal conductivity of the air, Pra is the Prandtl 
number, and Afr(i) is the effective frontal area of a lone tube bundle. 
As in the first stage, for dry operation of the second stage of the HDWD, the heat 
transfer rate is dominated by the air-side heat transfer coefficient. For a plain tube, 
the air-side heat transfer coefficient is even smaller than in the finned tube case 
and the air-side resistance to heat transfer is thus greater. The energy equation is 
again described by Equations (6.1) and (6.2).  
For plain circular tubes in cross-flow, the local air-side heat transfer coefficient 
varies around the tube circumference due to variations in the boundary layer 
thickness and behaviour. Churchill and Bernstein (1977) recommend 
Equations (6.4) – (6.6) for the average Nusselt number of a horizontal cylinder in 
cross-flow with Pr > 0.5. 
  
;
Pr.
PrRe.
.Nu
4132
3121
401
620
30

  410Re  (6.4) 
  
;
Re
Pr.
PrRe.
.Nu


















21
34132
3121
10282
1
401
620
30  54 104102  Re  (6.5) 
  
;
Re
Pr.
PrRe.
.Nu
54
85
34132
3121
10282
1
401
620
30


















 
65 105104  Re  (6.6) 
The air-side heat transfer coefficient also varies with position in the bundle. 
Equations (6.4) – (6.6) can be used to calculate the heat transfer coefficient for the 
first or upstream tube in the bundle. An average Nusselt number for the bundle is 
then calculated using the arrangement factor given by Mills (1999) which takes 
into account the bundle configuration. Equation (6.7) describes this arrangement 
Stellenbosch University  http://scholar.sun.ac.za
6.8 
 
factor, with do the tube outside diameter and Pl the longitudinal tube pitch, while 
Equation (6.8) illustrates its application. 
lo
PdΦ 321  (6.7) 
1NuNuavg   (6.8) 
Zukauskas and Ulinskas (1988) and Grimison (1937) also give correlations for the 
average Nusselt number of a plain-tube bundle in cross-flow. For the tube bundle 
under consideration, these correlations predict similar values for the average 
Nusselt number. Churchill and Bernstein’s correlation, multiplied by Mills’ 
arrangement factor, gives a more conservative value (roughly 10 % smaller than 
the aforementioned correlations) and Equations (6.4) – (6.8) were therefore used 
in this analysis. 
The average air-side heat transfer coefficient for the plain-tube bundle is 
subsequently calculated using Equation (6.9) where kaf is the thermal conductivity 
of air evaluated at the mean film temperature through the bundle. 
oafavgavg
dkNuh   (6.9) 
Since the air-side heat transfer coefficient dominates the heat transfer rate 
between the condensing steam and the passing air for dry operation of the 
HDWD, the overall heat transfer coefficient for the second stage tube bundle can 
be approximated as shown in Equation (6.10) with Aa the total air-side heat 
transfer surface area.  
aavgnd
AhUA 
2
 (6.10) 
When the second stage of the HDWD operates as an evaporative condenser (wet 
mode), the air-side heat transfer coefficient is significantly enhanced relative to 
dry operation due to the wetting of the plain tubes. In this case, the second stage 
heat transfer rate is determined by the air-side coefficients for heat and mass 
transfer between the deluge water film and the ambient air, as well as the heat 
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transfer coefficient for condensation inside the round tube. A simplified Merkel-
type analysis, described in Kröger (2004), was used in the evaluation of the wet 
HDWD second stage.  
The energy equation for the wet second stage is described in Equation (6.11) 
where imao and imai are enthalpies of the air-water vapor mixture down- and 
upstream of each tube respectively. 
   

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i
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 (6.11) 
The heat transfer effectiveness, e(i), is again calculated from Equation (6.2) with 
the overall heat transfer coefficient between the steam and the air described by 
Equation (6.12). 
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In Equation (6.12), di is the tube inside diameter, hw is the heat transfer coefficient 
between the water film and the tube outer surface, and hc is the condensation heat 
transfer coefficient inside the tube. The final term in Equation (6.12) represents 
the thermal resistance of the tube wall itself, with kwall the thermal conductivity of 
the tube material (galvanized steel in this case).  
Several correlations for the water film heat transfer coefficient are available in the 
literature. Mizushina et al. (1967), Niitsu et al. (1969) and Leidenfrost and 
Korenic (1982) express the film heat transfer coefficient as a function of the 
deluge water mass flow rate, while Parker and Treybal (1961) extended their 
correlation to include the effect of the deluge water temperature. Heyns (2009) 
experimentally investigated the performance characteristics of a plain-tube bundle 
similar to that considered here. He identified the deluge water flow rate as the 
primary parameter in determining the film heat transfer coefficient. Air mass flow 
rate and deluge water temperature were found to influence the coefficient to a 
lesser extent. Heyns compared his experimentally determined film heat transfer 
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coefficients to the widely cited correlation of Mizushina et al. (1967), shown in 
Equation (6.13), for air flow and deluge water mass flux ranges of 
0.7 kg/m
2
s < Ga < 3.6 kg/m
2
s and 1.8 kg/m
2
s < Gw < 4.7 kg/m
2
s and water 
temperatures of 35 ˚C < Twm < 53 ˚C; and found there to be a good agreement. 
  3192102
omw
d.h   (6.13) 
In Equation (6.13), Γm is the deluge water flow rate over half a tube per unit 
length. 
Chato (1962) recommends Equation (6.14) for hc when Revi < 35000. 
 
 
250
3
-
-
5550
.
iwallvl
'
fglvll
c
dTT
ikg
.h 








 (6.14) 
In Equation (6.14), ρl, μl and kl are respectively the density, dynamic viscosity and 
thermal conductivity of the liquid condensate in the tube. The vapor density is ρv. 
Twall is the tube inner-wall temperature and the modified latent heat of 
vaporization, ,'
fg
i  is calculated from Equation (6.15). 
 
wallvpcfg
'
fg
TTc.ii  680  (6.15) 
The enthalpy of air downstream of a tube, imao in Equation (6.11), can be 
calculated from Equation (6.16) where imaswm is evaluated at the mean deluge 
water temperature through the bundle. 
   
amaimaswmmaswmmao
NTUiiii  exp  (6.16) 
NTUa is described by Equation (6.17) with hd the mass transfer coefficient 
between the deluge water film and the passing air. 
aada
mAhNTU   (6.17) 
Heyns (2009) found the air-water mass transfer coefficient in his experiments to 
be a function of both air and deluge water mass flow rate. This observation is 
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corroborated by Mizushina et al. (1967). The widely used correlation of 
Mizushina et al., shown in Equation (6.18), described Heyns’ data well.  
611509081054395 .
o
.
wm
.
avmd
dReRe.h   (6.18) 
In Equation (6.18), Reavm is the mean air Reynolds number through the bundle and 
Rewm is the deluge water film Reynolds number. 
The correlations for the air-water mass transfer rate presented by Parker and 
Treybal (1961) and Niitsu et al. (1969) are functions of the air mass flow rate only 
and were thus not considered in this study. 
The equations presented in this section require a constant vapor temperature in 
each section of the HDWD. For dry operation of the HDWD, a constant vapor 
temperature is assumed throughout the entire HDWD. This assumption is valid 
during dry operation because the steam-side pressure changes through the HDWD 
are small enough that changes in vapor saturation temperature are negligible. It 
will be shown in Section 6.3.3.4, however, that when the HDWD operates as an 
evaporative condenser, the steam-side pressure change through the system is 
relatively large and the corresponding changes in vapor temperature through the 
system may have a noticable impact on the HDWD heat transfer rate. 
An iterative solution procedure accounts for the effects of such vapor temperature 
changes during wet operation of the HDWD. First, the pressure drop over each 
stage or pass in the HDWD is calculated based on a constant vapor temperature 
through the entire system. These pressure drops are then used to calculate the 
pressure at the inlet and outlet of each stage/pass and a corresponding mean vapor 
pressure is determined. The heat transfer rate for each stage/pass is then 
recalculated based on the respective mean vapor temperatures and the results 
added to give the total heat transfer rate for the HDWD. The procedure described 
above is illustrated in the sample calculation of Appendix F.  
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6.3.1.2 Draft equation 
Neglecting the small influence of atmospheric pressure and temperature changes 
with elevation, the draft equation simply represents the fact that the losses in 
mechanical energy experienced by the air as it flows through the HDWD must be 
overcome by the addition of mechanical energy from the fan. These energy losses 
and additions manifest respectively as decreases and increases in static pressure. 
The mechanical energy added by the fan is determined from the fan performance 
characteristic which relates the fan static pressure rise (ΔpFs) to the volume flow 
rate of air through the fan (see Appendix A.2). The air-side loss over an HDWD 
comprises primarily of losses over the heat exchanger bundles. Obstacles up- and 
downstream of the bundles and fan, such as support structures, collecting troughs, 
drift eliminators and screens add to the losses through the system. 
The draft equation must be solved subject to the constraint of equal air-side 
pressure drop over the first and second stages of the HDWD as described in 
Equation (6.19). 
 
dect)nd(a)st(ado/uptsFs
pΔpΔpΔpΔpΔpΔpΔ 
21
 (6.19) 
In Equation (6.19), Δpa(1st) and Δpa(2nd) represent the air-side losses over the first 
and second stage heat exchanger bundles respectively, the losses over the unit 
tower supports and obstacles up- and downstream of the fan are Δpts and Δpup/do, 
while Δpct and Δpde respectively represent the losses over the second stage droplet 
collecting troughs and drift eliminators. 
The pressure drop over the first stage finned-tube heat exchanger is calculated as 
shown in Equation (6.20).  
2= 2
1 amamtθ)st(a
vρKpΔ  (6.20) 
Here ρam and vam are the mean air density and velocity through the bundle. The 
overall loss coefficient for the finned-tube heat exchanger, Kθt, is described by 
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Equation (6.21), for a forced draft system, and Equation (6.22) for an induced 
draft system. 
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In Equations (6.21) and (6.22), Khe is the loss coefficient for normal isothermal 
flow through the finned-tube bundle, and takes into account the contraction and 
expansion losses through the bundle under these conditions. The second term in 
Equations (6.21) and (6.22) accounts for acceleration effects through the bundle 
as a result of heat transfer to the air. The ratio of minimum to free stream flow 
area through the bundle is represented by σmin while the air densities up- and 
downstream of the heat exchanger are respectively ρai and ρao. Losses due to 
turning of the flow as it leaves the inclined heat exchanger bundles in the forced 
draft configuration are represented by the third term in Equation (6.21). The 
fourth term in Equation (6.21) accounts for losses due to the turbulent decay of 
the jet after the bundles (Kdj) and losses during the final mixing process as the 
flow leaves the ACC (Ko) (Van Aarde and Krӧger, 1993).  
The overall loss coefficient for the finned-tube heat exchanger operating in an 
induced draft format, Equation (6.22), resembles that of its forced draft 
counterpart. In the induced draft case, however, the flow approaches the heat 
exchanger normally and the fan ejects the air without any jetting so that the third 
and fourth terms in Equation (6.21) can be neglected. A kinetic energy loss at the 
outlet of the ACC remains and is represented by the final term in Equation (6.22). 
Here, αe is the kinetic energy correction factor which accounts for non-uniform 
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flow distributions. In this case it is assumed that the flow is indeed uniform and so 
αe = 1. 
Relatively little published information is available for the prediction of the air-
side pressure drop over a deluged tube bundle. Heyns (2009) and Kröger (2004) 
identify the correlation of Niitsu et al. (1969), shown in Equation (6.23), for the 
air-side pressure drop over a deluged plain-tube bundle. 
     2850851
2
94
.
om
.
camlr)wetnd(a
dΓAmPn.pΔ 

 (6.23) 
In Equation (6.23), mam is the mean air mass flow rate through the bundle, and Ac 
is the minimum flow air flow area. Equation (6.23) is valid for 
2 kg/m
2
s ≤ mam/Ac ≤ 6 kg/m
2
s and 1.3 kg/m
2
s ≤ Γm/do ≤ 3.5 kg/m
2
s. 
Dreyer (1988) conducted a literature survey of available air-side pressure drop 
correlations for evaporative condensers and identifies the correlations of Diehl 
and Unruh (1958), shown in Equations (6.24) and (6.25), as useful correlations for 
design purposes. 
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The parameter φ is defined in Equation (6.26). 
  50.
awawa
w
Remm
m



  (6.26) 
The correlations of Niitsu (1969) – Equation (6.23) – and Diehl and Unruh (1958) 
– Equations (6.24) and (6.25) – are compared to Heyns’ (2009) experimental data 
in Figure 6.2. Diehl and Unruh’s correlation significantly under-predicts the air-
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side pressure drop data for a deluged tube bundle of the type considered in this 
study and is therefore not suitable for use here. Niitsu’s correlation over-predicts 
the air-side pressure drop data by approximately 30 % while giving the same trend 
in the relationship between this pressure drop and the air and water mass flow 
rates. The Niitsu correlation is therefore expected to give a conservative estimate 
of the air-side pressure drop over the deluged bundle in this case and is used in the 
absence of a more accurate correlation. 
 
Figure 6.2: Comparison of air-side pressure drop correlations for a deluged tube 
bundle 
Bertrand (2011) measured the pressure loss over droplet collecting troughs 
operating with water flow. He correlated his data with the expression shown in 
Equation (6.27). 
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Kröger (2004) describes the loss coefficient for a particular drift eliminator as 
shown in Equation (6.28) with the characteristic flow parameter Ry described by 
Equation (6.29). 
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142470489227 .
de
Ry.K   (6.28) 
fraa
AμmRy   (6.29) 
In Equation (6.29), μa is the dynamic viscosity of air.  
The air-side pressure losses across the rain zone and spray nozzles were not 
considered here. Kröger (2004) gives a correlation for a cooling tower spray zone 
loss coefficient based on the data of Lowe and Christie (1961) for d = 1 mm drops 
in down-spray. For purely counter-flow rain zones, De Villiers and Kröger (1999) 
give a correlation valid for specific operating conditions. The exact conditions in 
the rain zone of the HDWD and the configuration of the nozzles have not yet been 
determined. Once these details have been finalized it will be possible to account 
for their contribution to the losses over the second stage. The obstruction posed by 
the rain zone and nozzles is, however, expected to be small relative to the heat 
exchanger bundle, the collecting troughs and the drift eliminators. Ignoring these 
losses will therefore not significantly affect the accuracy of the evaluation. 
Gaddis and Gnielinski (1985) present correlations based on empirical data to 
calculate the pressure drop over bundles of dry plain tubes in cross-flow. Such a 
bundle is shown schematically in Figure 6.3. 
 
 
Pt = 2do 
ol
dP 3  
vo 
do 
a = Pt/do 
b = Pl/do 
Figure 6.3:  Bundle of plain tubes in cross-flow 
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Equation (6.30) describes the pressure loss across the bundle as a function of the 
bundle loss coefficient (Kb), the number of tube rows (nr) the mean air density 
through the bundle (ρam), and the air velocity in the narrowest cross-section 
through the bundle (vmax).  
22
2 maxamrb)drynd(a
vnKp  

 (6.30) 
For a staggered tube arrangement with the narrowest cross-section perpendicular 
to the flow direction, vmax is given by Equation (6.31) where vo is the average air 
velocity upstream of the bundle and a is defined in Figure 6.3. 
 1max  aavv o  (6.31) 
Gaddis and Gnielinski (1985) use Bell’s (1963) correlation, shown in 
Equation (6.32), for the bundle loss coefficient for non-isothermal turbulent cross-
flow (i.e. Remax = ρamvmaxdo/μam > 4000) through a plain-tube bundle. 
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In Equation (6.32), μaw is the dynamic viscosity of air evaluated at the mean film 
temperature based on the mean air temperature through the bundle: 
Tw = (Tam + Tv)/2. 
Bertrand (2011) gives Equation (6.33) for the pressure drop over droplet 
collecting troughs in the absence of deluge water flow. 
001520271 .
act
G.p   (6.33) 
6.3.1.3 Heat transfer rate results 
The HDWD is essentially a conventional dephlegmator in which a portion of the 
finned-tube heat exchanger has been removed and replaced with the second stage 
hybrid (dry/wet) plain-tube bundle. It is therefore instructive to compare the heat 
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transfer rate of the second stage of the HDWD to the corresponding rate of the 
section of a conventional dephlegmator it is replacing (section comparison), as 
well as to compare the heat transfer for the whole dephlegmator (component 
comparison). Furthermore, the purpose of the HDWD is to enhance ACC 
performance and so a comparison of the performance of an entire ACC 
(consisting of four streets with five primary condenser units and one 
dephlegmator unit as shown in Figure 4.1) equipped with or without a HDWD is 
the ultimate indicator (system comparison). In the ACC considered here, the 
conventional air-cooled dephlegmator would provide roughly 15 % of the total 
heat transfer rate. Any changes in dephlegmator performance are therefore less 
pronounced on a system scale. 
Figure 6.4 compares the heat transfer rate of an HDWD operating as an air-cooled 
condenser to the heat transfer rate of an ideal conventional dephlegmator 
(operating 100 % effectively) on a section, component and system level. Details 
of the conventional dephlegmator specifications are given in Appendix A.  
 
Figure 6.4: Heat transfer rate comparison between a conventional dephlegmator 
and the HDWD operating as an air-cooled condenser 
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The plain-tube bundle of the second stage of the HDWD, when operating dry, 
provides less than half the heat transfer of the section of finned-tube heat 
exchanger it is replacing. This appears to be severe, but when considered on a 
component level (whole dephlegmator), the HDWD heat transfer rate is between 
73 % and 86 % of its ideal conventional counterpart. On a system level, for the 
ACC with six cells in each street (five primary condensers and one 
dephlegmator), the ACC equipped with HDWDs provides 87 % to 95 % of the 
heat transfer of the ACC with conventional dephlegmators. 
The same comparison is shown in Figure 6.5 for a HDWD operating as an 
evaporative condenser. Note that the performance evaluation for wet operation 
was only carried out for higher vapor temperatures since it is likely that wet 
operation of the HDWD will only be initiated during periods of high ambient, and 
subsequently high vapor, temperatures.  
 
Figure 6.5: Heat transfer rate between a conventional dephlegmator and the 
HDWD operating as an evaporative cooler 
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improvement is less pronounced but nonetheless significant on a component level 
with the HDWD offering two to three times the heat transfer of its conventional 
counterpart. On a system scale, the heat transfer rate of an ACC with the HDWDs 
is 15 % to 30 % greater than the rate for an ACC with conventional 
dephlegmators. 
In all cases the smaller diameter tubes used in Configurations E – K provide 
greater heat transfer rates than the larger tubes of Configurations A – D. Inverse 
relationships between tube diameter and the various heat and mass transfer 
coefficients are responsible for the greater heat transfer experienced by the 
smaller tubes – see Equations (6.13), (6.14) and (6.18). 
In summary, the HDWD operating in dry mode results in a slight reduction in 
ACC cooling performance relative to an ideal conventional dephlegmator 
(roughly 13 % for Configurations A – D, 9 % for E – H, and 6 % for I – K for the 
entire ACC). In light of the dephlegmator performance requirements discussed in 
Chapter 5 (see Figure 5.7), it would appear that Configurations I – K provide just 
enough suction during dry operation to prevent backflow in the multi-row primary 
condensers under ideal operating conditions. However, the margin of safety is 
dangerously small in this case and attention should be directed towards enhancing 
the HDWD performance during dry operation, or reducing the load on the 
dephlegmator. The use of a more effective finned-tube in the first stage of the 
HDWD may provide sufficient heat transfer rate enhancement. Reducing 
dephlegmator load has been discussed in Chapter 5 with the use of single-row 
primary condenser bundles identified as the most effective strategy for 
accomplishing this task.  During wet operation the HDWD significantly 
outperforms the conventional dephlegmator. Should the dry HDWD be able to 
protect the primary condensers from backflow; the significant advantage provided 
by wet operation of the HDWD more than outweighs the slight decrease in 
cooling capacity experienced during dry operation. 
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The high heat transfer rates associated with wet operation of the HDWD are 
promising. However, due to the associated high vapor velocities in the counter-
flow first stage heat exchanger tubes, it is necessary to carefully consider the 
possibility of flooding. It is also necessary to examine the implications of these 
high velocities on the steam-side pressure drop over the HDWD. The following 
sections address these issues. 
6.3.2 Flooding concerns 
In the forced draft HDWD, steam flows upwards in the inclined finned tubes of 
the first stage in counter-flow with the draining condensate. During dry operation 
the condensate is able to drain freely into the lower header due to relatively low 
vapor flow rates at the inlets of the first stage tubes. During wet operation, the 
vapor flow rate at the first stage tube inlets increases measurably due to the high 
heat transfer rates in the second stage. If the first stage inlet vapor flow rate 
increases too much, so that the condensate is no longer able to drain freely and 
instead accumulates in the tubes, then flooding has occurred. Flooding results in a 
measurable increase in the steam-side pressure drop and a decrease in the thermal 
performance of the tube (Schoenfeld and Krӧger, 2000). 
The correlation of Zapke and Kröger (1996), shown in Equation (6.34), was used 
to investigate the possibility of flooding in the first stage tubes. 
 2060
21
exp ..
DcDv
OhFraaFr   (6.34) 
The vapor and condensate Froude numbers, FrDv and FrDc, are defined by 
Equations (6.35) and (6.36) respectively. The Ohnesorge number (Oh) 
(Ohnesorge, 1936) is expressed in Equation (6.37) with σl the liquid surface 
tension. 
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In Equation (6.35), Ht is the flattened tube height. The superficial vapor and 
condensate velocities, vvs and vvl in Equations (6.35) and (6.36) are respectively 
defined by Equations (6.38) and (6.39).  
tsvvvs Amv   (6.38) 
tslccs
Amv   (6.39) 
The constants a1 and a2 in Equation (6.34) are functions of the tube inclination 
angle θ as shown in Equations (6.40) and (6.41) where θ is in degrees. 
342432
1 1098521105183110970541091437 
  ....a  (6.40) 
3422
2
103227510075869471114918    ....a  (6.41) 
Flooding occurs when the vapor Froude number exceeds the limit set by 
Equation (6.34) at a given condensate Froude number. Figure 6.6 shows the vapor 
Froude number in the first row of first stage tubes, inclined at 60° to the 
horizontal, as a function of the corresponding condensate Froude numbers for 
Tv = 60 °C and Ta = 20 ˚C. The flooding limit in the first stage tubes is exceeded 
when the second stage of the HDWD is operated as an evaporative cooler in this 
case. Calculations performed over a range of vapor temperatures and approach 
temperature differences found flooding to always occur in the first stage during 
wet operation of the second stage heat exchanger configurations considered in this 
study. 
That flooding in the first stage tubes is predicted to occur when the second stage is 
operated as an evaporative condenser poses a problem and limits the application 
of the forced draft HDWD concept to certain tube geometries and operating 
conditions. Possible solutions to this problem are to modify the geometry of the 
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finned tubes in the first stage or to change the configuration of the dephlegmator 
from the forced draft system, shown in Figure 6.1, to an induced draft system as 
illustrated in Figure 6.7.  
 
Figure 6.6: Flooding considerations in the first stage of the HDWD 
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The induced draft concept has the advantage of a first stage that is operating with 
co-current vapor/condensate flow and is therefore not susceptible to flooding. For 
a given fan air mass flow rate, induced draft systems generally require more fan 
power than forced draft systems because the induced draft fan is operating at a 
higher air temperature and therefore with less dense air.  
At first glance it may therefore seem that the induced draft HDWD would have 
the disadvantage of increased fan power consumption. In this case, however, the 
system operating point is shifted to a higher fan mass flow rate for the induced 
draft HDWD as a result of the difference in the bundle loss coefficients as shown 
in Equations (6.21) and (6.22). The fan power requirement is thus predicted to be 
slightly less in the induced draft case for the system considered in this 
investigation. The heat transfer rates of the induced and forced draft systems 
differ negligibly and the results of Section 6.3.1.3 are valid for both 
configurations. 
6.3.3 Steam-side pressure drop 
The steam-side pressure drop over the dephlegmator is influenced by friction, 
acceleration, inlet/outlet and geodetic effects as shown in Equation (6.42). 
go/imfv
pΔpΔpΔpΔpΔ   (6.42) 
 
The geodetic component, Δpg, is small relative to the other contributors, especially 
in the second stage where the tubes are near horizontal and Δpg tends to zero. The 
friction (Δpf), acceleration (Δpm), and inlet/outlet (Δpi/o) components are discussed 
in the following sections. 
6.3.3.1 Friction pressure loss 
No accurate general predictive methods are available for predicting the friction 
pressure gradient in two-phase liquid-vapor flow (Mauro et al., 2007). Existing 
methods make use of either the homogeneous or the separated flow model 
approach (Carey, 1992). 
Stellenbosch University  http://scholar.sun.ac.za
6.25 
 
The homogeneous model assumes the liquid and vapor velocities to be equal and 
that the two-phase fluid behaves as a single-phase fluid with properties analogous 
to the mean values of the flow. The homogeneous model is recommended for use 
at high mass flux (Gv > 2000 kg/m
2
s) and high reduced pressures (Thome, 2006) 
and gives best results in the bubbly and mist flow regimes where the slip velocity 
between phases is small (Carey, 1992). Although conveniently simple, the 
homogeneous model offers reasonable results for limited circumstances only and 
is therefore seldom used. 
In separated flow models, the individual phases in the two-phase flow are 
considered independently. Typically, the two-phase friction pressure gradient is 
expressed in terms of the friction pressure gradient of a single-phase fluid, 
flowing at some mass flux in the tube or duct, multiplied by a two-phase friction 
multiplier ( ), as shown in Equation (6.43). The two-phase multiplier accounts 
for the effects of interfacial roughness on the friction pressure gradient. 
   
)i(fi)tp(f
dxdpdxdp 2  (6.43) 
The right hand side of Equation (6.43) can be written in terms of the liquid (i→l), 
liquid-only (i→lo), vapor (i→v) or vapor only (i→vo) friction pressure gradients. 
The liquid and vapor single-phase friction gradients are calculated based in the 
total mass flux of the two-phase mixture while the liquid- and vapor-only 
gradients are calculated based on the mass flux of the respective phase only. 
Empirical correlations are required to determine the two-phase friction multiplier 
for a given flow situation. The first widely used correlation of this sort was 
proposed by Lockhart and Martinelli (1949) based on experimental data for 
adiabatic two-phase, two-component (air-benzene, kerosene-water) flows in a 
round tube (1.5 mm ≤ di ≤ 26 mm). Lockhart and Martinelli’s correlation has been 
shown to yield reasonably accurate results for a wide variety of two-phase flow 
circumstances in round tubes (Carey, 1992) and remains one of the most widely 
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used and best recognised methods today. Many modern correlations, some of 
which will be discussed here, are based on Lockhart and Martinelli’s approach. 
Baroczy (1966) claims to offer an improvement on Lockhart and Martinelli’s 
correlation which takes into account the influence of pressure and mass flux as 
well as the respective fluid flow rates on the two-phase friction multiplier. 
Baroczy’s correlation is based on local pressure gradient data observed during 
experiments involving steam, air-water, and mercury-nitrogen flows over a range 
of practical mixture qualities and mass fluxes. The correlations are expressed in 
the form of two curves: the first expressing the two-phase friction multiplier as a 
function of fluid properties at a fixed mass flux, and the second scaling the former 
curve to account for mass flux effects. The scaling curve is very complex and 
integration to find overall values for a tube is subsequently extremely difficult. 
This method is thus seldom used in practise (Carey, 1992). 
Friedel (1979) developed a correlation for the two-phase liquid-only friction 
multiplier (
lo
 ) based on an extensive database including 25 000 friction pressure 
drop results for the adiabatic flow of various single- and two-component two-
phase mixtures in both horizontal and vertical tubes over a wide range of flow 
conditions. Friedel’s correlation expresses the friction multiplier as a function of 
the fluid properties, the quality of the mixture, as well as the Reynolds, Froude 
and Weber numbers. The correlation therefore accounts for mass flux, surface 
tension and gravitational effects. Several studies (such as Carey, 1992; 
Dalkilic et al., 2010; and Shannak, 2008) recommend Friedel’s correlation for use 
when μl/μv < 1000.  
Due to the extensive database on which Friedel’s correlation is based, it is likely 
to offer a reasonably accurate prediction of the friction pressure gradient in many 
flow situations (Carey, 1992). Indeed, several studies comparing various friction 
pressure drop correlations find this to be the case. Mauro et al. (2007) compared 
five correlations - including Friedel (1979), Grӧnnerud (1972), Muller-Steinhagen 
and Heck (1986) and Moreno Quiben and Thome (2007) - to their data for 
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uniformly heated refrigerant flow in a horizontal tube (di = 0.006 m). Friedel’s 
correlation gave the most reliable predictions of the two-phase pressure drop over 
all the flow regimes considered but was not the best in any particular flow regime. 
Da Silva Lima et al. (2009) present similar findings based on their experiments 
with Nitrogen flow in smooth horizontal tubes (di = 0.014 m). Shannak (2008) 
compared seven two-phase friction pressure drop correlations to data for air-water 
flow in horizontal and vertical tubes with di = 0.0525 m. Their data covered 
mixture qualities of 0 ≤ x ≤ 1, mass fluxes of 200 kg/m2s ≤ G ≤ 1500 kg/m
2
s and 
pressures between 5 x 105 N/m2 ≤ p ≤ 14 x 105 N/m2. Freidel’s correlation proved 
most accurate for mixture qualities below x = 0.8 but was found to under-predict 
the data slightly at higher qualities. In light of this under-prediction at high 
qualities, Shannak recommends an improvement on Friedel’s correlation which 
uses a new definition for the two-phase Reynolds number implemented in a 
modified version of the Colebrook equation recommended by Chen (1979). 
Unfortunately the complex form of this correlation makes integration extremely 
difficult. 
Friedel’s (1979) correlation was derived from data for adiabatic flows and 
therefore does not account for condensation effects. Groenewald and 
Krӧger (1995) show that adiabatic two-phase friction pressure drop models yield 
errors when applied to condensing flow situations since they fail to account for 
the influence of the condensing mass flux towards the liquid-vapor interface. 
Condensation alters the vapor velocity profile in the vicinity of the interface 
resulting in increased interfacial friction. Adiabatic friction factors can be 
modified to account for condensation through the use of a friction enhancement 
factor. These factors are typically derived from theoretical analyses for flat plate 
flows with suction (effectively porous plate flow). Cavallini et al. (2002) 
recommends that Friedel’s correlation be corrected using the friction enhancement 
factor presented by Mickley et al. (1954) to account for condensation effects when 
necessary. Dalkilic et al. (2010) showed that this modified Friedel correlation 
resulted in improved prediction of their data for refrigerant condensation in 
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horizontal and vertical tubes. A similar comparison to data for condensing steam 
could not be found. 
Owen et al. (1981) applied the annular flow model, used in its no-entrainment 
limit, to predict the friction pressure gradient during the condensation of two-
phase, single component mixtures (20 kg/m
2
s ≤ G ≤ 1250 kg/m2s) in horizontal 
tubes (0.007 m ≤ di ≤ 0.025 m). Steam, propanol, methanol and a variety of 
refrigerants were considered. While they show their model to provide good 
accuracy, it is sensitive to the correlation used to describe the interfacial 
roughness coefficient. 
Groenewald and Krӧger (1995) express the two-phase friction pressure gradient 
for condensing steam in terms of an effective interfacial friction factor (fDe) based 
on the Darcy friction factor (fD). Their correlations have been presented in 
Equations (4.8) – (4.12) for high aspect ratio flattened tubes. For round tubes, as 
used in the second stage of the HDWD, Groenewald and Krӧger give 
Equations (6.44) and (6.45) respectively for the parameters a1 and a2 in 
Equation (4.12). 
263
1 107746910719100461 vnvn Re.Re..a
   (6.44) 
2
2 851512891243115574 vnvn Re.Re..a   
(6.45) 
The general consensus amongst authors of comparative studies of multi-phase 
friction pressure drop correlations is that the most accurate prediction will be 
achieved using the correlation based on experiments that most closely resemble 
the situation one is trying to predict. Most of the correlations available in the 
literature, and discussed above, are based on data for refrigerants or on adiabatic 
flow in short, small diameter tubes. In the HDWD, condensing steam is flowing in 
long, relatively large diameter tubes. Groenewald and Kröger (1995) tested 
condensing steam in tubes similar to those considered in this study and their 
correlations were thus selected for use here. 
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6.3.3.2 Acceleration effects 
The bulk vapor flow experiences a deceleration as it flows through the 
dephlegmator as a result of mass transfer to the liquid phase during condensation. 
This loss of momentum manifests as a static pressure recovery in the flow 
direction. The increase in pressure due to acceleration effects is expressed directly 
as a function of the momentum of the vapor entering the tube in Equation (6.46) 
(Krӧger, 2004). 
  dxxxGpΔ
vlvm
 22 1   (6.46) 
Here α is the local void fraction. 
If the flow leaving a tube is stratified and the quality of the vapor is assumed to be 
unity, then Equation (6.46) reduces to Equation (6.47). 
 22 vovivm vvp    (6.47) 
6.3.3.3 Inlet/outlet effects 
Losses of mechanical energy occur at abrupt changes in flow cross-sectional area 
such as at the inlet and outlet of tubes. Inlet and outlet losses in single-phase flow 
are typically expressed in terms of the contraction and expansion loss coefficients 
(Ki and Ko) and inlet and outlet area ratios (σi and σo) as shown in Equations (6.48) 
– (6.50) (Krӧger, 2004). 
  21 22
viviii
vKpΔ    (6.48) 
    21 22
vovooturbo
vKpΔ   (6.49) 
    2331 22
vovoolamo
v.KpΔ    (6.50) 
The inlet loss coefficient has been described in Equation (4.34) as a function of 
the contraction ratio (σc). The contraction ratio is in turn a function of the inlet 
area ratio shown in Equation (4.35) for sharp tube inlets (Kays, 1950). 
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The inlet loss coefficient can be reduced by rounding the inlet edge. Fried and 
Idelchick (1989) give the information shown in Figure 5.14 for the effect of 
rounding the inlet edge on the inlet loss coefficient of round tubes. 
Equations (6.51) and (6.52) describe the expansion loss coefficient for turbulent 
and laminar flow respectively. 
 21
oo
K   (6.51) 
26621
ooo
.K    (6.52) 
Equations (6.48) – (6.52) are valid for the first and second stages of the induced 
draft HDWD where the vapor and condensate flow co-currently and liquid-vapor 
interactions at the tube inlets and outlets are negligible due to the high void 
fraction of the flow. 
In the forced draft HDWD the first stage operates under counter-flow vapor-
condensate conditions and significant liquid-vapor interactions, notably at the tube 
inlets, need to be accounted for in the evaluation of the inlet losses (Zapke and 
Krӧger, 1997). 
Zapke and Kroger (1997) present the correlations shown in Equations (6.53) and 
(6.54), derived from their experimental data, for the inlet pressure drop over a 
sudden contraction in flow area during counter-current vapor-liquid flow. 
  222
vivi)tp(ii
vKpΔ   (6.53) 
 
sv)tp(i
Fr..K 95262exp56361  (6.54) 
6.3.3.4 Steam-side pressure drop results 
The steam-side pressure drop over the HDWD operating as an air-cooled 
condenser is compared to that over the conventional dephlegmator in Figure 6.8 
(component comparison).  
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It is immediately obvious that the steam-side pressure drop is higher when the 
smaller tubes are used in the second stage of the HDWD. This higher pressure 
drop is as an obvious result of the greater vapor velocities associated with using 
the smaller tubes with higher heat transfer rates. Apart from Configurations E and 
G the steam-side pressure drop over the HDWD operating dry is generally of a 
similar magnitude to that of the conventional dephlegmator. The magnitude of this 
pressure drop is relatively small and the assumption of constant vapor temperature 
through the HDWD holds in this case. 
 
Figure 6.8: Comparison of the steam-side pressure drop over a conventional 
dephlegmator and the HDWD operating as an air-cooled condenser 
In Figure 6.9 the steam-side pressure drop over the HDWD operating as an 
evaporative condenser is compared to the pressure drop over the conventional 
dephlegmator. The pressure drop over the HDWD is measurably increased as a 
result of the very high vapor flow rates. 
6.3.3.5 Contributors to steam-side pressure drop in the HDWD 
As mentioned previously: friction, acceleration and inlet/outlet effects contribute 
to the steam-side pressure change over the HDWD.  
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Figure 6.9: Comparison of the steam-side pressure drop over a conventional 
dephlegmator and the HDWD operating as an evaporative condenser 
As the steam flows through the system, friction and inlet/outlet effects result in 
static pressure losses while deceleration of the flow due to condensation results in 
a static pressure recovery. Table 6.2 shows the contributions of the friction, 
inlet/outlet and acceleration pressure changes on the overall steam-side pressure 
change for the first and second stages of Configuration I (do = 0.019 m, nr = 25) of 
the HDWD, operating in wet mode (Tv = 60 ˚C, Ta = 20 ˚C).  
Table 6.2: Contributors to steam-side pressure drop in the HDWD (Config. I, wet)  
  Δpf, N/m
2
 Δpi/o, N/m
2
 Δpm, N/m
2
 Δpv, N/m
2
 
First stage  -1219.77 -922.22 564.59 -1577.40 
Second 
stage 
1
st
 pass -471.49 -159.18 320.56 -310.11 
2
nd
 pass -471.49 -159.18 320.56 -310.11 
3
rd
 pass  -259.53 -104.02 213.71 -149.84 
Overall -1202.51 -422.38 854.83 -770.06 
From Table 6.2, the net pressure change over the HDWD is,  
2mN46234706770401577 ...pΔ
v
  
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The first stage accounts for 67 % of the steam-side pressure drop over the HDWD 
in this case.  
When operating as an evaporative condenser, the second stage of the HDWD 
condenses a large amount of steam. The first stage always operates as an air-
cooled condenser and therefore condenses far less steam than the second stage. 
The first stage experiences measurable inlet/outlet and friction losses as a result of 
the large amount of vapor drawn through it by the wet second stage. 
Simultaneously, relatively little steam is condensed in the first stage and the 
corresponding pressure recovery due to deceleration of the flow under the 
influence of condensation is small relative to the losses. The net pressure drop 
over the first stage is therefore substantial. 
The friction losses in the second stage are of similar magnitude to those in the first 
stage due to the relatively long length of small diameter tube used. The inlet 
losses in the second stage are, however, smaller than in the first stage and there is 
more pressure recovery due to the higher condensation rates. The net pressure 
drop over the second stage is therefore significantly less than over the first. 
Analysis of Table 6.2 shows that inlet/outlet effects account for nearly 60 % of the 
net pressure drop over both stages. Figure 5.14 shows that it is possible to 
measurably reduce the inlet loss coefficient by rounding the tube inlet edges. 
Rounding the inlet edges of the first and second stage tubes in Configuration I to 
r/d = 0.16, a relatively high rounding ratio, was found to reduce the steam-side 
pressure drop over the HDWD by approximately 20 % and increase the HDWD 
heat transfer rate by approximately 1.2 % relative to the sharp-edged case. A 
detailed economic analysis is necessary to determine if the cost of purposefully 
rounding the tube inlets during the manufacturing of the HDWD is eventually 
compensated for by the small increase in cooling performance.   
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6.3.4 Ejector loading 
The performance requirements of the ejector in the dephlegmator cell were 
described in Chapter 5. An amount of vapor must be ejected along with the non-
condensable gases to prevent backflow in the dephlegmator tubes. It is obviously 
desirable to minimize the required amount of vapor to be ejected to reduce the 
demands on ejector capacity. 
The amount of vapor to be ejected is determined largely by the tube configuration 
in the dephlegmator. The conventional dephlegmator considered in this study 
makes use of a two-row heat exchanger and therefore requires additional vapor 
flow through the second row to prevent vapor backflow in the first. Section 5.3 
discussed the ejector requirements to account for row effects in such a 
dephlegmator. In the second stage of the HDWD, the number of tube rows in the 
final pass of the plain tube bundle determines the amount of additional vapor 
flow. For a single-row tube pass, no additional vapor flow is necessary under ideal 
operating conditions (i.e. each tube operating 100 % effectively with uniform air 
flow and temperature distribution) and such a configuration is therefore desirable, 
although not always practical. 
Assuming a non-condensable concentration in the vapor of 1:10
4
 as in Chapter 5, 
the concentration of vapor in the ejection mixture is shown in Figure 6.10 for dry 
operation of the HDWD second stage. 
Configurations A, E and I theoretically require no vapor to be ejected in order to 
clean out the tubes of non-condensable gases since they have only a single tube 
row in the final tube pass. For the conventional dephlegmator, over 90 % of the 
ejection mixture would be vapor and the ejector is being used very ineffectively. 
Configuration K requires more vapor ejection than the conventional dephlegmator 
while Configurations D, G and H offer only a small improvement. Configurations 
B, C, F and J offer measurable improvements in ejector loading relative to the 
conventional dephlegmator. 
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Figure 6.10: Concentration of water vapor in the ejection mixture required to 
prevent vapor backflow in the dephlegmator 
As mentioned in Chapter 5, a small amount of excess vapor will always be ejected 
(regardless of the bundle configuration) to account for non-ideal operation of the 
HDWD and to prevent high concentrations of non-condensable gases in the final 
portion of the heat exchanger.  
6.3.5 Water consumption 
The enhanced heat transfer rate when operating the HDWD as an evaporative 
condenser comes at the expense of water consumption. Figure 6.11 shows the 
predicted water consumption of the HDWD for a deluge water mass flux of 
Gw = 1.97 kg/m
2
s, which exceeds the minimum required deluge water mass flux 
of Gw(min) = 1.7 kg/m
2
s for uniform wetting of the tubes (Heyns, 2009). 
Heyns (2009) showed that an ACC with a HDWD consumes roughly 20 % less 
water than one at which adiabatic cooling is employed to achieve a similar 
performance enhancement. An evaporative cooling tower for a 480 MW power 
plant consumes approximately 14.4 ML of water per day (Gadhamshetty et al., 
2006), or roughly 166 kg/s. The equivalent ACC with a HDWD operating in wet 
mode full-time would consume at most 56 kg/s (4 ACC streets each with 
mevap ≈ 14 kg/s) or 4.84 ML of fresh water per day. 
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Figure 6.11: Water consumption in the HDWD 
While this already offers a considerable water consumption reduction, it is 
unlikely that the HDWD would be operated wet all the time. The HDWD should 
operate dry for the majority of the time and only be operated in wet mode for the 
few hottest hours of the year, or when electricity prices are high enough to justify 
the consumption of additional water. The water consumption of the ACC with a 
HDWD will therefore be negligible relative to an evaporative cooling tower. 
6.3.6 Recommended HDWD configuration 
The results presented thus far in Section 6.3 indicate that the smaller diameter 
tubes of Configurations E – K (do = 0.019 m) offer better heat transfer rates than 
the larger tubes of Configurations A – D (do = 0.0381 m). Configurations I – K 
offer the highest heat transfer rates due to the greater number of tube rows 
(nr = 25) in the second stage bundle. In light of the dephlegmator loading results 
presented in Chapter 5, only Configurations I – K offer sufficient suction during 
dry operation to protect the multi-row primary condensers considered here from 
vapor backflow. The high heat transfer rate in these configurations comes at the 
expense of higher steam-side pressure drop and increased water consumption. 
However, the improved heat transfer outweighs the negative effects of increased 
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steam-side pressure drop while the increase in water consumption is negligible 
when compared to other methods of cooling. Furthermore, certain HDWD 
configurations are shown to be capable of measurably reducing the load on the 
ejector and are therefore more likely to prevent the accumulation of non-
condensable gases in the system. Configurations with only a single vapor pass in 
the final tube row (A, E and I) offer the most desirable configurations in terms of 
ejector loading. Based on these considerations, Configuration I offers the most 
attractive configuration for the HDWD.  
6.4 The effect of an HDWD on steam turbine output 
Section 6.3.1.3 showed that the HDWD is capable of measurably improving the 
heat transfer rate of an ACC at high ambient temperatures while consuming very 
little water. Improved ACC performance results in increased steam turbine output, 
as discussed in Chapter 2. The effect of the HDWD (with second stage 
Configuration I) on the output of a practical steam turbine is examined here. 
The steam turbine performance characteristic and the required ACC heat rejection 
rate, shown in Figure 2.4, are described by Equations (6.55) and (6.56) 
respectively (Tv in degrees Celcius).  
MW00016300133200043083225 32 ,T.T.T..P
vvvgen
  (6.55) 
MW0001800160101822304336 32 ,T.T.T..Q
vvv
  (6.56) 
These characteristics are for a plant cooled by an 18 cell ACC (three streets each 
with five primary condensers and one dephlegmator) as considered by Heyns and 
Krӧger (2012). The complete operating point specifications of the plant are given 
in Appendix A.3. 
Turbine output decreases at high ambient temperatures due to a reduction in ACC 
thermal performance. If, however, it is possible to enhance the potential ACC 
performance at high ambient temperatures, the backpressure can be maintained 
closer to the optimum and the turbine output can be improved. Figure 6.12 shows 
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the effect of the dephlegmator configuration in the three-street ACC on the steam 
turbine backpressure.  
The ACC with a conventional dephlegmator and the ACC with a HDWD 
operating as an air cooled condenser have similar performance capabilities, as was 
illustrated in Figure 6.4, and they subsequently result in similar backpressures. 
The ACC with a HDWD operating as an evaporative cooler offers measurably 
more potential for heat rejection and as such operates at lower backpressures for a 
given ambient temperature. 
 
Figure 6.12: The effect of dephlegmator configuration on turbine backpressure 
Figure 6.13 illustrates the steam temperatures corresponding to the backpressures 
shown in Figure 6.12. The steam temperature of Tv = 54 °C  corresponding to the 
optimum backpressure in Figure 2.5 is shown as a dashed line.  
At higher ambient temperatures the HDWD operating in wet mode results in 
steam temperatures that are closer to the optimum than for the other 
configurations. At lower ambient temperatures the wet HDWD results in vapor 
temperatures further from optimum than the other configurations for this 
particular turbine. It therefore stands to reason that the HDWD operating in wet 
mode must offer improved power output at high ambient temperatures while the 
0 
20000 
40000 
60000 
80000 
100000 
120000 
0 5 10 15 20 25 30 35 40 45 50 55 
S
te
am
 t
u
rb
in
e 
b
ac
k
 p
re
ss
u
re
  
p
v,
 N
/m
2
 
Ambient temperature Ta, °C 
ACC with conv. dephlegmator 
ACC with HDWD (wet mode) 
ACC with HDWD (dry mode) 
Stellenbosch University  http://scholar.sun.ac.za
6.39 
 
HDWD operating in dry mode offers improved turbine performance at lower 
ambient temperatures.  
 
Figure 6.13: The effect of dephlegmator configuration on vapor temperature 
This is evident in Figure 6.14 which shows that an ACC with HDWDs can effect 
a measurable improvement in the power output of the steam turbine considered in 
this study relative to an ACC with conventional dephlegmators. By operating the 
HDWDs in dry mode at low ambient temperatures (Ta < 22 °C in this case) and in 
wet mode for higher ambient temperatures, the steam turbine output can be 
maintained at a measurably higher average. 
 
Figure 6.14: The effect of dephlegmator configuration on steam turbine output 
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7. CONCLUDING REMARKS AND RECOMMENDATIONS 
In order to improve the reliability and competitiveness of ACC technology it is 
necessary to cultivate a greater understanding of the steam-side operation and 
performance of these systems. The impact of non-uniform vapor flow 
distributions, vapor backflow and the accumulation of non-condensable gases, and 
dephlegmator performance are of particular importance. 
The objectives of this study were therefore to investigate the steam-side operation 
of an ACC with particular emphasis on the vapor flow distribution in the primary 
heat exchanger bundles and dephlegmator performance. A practical hypothetical 
condenser was considered using a combination of CFD, numerical, analytical and 
experimental methods. 
The vapor flow in the distributing manifold, connecting the steam turbine to the 
air-cooled heat exchangers, was examined and the importance of careful design of 
the guide vanes in the junctions and bends was noted. In the ACC considered 
here, and in many operational ACCs, simple quarter-circle guide vanes are used 
with a uniform vane thickness and a slightly prolonged trailing edge. Several 
studies in the field of low-speed wind tunnel design – see Lindgren et al. (1998) 
for example – have highlighted the benefits, in terms of reduced pressure drop and 
improved flow distribution, of using more sophisticated guide vane designs. 
Particular emphasis is placed on varying vane thickness and trailing edge angle in 
these studies. The results shown in Chapter 3 indicate that considerations 
seemingly as trivial as the number of guide vanes in a given location can have a 
measurable impact of the flow through the distributing manifold.  
Careful consideration of guide vane configuration in large ACC distributing 
manifolds would be beneficial to plant performance. Such measures could result 
in reduced steam-side losses over the manifold as well as improved flow 
distribution upstream of the heat exchanger bundles. A possible unforeseen 
benefit of improved guide vane design is that longer ducts can be used in the 
manifolds and the additional friction losses compensated for by the reduced bend 
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and junction losses. Longer ducts allow the ACC to be located further away from 
other power plant structures. This would be beneficial in light of the undesirable 
air-side flow phenomena associated with ACC proximity to such structures – see 
studies on wind effects by Goldschagg et al. (1997), Liu et al. (2009)  and Gao et 
al., (2009) for example. Furthermore, it was shown in Section 4.4.2 that the 
upstream tubes in the first cell of a given ACC street experience very high inlet 
loss coefficients as a result of highly oblique approaching flow. These high inlet 
loss coefficients increase the demands on dephlegmator performance and 
exacerbate the risk of non-condensable accumulation in these tubes. Smart guide 
vane design in the bends upstream of the heat exchangers may assist in improving 
the flow conditions at these tube inlets, and thereby contribute towards mitigating 
the aforementioned concerns. 
The investigation of the vapor flow in the primary condensers revealed a definite 
trend in inlet loss coefficient distribution through the heat exchanger bundles. A 
very strong relationship between the inlet loss coefficient distributions and the 
corresponding vapor flow distributions was identified. The inlet losses influence 
the vapor flow to such an extent that the flow distribution appears to not conform 
to the expected pattern typical of parallel or reverse flow manifolds (see the trends 
in Bajura and Jones (1976) for example). The strong influence of the inlet loss 
coefficients results in an additional demand on the dephlegmator that cannot be 
overlooked. In the worst case considered here, one third of the dephlegmator 
capacity was required to prevent vapor backflow due to the non-uniform 
distribution of inlet loss coefficients alone. 
In the case of multi-row primary condenser bundles, row effects may demand as 
much as two thirds of the dephlegmator capacity under ideal operating conditions. 
Combined with the demands of inlet loss coefficient distributions, it appears that 
in some circumstances, the dephlegmator is only capable of catering for ideal 
primary condenser operation and has no margin of safety to cope with non-ideal 
operating conditions. A high risk of non-condensable accumulation therefore 
exists in the upstream regions of the primary condensers. 
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Based on the findings of this report it is recommended that single-row heat 
exchanger bundles be considered as the first option when designing an ACC. By 
using single-row primary condenser bundles, row effects are eliminated and the 
demand on dephlegmator performance is significantly reduced. The dephlegmator 
will then have ample cooling capacity to account for heat exchanger tube inlet 
loss coefficient distributions as well as non-ideal operating conditions. The use of 
single-row heat exchanger bundles in the dephlegmator will also measurably 
reduce the demands on the ejector, which was found to be potentially problematic 
in this case. 
A hybrid (dry/wet) dephlegmator concept, originally proposed by Heyns and 
Krӧger (2012), was examined in Chapter 6. The HDWD was shown to be capable 
of measurably enhancing the performance of an ACC, with subsequent benefits to 
turbine output, while consuming very little water. A potential pitfall was 
identified in terms of the HDWD’s ability to provide sufficient suction to flush the 
multi-row primary condenser bundles of non-condensable gases when operating 
dry. The use of a single-row heat exchanger in the primary condensers would once 
again lay rest to this concern. If single-row primary condenser bundles are for 
some reason not feasible at a particular application, then it is recommended that 
the HDWD performance during dry operation be enhanced to ensure sufficient 
protection for the primary condensers. 
Flooding concerns in the first stage of the original forced draft HDWD concept 
during wet operation prompted the recommendation to change to an induced draft 
configuration. In some situations an induced draft configuration may be 
impractical. A forced draft HDWD can still be used in such cases if careful 
consideration is given to the selection of an appropriate second stage bundle 
configuration, in conjunction with an alternative first stage tube (perhaps a tube 
with a larger steam-side cross-sectional flow area). 
A further topic of concern was the relatively high predicted steam-side pressure 
drop over the HDWD during wet operation. A degree of uncertainty exists 
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regarding the correlations used to calculate the friction pressure drop in this case. 
An experimental investigation of friction losses for the specific flow conditions 
encountered in an HDWD is necessary to accurately specify the performance of 
the system. Despite the large predicted losses, however, the heat transfer rates 
during wet operation of the HDWD remain encouragingly high. 
The HDWD concept offers a simple, cost effective and sustainable solution to the 
issue of reduced ACC performance at high ambient temperatures. In addition, it 
offers a means of providing clean dispatchable power, capable of responding to 
peaks in electricity demands and capitalizing on fluctuations in electricity prices. 
Applied in new power plants, or as a retrofit in situations where ACC 
performance issues are seriously detrimental to the reliable and profitable 
operation of an existing plant, the HDWD will significantly enhance the cost 
competitiveness of dry-cooling. Application of the HDWD concept in the next 
generation of ACCs will no doubt contribute measurably towards establishing 
dry-cooling as the technology of choice for modern thermoelectric power plants. 
Taking into account immediate and future global energy and water security 
concerns, the importance of such an innovation cannot be overstated.  
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APPENDIX A. AIR-COOLED STEAM CONDENSER SPECIFICATIONS 
The ACC streets considered in this study consist of five primary condenser cells 
and one dephlegmator cell. The dephlegmator cell is located third from the inlet of 
the street (see Figure 2.1). The finned-tube heat exchanger and axial flow fan 
specifications are given in Appendices A.1 and A.2 (Krӧger, 2004). Appendix A.3 
describes the design point specification of the power plant considered in the 
analysis presented in Chapter 6. 
A.1 Finned-tube heat exchanger 
Table A.1: Finned-tube heat exchanger specifications 
Number of heat exchanger bundles per cell nb = 8 
Finned tube length in primary condenser bundles Lt(pri) = 9.50 m 
Finned tube length in dephlegmator bundles Lt(dep) = 7.52 m 
Effective frontal area of a primary condenser bundle A(fr)pri = 24.3936 m
2
 
Effective frontal area of a dephlegmator bundle A(fr)dep = 19.3095 m
2
 
Flattened tube hydraulic diameter dh = 0.02975 m 
Tube inside height Ht = 0.097 m 
Tube inside width Wt = 0.017 m 
Inside area of tube per unit length Ati = 0.2168 m 
Inside cross-sectional tube area Ats = 0.00159 m
2
 
Number of tube rows per bundle nr = 2 
Number of tubes per bundle: first row ntb(1) = 57 
Number of tubes per bundle: second row ntb(2) = 58 
Number of vapor passes nvp = 1 
Heat exchanger half-apex angle θ = 30° 
Ratio of minimum to free stream flow area through the bundle σ = 0.48 
Ratio of minimum to free stream flow area at the inlet of the 
bundle 
σ21 = 0.86 
The finned tube characteristic heat transfer parameters and the bundle air-side loss 
coefficient for normal isothermal flow are described by Equations (A.1) – (A.3). 
These equations are based on the characteristic flow parameter Ry, defined in 
Equation (A.4), which is similar to the Reynolds number but is not a function of 
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any equivalent or hydraulic diameter (de) . The use of Ry instead of Re allows for 
meaningful comparison of the performance characteristics of different finned tube 
surfaces without the possibility of confusion due to the relatively arbitrary nature 
of the definition of de in such cases (Krӧger, 2004). 
4332560
1
007945366 .Ry.Ny   (A.1) 
4703730
2
588007360 .Ry.Ny   (A.2) 
4392708314464 .
he
Ry.K   (A.3) 
fr
AmRy 
 
(A.4) 
A.2 Axial flow fan 
Table A.2: Axial flow fan specifications 
Fan diameter dF = 9.145 m 
Fan casing diameter dc = 9.17 m 
Hub/tip ratio dh/dF = 0.4 
Ratio of hub height to fan diameter Hh/dF = 0.1 
Height of the inlet shroud Hb = 1.92 m 
Inlet shroud radius rb = 1.16 m 
Number of fan blades nbl = 8 
Blade angle ψ = 34.5° 
Rotational speed N = 125 rpm 
Inlet screen distance from fan blade (upstream) xsi = 1.30 m 
Support beam distance from fan blade (upstream) xbi = 1.34 m 
Support beam distance from fan blade (downstream) xbo = 0.53 m 
Walkway distance from fan blade (downstream) xso = 1.0 m 
Ratio of inlet screen area to fan casing area σsi = 0.125 
Ratio of support beam area to fan casing area (upstream) σbi = 0.15 
Ratio of support beam area to fan casing area (downstream) σbo = 0.05 
Ratio of walkway area to fan casing area σso = 0.10 
The fan static pressure characteristic is described by Equation (A.4) with the 
corresponding fan power consumption described by Equation (A.5). 
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23724 mN101481035156297500452320 ,V.V.V..pΔ
aaaFs
   (A.4) 
W10083085
476168398041386339592333186645
34
2
,V.
V.V..P
a
aaF


 
(A.5) 
 
A.3 Plant design point specifications 
Table A.3: Design point specifications 
Unit output at design point Pgen = 237.96 MW 
Heat load on ACC QACC = 306.71 MW 
Total steam flow rate mv = 133 kg/s 
Steam turbine backpressure pv = 19925.16 N/m
2 
Condensing temperature Tv = 60 ˚C 
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APPENDIX B. FLUID PROPERTIES 
B.1 Dry air (220 K ≤ T ≤ 330 K, p = 101325 N/m2) 
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B.2 Saturated water vapor (273.15 K ≤ T ≤ 380 K) 
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B.3 Saturated water liquid (273.15 K ≤ T ≤ 380 K) 
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B.4 Mixtures of air and water vapor 
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Note: Equations (B.1) – (B.30) were sourced from Krӧger (2004). 
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APPENDIX C. THE EFFECT OF GUIDE VANES ON MITER BEND 
LOSS COEFFICIENT 
As mentioned in Section 3.4.2, single 90° miter bends are often found in ACC 
distributing manifolds. These bends typically have cascades of guide vanes to 
reduce their loss coefficient, as shown in Figure 3.4 and repeated in Figure C.1 for 
convenience. 
 
 
C.1 Internal flow in a bend 
During internal flow through a bend the fluid near the centre is subjected to a 
larger centrifugal force since it has a higher velocity than the fluid at the walls. A 
radial pressure gradient is formed in the bend as a result of this force imbalance 
(Modi and Jayanti, 2004). This pressure gradient causes a secondary flow pattern 
to establish perpendicular to the primary axial flow direction. The nature of this 
secondary flow is highly complex and accounts for a large portion of the loss 
experienced over the bend. The installation of guide vanes in a bend splits the 
c 
P1 
P2 
Pn 
di 
c 
rv 
c = (di + 0.254)/8 
P1 = 0.3c 
nv = 2.6di/c – 1 
Δ = [2.83di/(nv + 1) – 2P1]/nv 
Pn = P1 + (n – 1)Δ 
rv = c/1.59 
 
Figure C.1: Single miter bend with a cascade of circular-arc guide vanes 
(Krӧger, 2004) 
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flow into several narrow channels. As a result, the magnitude of the radial 
pressure gradient is reduced and the development of the secondary flow patterns is 
impeded. The installation of vanes should therefore have the desirable effect of 
reducing the bend loss as well as producing a more uniform flow pattern 
immediately downstream of the bend. 
Ito and Imai (1966) experimentally investigated the effect of guide vanes on the 
loss coefficient of a 90° bend in a circular duct (di = 0.035 m). They report a 
significant decrease in bend loss coefficient when a single vane was added to the 
bend. Furthermore, they found that the addition of a second guide vane resulted in 
an additional slight reduction in the bend loss coefficient. Ito and Imai’s 
experiment successfully demonstrated the beneficial effect of guide vanes on bend 
loss coefficient. However, the small scale of their experiment did not allow for 
further investigation of the effect of increasing the number of guide vanes on the 
bend losses. It is expected that for large diameter bends, such as those that might 
be used in a large scale ACC, the installation of additional guide vanes may have 
a significant impact on the bend loss. In such bends, the channels created by a 
single vane are still large enough to result in the development of measureable 
secondary flow patterns and further division of these channels should aid in 
mitigating such patterns. 
Several studies regarding the use of guide vanes in 90˚ bends exist in the field of 
low speed wind tunnel design. Lindgren and Johansson (2002) numerically and 
experimentally investigated guide vane profile in expanding bends for use in such 
wind tunnels. They report that carefully designed vane profiles can have a 
measurable influence on the bend loss coefficient and that these profiles must be 
optimized for specific bend configurations. Lindgren et al. (1998) report similar 
results, with airfoil-type blade profiles found to offer up to five times lower bend 
loss coefficients than the common quarter circle, constant thickness vane profile 
such as that considered here. Lindgren et al. briefly mention the effect of vane 
pitch on bend loss coefficient and identify an optimum vane pitch for a specific 
bend configuration. Mehta and Bradshaw (1979) suggest that guide vane pitch 
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should not exceed 0.25 times the vane chord length. No comprehensive 
information on guide vane spacing applicable to miter bends in large circular 
ducts could be found in the literature. 
This appendix presents the findings of a numerical and experimental investigation 
into the effect of the number of guide vanes on the loss coefficient of a 90° single 
miter bend in a circular duct (di = 4.99 m). 
C.2 CFD model 
The commercially available CFD code FLUENT was used for the numerical 
investigation. The SIMPLE solution algorithm (Patankar, 1980) was applied with 
second order upwind differencing and the realizable k-ε turbulence model (Shih et 
al., 1995).  
A duct (di = 4.988 m) similar in size to one employed in the distributing manifold 
at an existing ACC was considered. Saturated water vapour (x = 1) at a 
temperature of Tv = 60 ˚C flows through the duct at a mass flow rate of 
mv = 200 kg/s. The corresponding Reynolds number in the duct is Rev = 4.6 x 10
6
. 
The simulations were later repeated for Rev = 8.0 x 10
6
 for comparison to 
experimental data. 
A polyhedral mesh was used in an attempt to reduce the probability of numerical 
diffusion in the vicinity of the bend where secondary flow patterns are likely to be 
present. A grid sensitivity analysis was carried out to determine the appropriate 
grid resolution. The final mesh consisted of approximately 423 500 polyhedral 
cells with 68 divisions on the duct circumference. A growth rate of 1.18 was 
applied away from all surfaces in the radial direction and from the centre of the 
bend in the axial direction. 
A fully developed turbulent velocity profile (Zucrow and Hoffman, 1976) was 
applied at the model inlet 25 diameters upstream of the bend. A pressure outlet 
boundary condition was used at the model outlet located 55 diameters 
downstream of the bend. The duct walls were represented by the “no slip” 
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boundary condition and standard wall functions were applied to bridge the 
turbulent boundary layer. The absolute pressure in the duct was recorded on a line 
surface running along its center. 
C.3 Experimental setup 
A simple experiment was carried out to verify the numerical results. The 
experiment consisted of two sections of round duct connected by a vaned miter 
bend. The duct downstream of the bend was connected to the University of 
Stellenbosch’s atmospheric open-loop induced draft wind tunnel, shown 
schematically in Figure C.2 (see Krӧger (2004) for a detailed description of the 
wind tunnel). In Figure C.2, items 1 – 4 make up the test setup while items 5 – 11 
belong to the wind tunnel.  
 
 
Laboratory space restrictions and wind tunnel dimensions limited the 
experimental bend diameter to di = 0.25 m with duct lengths of five diameters up- 
and downstream of the bend (items 2 and 4 in Figure C.2 respectively). A rounded 
inlet was attached to the upstream duct in an attempt to facilitate fully developed 
1 
2 
7 
6 
9 
4 
3 
5 8 10 
11 
1. Rounded inlet 
2. Upstream duct 
3. Bend 
4. Downstream duct 
5. Diffuser section 
6. Air mixers 
7. Venturi with sampling tube 
8. Mixing plate 
9.   Nozzle plate 
10. Mixing plate 
11. Radial fan 
Figure C.2: Experimental setup 
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flow upstream of the bend. The experimental Reynolds number for the flow of air 
through the test section was 7.65 x 105 ≤ Rea ≤ 7.97 x 10
5
.  
The pressure distribution in the ducts was measured at one diameter intervals from 
the bend in both the up- and downstream sections. Three pressure taps, equally 
spaced around the duct circumference, were installed in the duct wall at each of 
the measurement locations in an attempt to measure the average static pressure at 
each location. The inner surface of the duct was carefully smoothed in the vicinity 
of the pressure taps. The pressure taps were connected to Endress and Hauser 
Deltabar S PMD70 pressure transducers (span 0.25 mbar – 3 bar, accuracy 
0.075%) for data collection. The pressure transducers were manually calibrated 
using a Betz manometer before testing was commenced. 
C.4 Calculating the bend loss coefficient 
The bend loss coefficient was calculated using, as closely as possible, the method 
described by Ito (1960) in both the numerical and experimental investigations. 
Figure C.3 shows a schematic of a typical hydraulic gradient for flow through a 
duct bend.  In Figure C.3, A-B-C-D-E represents the actual hydraulic gradient, 
while A-B1-C1-D1-E1 represents the hydraulic gradient for a corresponding 
straight duct. A-B1-C2-D2-E2 represents the hydraulic gradient that would exist if 
the bend section was removed entirely. 
 
 
Upstream tangent Downstream tangent Bend 
A 
B 
B1 
C1 
C2 
 
D 
D1 
D2 
E 
E1 
E2 
C 
Loss of 
pressure 
Figure C.3: Typical hydraulic gradient through a bend (Ito, 1960) 
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The total loss attributable to the bend is given by the difference in pressure 
between points E and E2 as shown in Equation (C.1). 
 2
-
2
2
v
pp
K EE
mb

  (C.1) 
The measurement for point E must be made in a region where the flow has 
become fully developed downstream of the bend. Ito (1960) states that for most of 
the cases tested by him a distance of 50 diameters was necessary for the flow to 
develop fully. In this numerical investigation fully developed flow was observed 
after approximately 10 diameters. 
C.5 Results 
The CFD prediction of the effect of the number of guide vanes on miter bend loss 
coefficient was shown in Figure 3.5. The predicted effect is compared to the 
experimental results in Figure C.4. According to Figure C.1 (Krӧger, 2004), 19 
guide vanes are recommended for the numerically investigated miter bend. 
 
Figure C.4: The effect of the number of guide vanes on miter bend loss coefficient 
Jorgensen (1961) suggests the loss coefficient for a single miter bend with guide 
vanes is Kmb = 0.28.  The CFD data presented in Figure C.4, where the predicted 
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loss coefficient for 6 ≤ nv ≤ 20 is in the range 0.2 ≤ Kmb ≤ 0.4 and Kmb = 0.35 for 
nv = 19, corresponds relatively well with this suggestion. 
Despite discrepancies in the values, the trends in the numerical and experimental 
data are the same. A vaneless bend has a high loss coefficient. The bend loss 
coefficient decreases as vanes are added. A minimum loss coefficient is reached 
in the vicinity of 10 – 15 vanes after which adding more guide vanes is shown to 
increase the loss coefficient. This behaviour was also identified and briefly 
reported on by Lindgren et al. (1998) who found that decreasing guide vane pitch 
initially reduced the bend loss coefficient in their experiments but then sharply 
increased the losses if decreased beyond an optimum value. Lindgren et al. state 
that it is likely that the value of the optimum guide vane pitch will be strongly 
dependant on bend configuration. 
The discrepancy between the values of the numerically and experimentally 
predicted loss coefficients may be caused by several factors. In the experimental 
setup measurements of the pressure distribution were only carried out to five 
diameters downstream of the bend due to space constraints. As mentioned 
previously, fully developed flow is only expected to re-establish after 10 – 50 
diameters downstream of the bend. The possibility therefore exists that the flow 
may not have had sufficient distance to develop fully in the measurement section 
after the bend. Also, the guide vanes manufactured for the experiment were 
observed to be not completely smoothly rounded and were instead bent from flat 
plate into a rounded profile made from several small straight sections. As a result 
the experimental vanes were not entirely representative of the perfectly rounded 
and infinitely thin vanes considered in the numerical model. Nonetheless, the 
experimental data verifies the trend predicted by the numerical results.  
C.6 Conclusion 
Adding guide vanes to a miter bend can measurably decrease the bend loss 
coefficient. An optimum number of guide vanes exists after which the bend loss 
coefficient begins to increase with the addition of more vanes. Traditionally the 
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number of vanes recommended for a bend is determined as a function of the duct 
diameter (see Figure C.1). Care should be taken to identify the optimum number 
of guide vanes for a given installation so as to minimize the pressure loss through 
the ducting system. This study indicates that for the miter bend considered here, 
typical of one that may be employed at large ACCs, the lowest bend pressure loss 
would be achieved with 13 guide vanes, approximately two-thirds the 
recommended number. 
It should be noted that the number of guide vanes that results in the most desirable 
flow distribution downstream of a bend may be greater than the optimum number 
of vanes with respect to bend losses. In the case of an ACC distributing manifold 
it may be useful to optimize flow distributions in the bends immediately upstream 
of the heat exchangers while focusing on reduced losses in the bends further 
downstream.   
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APPENDIX D.  VERIFICATION OF THE VAPOR FLOW DISTRI- 
                            BUTION MODEL 
D.1 Verification of the CFD model 
The accuracy of the CFD model was verified through a comparison to the 
experiments of Zipfel (1997). Chapter 4.2.2 describes the comparison in more 
detail. A comparison of the CFD predictions of the current model to Zipfel’s 
experimental results for various header-to-lateral velocity ratios is shown in 
Figures D.1 – D.4. 
 
Figure D.1: Comparison of the CFD and experimental results for vhi/vl = 0.68 
 
Figure D.2: Comparison of the CFD and experimental results for vhi/vl = 0.89 
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Figure D.3: Comparison of the CFD and experimental results for vhi/vl = 1.46 
 
Figure D.4: Comparison of the CFD and experimental results for vhi/vl = 1.90 
D.2 Verification of the numerical flow distribution calculation code 
The accuracy of the numerical flow distribution calculation code was verified 
through a comparison to the experiments of Bajura and Jones (1976). 
Figures D.5 – D.8 show the comparison for various manifold configurations with 
Cd = 0.4155. 
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Figure D.5: Comparison of the header pressure distributions for a 10 lateral 
parallel flow manifold 
 
Figure D.6: Comparison of the header pressure distributions for a 10 lateral 
reverse flow manifold 
0.0 
0.2 
0.4 
0.6 
0.8 
1.0 
1.2 
1.4 
1.6 
1.8 
1 2 3 4 5 6 7 8 9 10 
D
im
en
si
o
n
le
ss
 p
re
ss
u
re
 p
H
/p
re
f 
Lateral number 
B&J: Dividing header Code: Div. header 
B&J: Combining header Code: Comb. header 
ΔP Code: ΔP 
0.0 
0.2 
0.4 
0.6 
0.8 
1.0 
1.2 
1.4 
1.6 
1.8 
1 2 3 4 5 6 7 8 9 10 
D
im
en
si
o
n
le
ss
 p
re
ss
u
re
 p
H
/p
re
f 
Lateral number 
B&J: Dividing header Code: Div. header 
B&J: Combining header Code: Comb. header 
ΔP Code: ΔP 
pa = 101 325 N/m
2
 ReH = 60 000 
Ta = 25 °C         Rel  = 6 000 
 
 
pa = 101 325 N/m
2
 ReH = 60 000 
Ta = 25 °C         Rel  = 6 000 
 
 
Baj.  ones: Div. r 
Baj.  ones: Div. r 
Baj.  ones: Comb. r 
Baj.  ones: Comb. r 
Baj. & Jones: Press. diff. 
Baj. & Jones: Press. diff. 
Code: Div. header 
Code: Comb. header 
Code: Press. diff. 
Code: Div. header 
Code: Co b. header 
Code: Press. diff. 
Stellenbosch University  http://scholar.sun.ac.za
D.4 
 
 
Figure D.7: Comparison of the header pressure distributions for a 20 lateral 
parallel flow manifold 
 
Figure D.8: Comparison of the header pressure distributions for a 20 lateral 
reverse flow manifold 
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APPENDIX E.  EJECTOR CAPACITY AND VAPOR BACKFLOW IN A 
                            CONVENTIONAL DEPHLEGMATOR 
E.1 Sample calculation: Required ejector capacity 
Consider the two-row dephlegmator shown schematically in Figure E.1.  
 
Figure E.1: Dephlegmator tubes with non-condensable gas accumulation 
For Tv = 60 °C and Ta = 20 °C, the condensation rates in the primary condenser 
and dephlegmator tubes for 100 % effective operation are given in Table E.1. 
Table E.1: Condensation rates for 100 % effective operation 
 Primary condenser, kg/s Dephlegmator, kg/s 
Single tube: First row 9.143 x 10-3 7.756 x 10-3 
Single tube: Second row 7.286 x 10-3 6.441 x 10-3 
mej 
mvo(2) + 
mnc(2) 
mvi(1) 
+ mnc(1) 
mvi(2) 
+ mnc(2) 
mc(1) 
mc(2) 
Lbf 
1
st
 row tube 
2
nd
 row tube 
Dividing header 
Combining header 
Stagnant accumulation of 
non-condensable gases 
mnc(1) 
mc(1) + mc(2) 
Lt 
Ejector 
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The total rate of condensation in each primary condenser cell is correspondingly 
mc(pri) = 7.55 kg/s, while in the dephlegmator mc(dep) = 6.475 kg/s. The total 
amount of vapor condensed in the ACC is therefore, 
    skg617947565575454 ...mmm
)dep(c)pri(c)tot(c
  
With a 1:10
4
 concentration of non-condensable gases based on the turbine outlet 
condition, the amount of non-condensables in the system is, 
skg017690106179 4 ..m
)tot(nc
  
The mass flow rate of non-condensable gases entering each dephlegmator is 
therefore, 
skg1042344 3
21
 .mmm
)tot(nc)(nc)(nc
 
The vapor density and dynamic viscosity can be calculated from Equations (B.8) 
and (B.10) respectively. 
   
   
 
3
512
4836
24
mkg13020
153331091548958
1533310004596894115333104752407954
1533310763003889153331027704400623290564
.
..
....
.....
v







 
   
 
mskg1010831
15333100672991
1533310579066215333108166831105624352
5
314
21186






.
..
.....
v

 
The condensate density can be calculated from Equation (B.12). 
   
 
3
1
620
2963
mkg2168983
1533310903211
153331009782715333107164310493431
.
..
.....
c
















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With the dephlegmator geometry described in Appendix A, find the vapor 
velocities at the inlets of a tube in the first and second tube rows assuming 
complete condensation in both rows. 
  sm463700159013020107567 3
11
....Amv
tsv)(vi)(vi
   
  sm113100159013020104416 3
22
....Amv
tsv)(vi)(vi
   
The corresponding tube inlet and condensation Reynolds numbers are, 
71130941010831029750463713020 5
11
.....dvRe
ve)(viv)(vi
   
69108741010831029750113113020 5
22
.....dvRe
ve)(viv)(vi
   
  8145272017071130942
11
....LWReRe
tt)(vi)(vn
  
  29125272017069108742
22
....LWReRe
tt)(vi)(vn

 
while the vapor Froude numbers at the tube inlets are, 
  
  
19530
1302021689830970819463713020 2
2
11
.
......
gHvFr
vct)(viv)(Dv


 
 
  
  
13470
1302021689830970819113113020 2
2
12
.
......
gHvFr
vct)(viv)(Dv


 
 
The frictional pressure drop over the tubes can now be calculated by integrating 
the correlations of Groenewald and Kröger (1995), described in Section 4.3, for 
condensing steam in inclined flattened tubes. 
2
1
mN55303.p
)(f
  
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2
2
mN49219.p
)(f
  
The inlet losses to the tubes are calculated from Equation (6.53) based on inlet 
loss coefficients determined from Equation (6.54). 
  78352195309526256361
1
...exp.K
)(i

 
  32732134709526256361
2
...exp.K
)(i
  
  222
1
mN4623124637130205078352 .....pΔ
)(i

 
  222
1
mN8913021131130205032732 .....pΔ
)(i
  
Since the vapor is flowing upwards, the flow experiences a decrease in pressure 
due to geodetic effects. The magnitude of the geodetic loss is, 
2
21
mN328
30cos52781913020cos
.
...gLghpΔpΔ
tvv)(g)(g

 
 
A pressure recovery is experienced due to the deceleration of the vapor flow as it 
condenses. From Equation (6.47) find, 
  22
1
mN721820463713020 ...pΔ
)(m
  
  22
2
mN021260113113020 ...pΔ
)(m
  
The total steam-side pressure changes over tubes in the first and second tube rows, 
for complete condensation and 100 % effective operation, are therefore: 
2
11111
mN61360
721823284623155303
.
....
pΔpΔpΔpΔpΔ
)(m)(g)(i)(f)(v



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2
22222
mN69232
021263288913049219
.
....
pΔpΔpΔpΔpΔ
)(m)(g)(i)(f)(v



 
Since the tubes are connected between common headers they must have the same 
steam-side pressure drop. Additional vapor flow must therefore be drawn through 
the second row tubes to increase the losses over these tubes sufficiently to prevent 
backflow into the first row.  
Assume the required additional vapor flow to be mvo(2) = 0.942 x 10
-3
 kg/s per 
tube. With this additional vapor flow the total mass flow rate at the inlet of the 
second row tube is, 
skg103837109420104416 333
2
  ...m
)(vi
 
Now find, 
  sm663500159013020103837 3
22
....Amv
tsv)(vi)(vi
   
53124651010831029750663513020 5
22
.....dvRe
ve)(viv)(vi
   
  09145272017053124652
22
....LWReRe
tt)(vi)(vn

 
  
  
1770
1302021689830970819663513020 2
2
12
.
......
gHvFr
vct)(viv)(Dv


 
 
2
2
mN55317.pΔ
)(f
  
  6369217709526256361
2
...exp.K
)(i
  
  222
1
mN6219726635130205063692 .....pΔ
)(i
  
The change in pressure due to the geodetic effect remains unchanged. 
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The velocity at the tube outlet is, 
  sm55400159013020109420 3
2
....v
)(vi
 
 
The corresponding tube outlet loss is negligible compared to the inlet loss and can 
be ignored. 
The pressure recovery due to deceleration of the flow is, 
  222
2
mN89162554663513020 ....pΔ
)(m
  
Giving a net steam-side pressure change over the second tube row of, 
2
2
mN61360
891623286219755317
.
....pΔ
)(v


 
This value is suitably similar to the steam-side pressure change over the first row 
tubes and the assumed additional vapor flow requirement is correct. 
The total required rate of vapor ejection is thus, 
skg4370858109420 3
22
..nnmm
b)(tb)(vo)tot(vo
   
The method described by the Heat Exchange Institute (1988) is now used to 
convert the required vapor mass flow rate to be ejected to the dry air equivalent 
(DAE) rate. The required vapor ejection rate, in kilograms of vapor per second, 
must be divided by a molar weight entrainment ratio (RM), which accounts for the 
difference in the molar mass of water vapor relative to air, and a temperature 
entrainment ratio (RT) which accounts for variations in vapor temperature from 
that on which the Heat Exchange Institute (HEI) data is based. From HEI (1988), 
for water vapor at Tv = 60 ˚C find RM = 0.8 and RT = 0.9784. The DAE flow rate 
of vapor to be ejected is therefore, 
   DAEskg559097840804370 ....m
)tot(vo
  
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The required ejection rate of non-condensable gases must also be corrected. Since 
the non-condensable gas is dry air, RM = 1. For air at Tv = 60 ˚C find RT = 0.9844 
(HEI, 1988). The DAE rate of non-condensable gases to be ejected is then, 
    DAEskg104934984401104234 33   ...m
)tot(nc
 
The total required ejection mass flow rate (DAE) per hour in each ACC street is 
therefore, 
   DAEhkg07202736001049345590 3 ...m
)req(ej
   
E.2 Sample calculation: Backflow length in the dephlegmator 
Consider the dephlegmator operating as described above. The required ejection 
rate was determined to be mej(req) = 2027.07 kg/h (DAE). The backpressure 
corresponding to Tv = 60 ˚C can be calculated from Equations (B.5) and (B.6) to 
be pv = 19 925.12 N/m
2
. 
Based on the performance characteristic shown in Figure 5.11, the capacity of a 
single holding ejector at this backpressure is approximately mej(hold) = 230 kg/h 
(DAE). Two holding ejectors are specified per ACC street such that the total 
possible ejection rate is mej = 460 kg/h (DAE). Since this ejection rate is less than 
that required, backflow will occur in the first tube row of the dephlegmator heat 
exchanger bundles. For the purpose of this investigation it is assumed that non-
condensable gases occupy the entire backflow region and that the temperature of 
the gases in this region is equal to the ambient temperature. 
First, the possible ejection rate is manipulated to determine the possible additional 
vapor flow in a second row tube. The possible ejection rate per second is, 
 DAEskg127803600460 .m
ej
  
Subtract the non-condensable gases to be ejected from this value and divide by the 
number of tubes in the second row of the dephlegmator to determine the DAE 
additional vapor flow per tube. 
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     DAEskg10658285810493412780 43
2
  ...m
)(vo
 
This value is now multiplied by the molar weight and temperature entrainment 
ratios discussed in the previous section to give the additional vapor flow rate in 
kilograms of water vapor per second. 
skg1008029784080106582 44
2
  ....m
)(vo
 
Now assume backflow to have occurred to a distance of Lbf = 0.515 m (see 
Figure E.1). As a result, the effective length of the tube in the first tube row is 
reduced and the condensation rate for this tube, shown in Table E.1 for 100% 
effective operation, decreases proportionally. 
skg102257
527
5150527
107567107567 333
1
 



 .
.
..
.
L
LL
.m
t
bft
)(c
 
For a second row tube exposed to the heated air downstream of the first row, the 
condensation rate per unit length is, 
smkg108570527104416 33
2
  ...Lm
t)(c
 
In the backflow region a portion of the second row tube is exposed to ambient air. 
With Tv = 60 ˚C and Ta = 20 ˚C, the condensation rate per unit length in the 
second row tube is calculated to be mc(2)/Lt = 1.392 x 10
-3
 kg/sm. The 
condensation rate in the second row tube is now, 
 
 
skg107176
51501039215150527108570
103921108570
3
33
33
2






.
.....
L.LL.m
bfbft)(c
 
The vapor flow rate entering a second row tube is then, 
skg109256100802107176 343
222
  ...mmm
)(vo)(c)(vi
 
Stellenbosch University  http://scholar.sun.ac.za
E.9 
 
Following the same procedure as in Section E.1, calculate the steam-side pressure 
change over the first and second row tubes. 
  sm893400159013020102257 3
11
....Amv
tsv)(vi)(vi
   
  sm443300159013020109256 3
22
....Amv
tsv)(vi)(vi
 
 
  sm01100159013020100802 4
22
....Amv
tsv)(vo)(vo
   
23121971010831029750893413020 5
11
.....dvRe
ve)(viv)(vi
   
03116921010831029750443313020 5
22
.....dvRe
ve)(viv)(vi
   
   801430205272017023121972
11
.....LWReRe
tt)(vi)(vn
  
  22135272017003116922
22
....LWReRe
tt)(vi)(vn

 
  
  
16940
1302021689830970819893413020 2
2
11
.
......
gHvFr
vct)(viv)(Dv


 
 
  
  
15570
1302021689830970819443313020 2
2
12
.
......
gHvFr
vct)(viv)(Dv


 
 
The corresponding frictional pressure drops are Δpf(1) = ˗˗ 247.79 N/m
2
 and 
Δpf(2) = ˗˗ 256.67 N/m
2
 while the inlet losses become Δpi(1) = ˗˗ 184.6 N/m
2
 and 
Δpi(2) = ˗˗ 162.15 N/m
2
. 
Finally, the geodetic and deceleration related pressure changes are,
 
 
2
1
mN997
30cos302052781913020cos
.
....gLghpΔ
tvv)(g

 
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2
1
mN328
30cos52781913020
.
...pΔ
)(g

 
 
  22
1
mN531580893413020 ...pΔ
)(m
  
  222
2
mN54145011443313020 ....pΔ
)(m
  
The total steam-side pressure change over tubes in the first and second tube rows, 
taking into account backflow in the first tube row, are therefore, 
2
1
mN6128153158997618479247 .....pΔ
)(v
  
2
2
mN28161541453281516267256  ....pΔ
)(v
 
These values match and the assumption of Lbf = 0.515 m was correct. 
In practise, this predicted backflow length is somewhat conservative as it is 
unlikely that the entire backflow region in the first tube row will be at ambient 
temperature. The air passing through this region will therefore be heated slightly 
and the condensation rate in this portion of the second row will be less than that 
assumed here. Backflow will therefore be somewhat more severe. 
Zapke and Krӧger (1997) present a similar analysis to determine the extent of 
vapor backflow in a two-row dephlegmator. This analysis differs from theirs in 
that it takes into account the accumulation of non-condensables and the 
subsequent formation of a stagnant dead zone in the first tube row. The results 
presented here are therefore indicative of an eventual stable operating point for the 
ACC whereas Zapke and Krӧger’s method is representative of point of first 
establishment of a backflow region in the dephlegmator. 
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APPENDIX F.  INDUCED DRAFT HDWD PERFORMANCE 
                            EVALUATION 
A sample calculation of the performance of an induced draft HDWD operating as 
both an evaporative cooler and an air-cooled condenser is illustrated here. The 
following assumptions are made: 
 Saturated water vapor (x = 1) enters the HDWD at Tv = 60 ˚C. 
 Complete condensation takes place so that all the entering vapor leaves 
as saturated liquid condensate. 
 For dry operation of the second stage, the steam-side pressure drop 
over the HDWD is low enough that the steam temperature remains 
essentially constant throughout the HDWD. 
 For wet operation of the second stage the steam-side pressure drop 
results in a measurable change in vapor temperature through the 
HDWD that must be accounted for.  
 The vapor is distributed uniformly amongst all the tubes in any given 
tube row. 
The relevant system geometrical and performance parameters are described in 
Appendix A and Chapter 6. The second stage plain-tube bundle Configuration I 
from Chapter 6, described again in Table F.1 for convenience, is considered. 
Table F.1: Second stage plain-tube bundle Configuarion I 
Tube outside dia. 
do, m 
Tube rows 
nr 
Tubes per row 
ntr 
Vapor passes 
nvp 
Tubes per pass ntp 
(1
st
/2
nd
/3
rd
) 
0.019 25 314 3 20/4/1 
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F.1 Solution parameters and performance evaluation results 
Table F.2: Operating conditions 
Ambient air drybulb temperature at ground level Ta = 20 °C (293.15 K) 
Ambient air wetbulb temperature at ground level Twb = 13.3 °C (286.45 K) 
Relative humidity of ambient air RH = 50 % 
Ambient pressure at ground level pa = 84600 N/m
2
 
Vapor temperature at the HDWD inlet Tv = 60 °C (333.15 K) 
Vapor quality at HDWD inlet x = 1 
Deluge water mass flow rate in wet mode mw = 118 kg/s 
 
Table F.3: Solution parameters for wet operation of the HDWD 
First stage 
Air mass flow rate ma(1) = 321.0117 kg/s 
Air temperature after the first tube row Tao(1) = 35.8567 °C (309.0067 K) 
Air temperature after the second tube row Tao(2) = 49.1858 °C (322.3358 K) 
Second stage 
Air-vapor mass flow rate at the bundle inlet mavi = 154.747 kg/s 
Air temperature after the tube bundle Tao = 47.8806 °C (321.0306 K) 
Mean deluge water temperature Twm = 49.7305 °C (322.8805 K) 
Vapor condensation rate ms = 16.3092 kg/s 
 
Table F.4: Solution parameters for dry operation of the HDWD 
First stage 
Air mass flow rate ma(1) = 332.1048 kg/s 
Air temperature after the first tube row Tao(1) = 35.612 °C (308.762 K) 
Air temperature after the second tube row Tao(2) = 48.9124°C (322.0624 K) 
Second stage 
Air mass flow rate ma(2) = 124.7771 kg/s 
Air temperature after the tube bundle Tao = 47.8865 °C (321.0365 K) 
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Table F.5: Converged performance evaluation results 
 Wet mode Dry mode 
First stage heat transfer rate, MW 9.2684 9.6718 
Second stage heat transfer rate, MW 35.8205 3.5048 
Total heat transfer rate, MW 45.0889 13.1766 
Fan power consumption, kW  162.5121 162.1001 
Water consumption, kg/s 13.1528 0 
F.2 Sample calculation: HDWD operating as an evaporative cooler 
In this calculation, the draft equation is first evaluated based on initial 
assumptions of the solution parameters (Table F.3). Once the draft equation has 
been balanced the energy equation is considered. The calculation is complete once 
both the draft and energy equations are suitably balanced. 
F.2.1 Draft equation 
F.2.1.1 First stage heat exchanger bundle air-side pressure drop 
The mean air temperature through the first stage heat exchanger is, 
    K742930723358322152932 ...TTT
aoaiam
  
The density and dynamic viscosity of dry air at this mean temperature are 
calculated from Equations (B.1) and (B.3). 
  3mkg9576074293070828784600 ...
am
  
   
 
mskg1088231
742930710150388
74293071013195637429307102597936102879732
5
315
21186






.
..
.....
am

 
The density of air at the heat exchanger inlet and outlet are calculated similarly. 
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  3mkg00531152930828784600 ...
ai
  
  3mkg9142033583220828784600 ...
ao
  
The characteristic flow parameter through the heat exchanger is calculated from 
Equation (6.29). 
   
1
5
2111
m8228164464
585718913810882310117321




.
...nnAnmRy
tbtbfrbam)(a)(

 
The heat exchanger loss coefficient for normal isothermal flow is calculated from 
Equation (A.3). 
  36072182281644648314464 439270 ...K .
he


 
With Khe known, the overall loss coefficient for the finned-tube heat exchanger is 
calculated from Equation (6.22). 
 
   
819822
9142000531
1005312
9142000531
9142000531
8750
2
360721
2
.
..
.
..
..
.
.K
t








 
The air-side pressure drop over the first stage heat exchanger is now calculated 
from Equation (6.20) with, 
  sm17713189138957600117321
1
....Anmv
frbam)(aam
   
2
2
1
mN291110
2
1771395760
819822 .
..
.pΔ
)st(a


  
F.2.1.2 Second stage heat exchanger bundle air-side pressure drop 
The water flow rate over half a tube per unit length is, 
    mskg018800380523142201901182 ....PLnndmΓ
ttrbowm
  
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The air-side pressure drop over the second stage bundle can now be calculated 
from Equation (6.23). 
    
2
2850851
2
mN234184
0190018809388142747154032902594
.
......pΔ
..
)wetnd(a



 
F.2.1.3 Solution of the draft equation 
The mean air temperature leaving the first and second stage heat exchangers is 
approximated by, 
   
   
K9113321
7471540117321747154030632101173213358322
212211
.
......
mmmTmTT
)(a)(a)(a)(ao)(a)(aoao



 
The corresponding density of air flowing through the fan is thus, 
  3mkg9154091133210828784600 ...
aF
  
and the fan volumetric flow rate is, 
    sm7277519915407471540117321 3
21
....mmV
aF)(a)(aF
   
The corresponding fan static pressure rise and fan power consumption are 
calculated from Equations (A.4) and (A.5). 
 
   
2
3724
mN9006169
21
91540
727751910148727751910351496
727751929752154800451719320
.
.
.
....
...
pΔ
Fs

















 
 
   
W.
.
.
....
...
P
F
3
342
105121162
21
91540
72775191008308572775194761683980
727751941386339592333186645

















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The total loss coefficient for obstacles up- and downstream of the fan considered 
here is Kup/do = 0.6877 while the heat exchanger support tower loss coefficient is 
Kts = 1.5 (Kröger, 2004). The losses due to these obstacles are subsequently, 
2
22
21
mN434320
503964
7471540117321
915402
68770
2
.
.
..
.
.
A
mmK
pΔ
e
)(a)(a
aF
do/up
do/up






 






 

  
2
22
21
mN715238
043366
7471540117321
005312
51
2
.
.
..
.
.
A
mmK
pΔ
c
)(a)(a
ai
ts
ts





 






 


 
The average free stream velocity upstream of the plain tube bundle is, 
  sm5719200531925292747154
2
....Anmv
aifrb)(ao
   
The density and dynamic viscosity of the air at the bundle outlet are, 
  3mkg918003063210828784600 ...
ao
  
   
 
mskg1094261
030632110150388
03063211013195630306321102597936102879732
5
315
21186






.
..
.....
am

 
The pressure drop over the droplet collecting troughs is calculated from 
Equation (6.27). 
      269311840 mN844489252927471549252921185631 .....pΔ ..
ct
  
The loss coefficient over the drift eliminators is calculated from Equation (6.28). 
  150751094261918057192489227 1424705 .....K .
de

  
The corresponding loss over the drift eliminators is, 
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222
0
mN1621712571929180150752 ....vKpΔ
aodede
   
The left side of Equation (6.19) equates to, 
    2mN75111104343207152389006169 ....pΔpΔpΔ
do/uptsFs
  
The right hand side of Equation (4.19) equals, 
2
2
mN240611016211784448234184 ....pΔpΔpΔ
dect)nd(a
  
These values correspond well with one another and with Δpa(1st) = 110.291 N/m
2
. 
The draft equation is therefore balanced. 
F.2.2 First stage energy equation 
F.2.2.1 Air-side energy balance 
The mean air temperature through the respective bundles is, 
    K078330120066309152932
11
...TTT
)(aoai)(am
  
    K67123152335832200663092
212
...TTT
)(ao)(ao)(am
  
The corresponding properties of air are calculated from Equations (B.1) – (B.4). 
  3
1
mkg9788007833010828784600 ...
)(am
  
   
 
kgKJ99191006
0783301107052092
07833011008381470783301101617833100453561
37-
24-1-3-
1
.
..
.....c
)(pam



 
   
 
mskg1085181
078330110150388
07833011013195630783301102597936102879732
5-
315-
211-8-6-
1



.
..
.....
)(am

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   
 
mKW02630
0783301102506031
07833011062793740783301100180871109377874
311-
28-4-4-
1
.
..
.....k
)(am



 
  3
2
mkg9335067123150828784600 ...
)(am
  
   
 
kgKJ62711007
6712315107052092
67123151008381476712315101617833100453561
37-
24-1-3-
2
.
..
.....c
)(pam



 
   
 
mskg1091841
671231510150388
67123151013195636712315102597936102879732
5-
315-
211-8-6-
2



.
..
.....
)(am

 
   
 
mKW02740
6712315102506031
67123151062793746712315100180871109377874
311-
28-4-4-
2
.
..
.....k
)(am



 
The Prandtl numbers for air at the mean temperatures through the first and second 
bundles are respectively Pram(1) = 0.709 and Pram(2) = 0.7049 (Krӧger, 2004). 
The rate of heat transfer to the air is now calculated from Equation (6.1). 
   
W1012575
152930066309991910060117321
6
111


.
....TTcmQ
ai)(ao)(paa)(
 
   
W1031154
74633083358322627110070117321
6
1222


.
....TTcmQ
)(ao)(ao)(paa)(
 
  W104372910311541012575 666
1


...TTcmQ
r
n
i
)i(ai)i(ao)i(paa
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F.2.2.2 Steam-side energy balance 
The characteristic heat transfer parameter is calculated according to 
Equation (A.1).
  
1
4332560
51
m663467059
5857189131085181
0117321
007945366 








 .
..
.
.Ny
.
)(
 
The effective air-side heat transfer coefficient is now calculated from 
Equation (6.3). 
KW8657163203663467059189138709002630 3330
1
.....UA .
)(
  
The effectiveness of the first tube row is calculated from Equation (6.2). 
   396409919100601173218657163203exp1
1
....e
)(
  
The heat transferred from the first tube row can now be calculated according to 
Equation (6.1). 
   
W1012585
152931533339640991910060117321
6
1111


.
.....TTecmQ
)(aiv)()(paa)(
 
This value compares well with the value of Q(1) = 5.1257 MW determined using 
the air-side energy balance. 
A similar procedure is followed for the second tube row with the characteristic 
heat transfer parameter calculated according to Equation (A.2). 
1
4703730
52
m8517100712
1891381091841
0117321
588007360 








 .
..
.
.Ny
.
)(
 
KW115525946285171007121891387049002740 3330
2
.....UA .
)(
  
   551606271100701173211155259462exp1
2
....e
)(
  
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 
 
W.
.....
TTecmQ
)(aiv)()(paa)(
6
2222
1031154
00663091533355160627110070117321



 
This value matches the value of Q(2) = 4.3115 MW calculated using the air-side 
energy balance. The energy equation is therefore balanced and the initial 
assumptions were correct. The total heat transfer rate for the first stage of the 
HDWD is Q = 9.4372 MW assuming a constant vapor temperature of Tv = 60 ˚C 
throughout the system. 
F.2.3 Second stage energy equation 
F.2.3.1 Air-side energy balance 
At  T = (Tai + 273.15)/2 = (293.15 + 273.15)/2 = 283.15 K find the specific heats 
of air and water vapor according to Equations (B.2) and (B.9) respectively. 
   
 
kgKJ48271006
15283107052092
1528310083814715283101617833100453561
37
2413
.
..
.....c
pai





 
   
 
kgKJ10441871
1528310913325
1528310467842152833133421036051
613
5103
.
..
.....c
pvi





 
The partial vapor pressure in the ambient air is calculated by evaluating 
Equations (B.5) and (B.6) at Twb = 286.45 K. 
      
18373
7861183122
110102873410110504741
45286
16273
log028085
45286
16273
17958610
452861627317695544116273452862969284
10
.
.
..
.
.
.
.
.
.z
......

















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218373 mN2862152610 .p .
vwb
  
The humidity ratio of the inlet air is now calculated from Equation (B.28). 
 
   
 
   
airdrykgkg00870
1527345286184415273152938577162501
4528615293004161
28621526005184600
28621526625090
1527345286184415273152938577162501
15273452863263262501
.
.......
...
..
..
.......
....
w
i




























 
With the latent heat of water at T0 = 273.15 K calculated from Equation (B.16), 
the enthalpy of the inlet air-vapor mixture per kilogram dry air is determined from 
Equation (B.30). 
   
 
kgJ1050162
1527310402904311
15273139568121527310862770351048318143
6
32
236




.
..
.....i
fgwo
 
 
  
kgJ10266442
15273152931044187110501620087190
152731529348271006
3
6



.
.....
...i
mai
 
The enthalpy of the saturated air-vapor mixture is calculated at the mean deluge 
water film temperature following the same procedure as above. The specific heats 
are evaluated at T = (Twm + 273.15)/2 = (322.8804 + 273.15)/2 = 298.0152 K 
   
 
kgKJ88351006
0152298107052092
01522981008381470152298101617833100453561
37
2413
.
..
.....c
pawm





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   
 
kgKJ05161884
015229810913325
01522981046784201522983133421036051
613
5103
.
..
.....c
pvwm





 
      
08554
7861183122
110102873410110504741
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
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
 
 
208554 mN67251217410 .p .
vwm
  
 
   
 
   
airdrykgkg10520
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672512174625090
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.......
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..
..
.......
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w
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
























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 
  
kgJ100089323
15273880432205161884105016210520
15273880432288351006
3
6



.
.....
...i
mawm
 
The mean air temperature through the bundle is, 
    K090330720306321152932 ...TTT
aoaiam
  
The dynamic viscosity of dry air and saturated water vapor at the mean air 
temperature are calculated according to Equations (B.3) and (B.10) respectively. 
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   
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mskg1002641
0903307100672991
09033071057906620903307108166831105624352
5
314
21186






.
..
.....
vm

 
The vapor pressure and humidity ratio are calculated from Equations (B.5), (B.6) 
and (B.28). 
      
73443
7861183122
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27253 mN8471530110 .p .
vam
  
 
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 
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airdrykgkg04180
15273090330718441527309033078577162501
09033070903307004161
84715301005184600
84715301625090
15273090330718441527309033078577162501
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


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


















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 From Equations (B.24) and (B.25) find, 
  937004180608111 ...X
a
  
  063062200418004180 ....X
v
  
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The dynamic viscosity of the air-vapor mixture is now calculated from 
Equation (B.22). 
 
 
mskg1083641
01618063097289370
0161810026410630972810879419370
5
5050
505505





.
....
/......
..
..
avm

 
The air-side Reynolds number evaluated at the mean air temperature through the 
bundle is, 
   
25115236
108364193881420190747154 5
.
....AndmRe
avmcboaavm

 
 
The dynamic viscosity of the deluge water temperature at Twm is calculated from 
Equation (B.14). 
  mskg104666510104142 4140880432282475   .. ..
wm
  
With Γm = 0.0188 kg/ms, as calculated during the solution of the draft equation, 
find the corresponding deluge water Reynolds number. 
487113710466650188044 4 ...ΓRe
wmmwm
   
The mass transfer coefficient between the deluge water film and the passing air 
can now be calculated from Equation (6.18). 
      smkg1464001904871137251152361054395 261150908 .....h ...
d

  
The mass flow rate of dry air only at the bundle inlet is, 
    skg40951530087017471541 ...wmm
iaai
  
Now find, from Equation (6.17), 
2364240951534211171214640 ....NTU
a
  
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The enthalpy of the air at the heat exchanger outlet can now be calculated 
according to Equation (6.15). 
   
airdrykgJ10105293
23642exp10266442100089323100089323
3
333


.
....i
mao
 
Now calculate the specific heats of air and water vapor at, 
 T = (Tao + 273.15)/2 = (321.0306 + 273.15)/2 = 297.0903 K  
according to Equations (B.2) and (B.9). 
   
 
kgKJ85251006
0903297107052092
09032971008381470903297101617833100453561
37
2413
.
..
.....c
pao





 
   
 
kgKJ2041883
090329710913325
09032971046784209032973133421036051
613
5103
.
..
.....c
pvo





 
The vapor pressure and humidity ratio at the bundle out let are calculated as 
before assuming the air-vapor mixture at the heat exchanger outlet to be 100 % 
saturated. 
      
04534
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110102873410110504741
0306321
16273
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






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  
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 
   
 
   
airdrykgkg09450
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
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

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

















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The temperature at the outlet of the plain-tube bundle is now calculated by 
manipulating Equation (B.30) as shown below. 
K0308321
20418830945085251006
105019620945010015293
15273
15273
63
.
...
...
.
cwc
iwi
.T
pvoopao
fgwoomao
ao







 
This value matches the initial guess of Tao = 321.0306 K. 
The heat transferred to the air can now be calculated according to Equation (6.11). 
    W104672381026644210015293747154 633  ....iimQ
maimaoa  
F.2.3.2 Steam-side energy balance 
The heat transfer coefficient between the deluge water film and the tube surface 
can be calculated according to Equation (6.13). 
  KmW12442095019001878092102 231 ....h
w
  
The density and dynamic viscosity of saturated water vapor at Tv = 333.15 K are 
calculated from Equations (B.8) and (B.10). 
Stellenbosch University  http://scholar.sun.ac.za
F.17 
 
   
   
 
3
512
4836
24
mkg13020
153331091548958
1533310004596894115333104752407954
1533310763003889153331027704400623290564
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..
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v
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





 
   
 
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5
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

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.
..
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v

 
The properties of condensate at Tv = 333.15 K are calculated from 
Equations (B.12) – (B.16). 
   
 
3
1
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mkg2168983
1533310903211
153331009782715333107164310493431
.
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
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  mskg106310410104142 41401533382475   .. ..
c
  
   
 
kgKJ09364184
1533310175822
15333101128351533306272810155998
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
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   
 
mKW65320
1533310747374
15333100107511533310996266142550
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..
.....k
c





 
   
 
kgKJ1035862
1533310402904311
15333139568121533310862770351048318143
6
32
236




.
..
.....i
fg
 
The condensate Prandtl number at Tv = 333.15 K is Prc = 2.9665 (Krӧger, 2004) 
while the vapor pressure in the tube can be calculated according to 
Equations (B.5) and (B.6). 
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      
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229944 mN11611992510 .p .
v
  
The vapor Reynolds number at the inlet to a tube in the first vapor pass is, 
987117166
101083110961314202
01580309216
54
1
.
..
..
Annn
dm
Re
vtstrtpb
is
vi





 
Since Revi < 35 000, Equation (6.14) can be used to calculate the condensation 
heat transfer coefficient inside the tube. This correlation requires knowledge of 
the tube wall temperature. As a first approximation estimate, 
    K015232828804322153332 ...TTT
wmvwall
  
The modified latent heat of vaporization is calculated from Equation (6.15). 
  kgJ10373220152328333.15093641846801035862 66  .....i '
fg
 
Now find, 
 
 
KmW280911215
0158028.0152333.1531063104
103732265320130202168983216898389
5550
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








 
The overall heat transfer coefficient between the deluge film and the condensing 
steam is now calculated from Equation (6.12). 
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 
KW1074693
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The mean deluge water temperature is subsequently, 
K88373227469346723815333
2
....UAQTT
ndvwm
  
This value corresponds well with the original assumption of Twm = 322.8804 K. 
The condensation rate is calculated below and matches the initial assumption of 
ms = 16.3092 kg/s. 
skg30921635862467238 ...iQm
fgs
  
The energy equation for the second stage is balanced. 
The water consumed in the HDWD is, 
    skg15281300870094504095153 ....wwmm
ioaevap

 
F.2.4 The effect of pressure drop related vapor temperature changes 
Based on a constant vapor temperature, the heat transfer rate in the HDWD is 
determined in the sections above to be, 
MW90444746723843729
21
...QQQ
ndstHDWD
  
Assume vapor enters the first pass of the HDWD at Tv = 60 ˚C (333.15 K). The 
corresponding vapor pressure is calculated below. 
      
29944
7861183122
110102873410110504741
15333
16273
log028085
15333
16273
17958610
153331627317695544116273153332969284
10
.
.
..
.
.
.
.
.
.z
......

















 
Stellenbosch University  http://scholar.sun.ac.za
F.20 
 
229944
1
mN11611992510 .p .
)st(vi

 
The steam-side pressure drop over the first stage, based on a constant vapor 
temperature of Tv = 60 ˚C is calculated to be Δpv(1st) = 1618.6271 N/m
2
 using 
Groenewald and Krӧger’s (1995) correlations for the frictional pressure drop. The 
vapor pressure at the first stage outlet is therefore, 
2
111
mN4791830663711618116119925 ...pΔpp
)st()st(vi)st(vo
  
The corresponding vapor temperature is calculated from Equation (B.7). 
   
   
     
K5174331
47918306ln4791830610437169147918306ln16148816
479183061001204747918306107389543
479183061027215447918306108322951630366164
4
2513
2103
1
.
.....
....
.....T
)st(vo







 
The mean vapor temperature through the first stage is then, 
    K333833225174331153332
111
...TTT
)st(vo)st(vi)st(vm
  
The steam-side pressure drop over the first, second and third passes of the HDWD 
are respectively Δpv(2nd-1) = 312.3645 N/m
2
, Δpv(2nd-2) = 312.3645 N/m
2
 and 
Δpv(2nd-3) = 150.854 N/m
2
. The corresponding mean vapor temperature through 
each pass is shown in Table F.6. 
Table F.6: Mean vapor temperatures through the HDWD second stage 
Pass 1 2 3 
Tv, ˚C (K) 58.3296 (331.4796) 58.1696 (331.3196) 58.0496 (331.1996) 
The calculations described in Sections F.2.2 and F.2.3 are repeated taking into 
account the different vapor temperatures in each stage/pass of the HDWD. The 
draft equation was found to change very little as a result of the vapor temperature 
changes under consideration. The new predicted heat transfer rate in the first stage 
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of the HDWD is Q1st = 9.2684 MW, representing a decrease of 1.8 % relative to 
the constant vapor temperature case. In the second stage, Q2nd = 35.8205 MW, 
represents an approximately 7 % reduction in heat transfer rate. The new total heat 
transfer rate is thus Q = 45.0889 MW, which is approximately 6 % less than the 
value of Q = 47.9044 MW predicted based on the constant vapor temperature. 
F.3 Sample calculation: HDWD operating as an air-cooled condenser 
F.3.1 Draft equation 
F.3.1.1 First stage heat exchanger bundle air-side pressure drop 
The mean air temperature through the first stage heat exchanger is, 
    K606230720624322152932 ...TTT
aoaiam
  
The corresponding density and dynamic viscosity of dry air at this mean 
temperature are, 
  3mkg958060623070828784600 ...
am
  
   
 
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.
..
.....
am

 
The density of air at the heat exchanger inlet has been previously calculated to be 
ρai = 1.0053 kg/m
3
. The density at the outlet is in this case, 
  3mkg915006243220828784600 ...
ao
  
The characteristic flow parameter through the heat exchanger is, 
   
1
5
2111
m6305170204
585718913810881711048332




.
...nnAnmRy
tbtbfrbam)(a)(
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The heat exchanger loss coefficient for normal isothermal flow is calculated from 
Equation (A.3) and the overall air-side loss coefficient from Equation (6.22). 
  04132163051702048314464 439270 ...K .
he


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The air-side pressure drop over the first stage heat exchanger is calculated using 
Equation (6.20) with, 
  sm2855318913895801048332
1
....Anmv
frbam)(aam
   
2
2
1
mN3198116
2
285539580
496222 .
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.pΔ
)st(a


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F.3.1.2 Second stage heat exchanger bundle air-side pressure drop 
The mean air temperature through the second stage heat exchanger is, 
    K093330720365321152932 ...TTT
aoaiam
  
The mean density and dynamic viscosity of dry air are then, 
  3mkg9596009333070828784600 ...
am
  
   
 
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The average free stream velocity upstream of the bundle is, 
  sm17262925292959607771124
2
....Anmv
frbam)(ao
   
From Figure 6.3 find, 
m..P
t
038001902   
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m..P
l
0329001903   
201900380  ..a  
73211019003290 ...b   
The air velocity in the narrowest cross-section through the bundle is calculated 
from Equation (6.31). 
  sm3451412217262 ..v
max
  
The corresponding Reynolds number is, 
41074215108794101903451495960 5 .....dvRe
amomaxamam
   
The mean film temperature, based on the mean air temperature through the bundle 
is, 
    K121632021533309333072 ...TTT
vamaw
  
The corresponding air density and dynamic viscosity are, 
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Now find from Equation (6.32), 
 
44290
87941
93851
1
73211
2
010
1
2
73211
40
8502
21
52
41074215
1
140
3
3
081
250
.
.
.
.
.
.
.
.
.
.
.
K
..
.b






































 
Stellenbosch University  http://scholar.sun.ac.za
F.24 
 
The air-side pressure drop over the second stage tube bundle, operating as an air-
cooled condenser, is now found using Equation (6.30). 
22
2
mN2558100234514959602544290 ....pΔ
)drynd(a


 
F.3.1.3 Solution of the draft equation 
The mean air temperature leaving the first and second stage heat exchangers is 
approximated by, 
   
   
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The density of air flowing through the fan is then, 
  3mkg9158078223210828784600 ...
aF
  
The volumetric flow rate through the fan is, 
    sm88834989158077711241048332 3
21
....mmV
aF)(a)(aF
   
The corresponding fan static pressure rise and fan power consumption are 
calculated from Equations (A.4) and (A.5). 
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The total loss coefficient for obstacles up- and downstream of the fan considered 
here is Kup/do = 0.6877 while the heat exchanger support tower loss coefficient is 
Kts = 1.5 (Krӧger, 2004). The losses due to these obstacles are subsequently, 
2
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The density and dynamic viscosity of the air at the second stage plain tube bundle 
outlet are, 
  3mkg9179003653210828784600 ...
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The loss coefficient over the drift eliminators is now calculated using 
Equation (6.28). 
  3111510942619179017262489227 1424705 .....K .
de

  
The corresponding loss over the drift eliminators is, 
222
0
mN50561121726291790311152 ....vKpΔ
aodede
   
The loss over the collecting troughs is calculated from Equation (6.33). 
   2mN4688492529277711240271 ....pΔ
ct
  
The left side of Equation (6.19) equates to, 
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    2mN94131198367187039354819174 ....pΔpΔpΔ
do/uptsFs
  
The right side of Equation (6.19) equals, 
2
2
mN23116505611468842558100 ....pΔpΔpΔ
dect)nd(a
  
These values are suitably similar to one another and Δpa(1st) = 116.3198 N/m
2
. The 
draft equation is therefore balanced. 
F.3.2 First stage energy equation 
F.3.2.1 Air-side energy balance 
The mean air temperature through the respective bundles is, 
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The corresponding properties of air are, 
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The Prandtl numbers for air at the mean temperatures through the first and second 
bundles are respectively Pram(1) = 0.709 and Pram(2) = 0.7049 (Krӧger, 2004). 
The heat transfer rate to the air is now calculated from Equation (4.1). 
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F.3.2.2 Steam-side energy balance 
The characteristic heat transfer parameter for the first row is, 
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The corresponding characteristic heat transfer parameter is calculated according to 
Equation (A.1) 
  14332560
1
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The effective air-side heat transfer coefficient is then calculated from 
Equation (6.3). 
KW0766165586969968062189138709002630 3330
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The effectiveness of the first tube row is calculated from Equation (6.2). 
   390509874100610483320766165586exp1
1
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The heat transferred from the first tube row is now calculated according to 
Equation (6.1). 
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This value compares well with the value of Q(1) = 5.2211 MW determined using 
the air-side energy balance. 
A similar procedure is followed for the second tube row with the characteristic 
heat transfer parameter calculated according to Equation (A.2). 
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This value corresponds well with the value of Q(2) = 4.4507 MW calculated using 
the air-side energy balance. The energy equation is therefore balanced and the 
initial assumptions were correct. The total heat transfer rate for the first stage of 
the HDWD is Q = 9.6718 MW. 
F.3.3 Second stage energy equation 
F.3.3.1 Air-side energy balance 
The specific heat of air at the mean temperature through the second stage bundle, 
Tam = 307.0933 K, is calculated from Equation (B.2). 
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The heat transferred to the air is simply calculated directly from Equation (6.1). 
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F.3.3.2 Steam-side energy balance 
The mean air velocity through the second stage heat exchanger has been 
previously calculated to be vam = 2.1726 m/s, while the air velocity in the 
narrowest cross-section of the heat exchanger is vmax = 4.3451 m/s. The density 
and dynamic viscosity of air at the mean film temperature through the bundle, 
Taw = 320.1216 K, have also been found previously as ρaw = 0.9206 kg/m
3
 and 
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μaw = 1.9385 x 10
-5
 kg/ms. The thermal conductivity of air at the mean film 
temperature is calculated from Equation (B.4).  
   
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The Prandtl number at the mean film temperature is Praw = 0.7037 (Krӧger, 2004). 
The Reynolds number corresponding to the maximum velocity and mean film 
temperature properties is, 
57253920109385101903451492060 5 .....dvRe
awomaxawam
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The air-side Nusselt number for a tube in the first tube row is calculated from 
Equation (6.4). 
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The arrangement factor is calculated from Equation (6.7) and the average Nusselt 
number for the bundle subsequently from Equation (6.8). 
  3851032903019021 ...Φ   
8501436633313851 ...Nu
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The corresponding air-side heat transfer coefficient is calculated from 
Equation (6.9). 
KmW081364019002780850143 2....dkNuh
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  
The overall heat transfer coefficient between the steam and the air is now 
approximated using Equation (6.10). 
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The heat transfer effectiveness is now calculated from Equation (6.2). 
   697202301100777711243749150132exp1 ....e   
The heat transfer rate is determined using Equation (6.1). 
  W1050483152931533369720230110077771124 6 ......Q  
This value matches the previously predicted value of Q = 3.5048 MW and the 
energy equation is balanced. 
The total heat transfer rate in the HDWD when operating in dry mode is therefore, 
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